IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT
OGDEN, UTAH

Equipment Preventive Maintenance & Certification/Testing

IRS FRE

Certifica
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer

1 A-01-201 A-O1 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Ty AIR DRYER MAC-1 ZEKES
2  [|A-01-202 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyf AIR DRYER SMAC 2 ZEKES
3 [JA-01-203 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyf AIR DRYER SMAC-1A ZEKS-THERM
4 JA-01-204 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyf AIR DRYER MAC-1 ZEKES
5  [JA-01-205 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyf AIR DRYER HANKISON
6 [|A-01-206 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyf AIR DRYER ARROW
7 |A-01-603 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyf AIR DRYER ADAC-1 WILKERSON
8 [JA-01-6101 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyf AIR DRYER MG ROOM PIONEER
9 A-01-6CO1 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyg AIR DRYER CAC-1 SOUTH UNIT [INGERSOLL-RAND
10 JA-01-6C02 A-01 SA 1 Air Dryer, Refrigerated or Regenerative Desiccant Tyg AIR DRYER CAC-1 NORTH UNIT [INGERSOLL-RAND
11 JA-02-1201 A-02 A 1 Unitary, Heating and Cooling Un A/C UNITARY UNIT 1201 LENNOX

A\L VIACLHINE CUVIFUR'I
12 JA-02-401 A-02 A 1 Unitary, Heating and Cooling Unit COOLING A\C-401 LENNOX
13  JA-02-11G01 A-02 A 1 Unitary, Heating and Cooling Un A/C UNITARY UNIT GATE 5 CARRIER
14 JA-03-501 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
15 JA-03-502 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
16 [A-03-503 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
17 JA-03-6101 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
18 [A-03-6102 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
19 JA-03-6301 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
20 [A-03-6401 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
21 |A-03-6402 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
22 |A-03-6501 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
23 |A-03-6502 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
24 |A-03-6503 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
25 [A-03-6504 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
26 [|A-03-6601 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
27  |A-03-6C01 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
28  |A-03-6C02 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC
29  |A-03-6C03 A-03 SA 1 Humidification Systems HUMIDIFICATION SYSTEM NORTEC

AIR CUVMIFRESSUR SFEED AIRIBRIGGS
30 JA-04-1001 A-04 SA 1 Air Compressor PORTABLE/GAS & STRATTON

AIR CUVMIFRESSUR FPURTABLE
31 JA-04-1002 A-04 SA 1 Air Compressor BMS-027 SPEED AIR
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32 JA-04-1003 A-04 SA 1 Air Compressor AIR COMPRESSOR DP-02 SPEED AIR
33 JA-04-201 A-04 SA 1 Air Compressor AIR COMPRESSOR MAC-1 QUINCY
34 JA-04-202 A-04 SA 1 Air Compressor AIR COMPRESSOR MAC-2 QUINCY
35  [JA-04-205 A-04 SA 1 Air Compressor AIR COMPRESSOR SMAC-2A QUINCY
36 [JA-04-206 A-04 SA 1 Air Compressor AIR COMPRESSOR SMAC-2B QUINCY
37 |A-04-207 A-04 SA 1 Air Compressor AIR COMPRESSOR SHOPAC-1  |INGERSOLL-RAND
38  [JA-04-215 A-04 SA 1 Air Compressor AIR COMPRESSOR MSAC QUINCY
39  [JA-04-216 A-04 SA 1 Air Compressor AIR COMPRESSOR MSAC QUINCY
40 [A-04-2901 A-04 SA 1 Air Compressor AIR COMPRESSOR EMQIO
41 JA-04-6101 A-04 SA 1 Air Compressor AIR COMPRESSOR MG ROOM QUINCY
42 [A-04-6102 A-04 SA 1 Air Compressor AIR COMPRESSOR MG ROOM QUINCY
AIR CUVMIFRESSUR CACUL-1
43  JA-04-6C01 A-04 SA 1 Air Compressor SOUTH UNIT INGERSOLL-RAND
AIR CUVMIFRESSUR LCAL-Z
44 JA-04-6C02 A-04 SA 1 Air Compressor NORTH UNIT INGERSOLL-RAND
AT CONaImonmg VIAaCme, SPIT SYSTENT COMToIt COONMMY 10 10Ns an
45 |A-05-401 A-05A A 1 under A/C MACHINE SPLIT SYSTEM LEIBERT
AT CONaIonmg VaCcHme, SPIT SYSTENT COMToIt COONMMY 10 10Ns an
46  |A-05-404 A-05A A 1 under A/C MACHINE SPLIT SYSTEM LEIBERT
47  |A-05-402 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
48 |A-05-403 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
49 ]A-05-405 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LIEBERT
50 [JA-05-406 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LIEBERT
51 JA-05-407 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LIEBERT
52 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LIEBERT
53 ]A-05-409 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LIEBERT
54 ]A-05-410 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LIEBERT
55 JA-05-411 A-05B A 1 Air Conditioning Machine, Split System Comfort Cooling Over 10 tong A/C MACHINE SPLIT SYSTEM LIEBERT
56 JA-05-6501 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM DATA AIRE
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57 JA-05-6601 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM DATA AIRE
58 JA-05-6602 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM DATA AIRE
59 JA-05-6701 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
60 [JA-05-6702 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
61 |]A-05-6703 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
62 JA-05-6704 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
63 ]A-05-6705 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
64 ]A-05-6706 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
65 [JA-05-6707 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT
66 ]A-05-6708 A-05D M 1 Air Conditioning Machine, Split System Special Purpose Over 10 tong A/C MACHINE SPLIT SYSTEM LEIBERT

AIT-CONOIOMNG VIEACTTE PAackage Ut (COMTOIT COONTg) TU TOTS an
67 A-06-1003 A-06A A 1 under A/C MACH PACK UNIT -10T CARRIER
AIT-CONOIOMNgY VIEACTITE PAackage Ut (COMTOIT COONTTg) U TOTTS an
68 A-06-11G01 A-06A A 1 under A/C MACH PACK UNIT -10T COLEMAN
AIT-CONOIOMNgY VIEACTE PAackage Ut (COMTOIT COONTTg) TU TOTTS an
69 A-06-11G02 A-06A A 1 under A/C MACH PACK UNIT -10T COLEMAN
70 JA-06-1001 A-06B A 1 Air-Conditioning Machine Package Unit (Comfort Cooling) Over 10 tor|s A/C MACH PACK UNIT AC-001 TRANE
AT-CONAIIong VIACINe, PAaCckage UM (SPEClal PUTPOSE] IU oM
71 A-07-6F01 A-07A M 1 and under A/C PACKAGE UNIT CPRF-1 HIROSS
AT-CONAIIonmg VIACINE, PAaCkage UM (SPEClal PUTPOSE] IU oM
72 A-07-6F02 A-07A M 1 and under A/C PACKAGE UNIT CPRF-2 HIROSS
AT-CONAIIong VIACINe, PAaCkage UM (SPECal  PUTPOSE] IU oM
73 A-07-901 A-07A M 1 and under A/C PACKAGE UNIT BAT-901 CARRIER
AT-CONAIIonmg VIACINe, PAackage UM (SPECal PUTPOSE] IU oM
74 A-07-902 A-07A M 1 and under A/C PACKAGE UNIT BAT-902 CARRIER
AT-CONAIIOTINY VIACINE, PAackage UMt (SPECalr PUTPOSE) OVET T ATC PACKAGE UNIT DUUR F
75 A-07-501 A-07B M 1 tons DISPATCH LENNOX
AT-CONAIIonmg VIACNINEe, Package UMt (SPEClal PUTPOSE] OVET T
76 A-07-502 A-07B M 1 tons A/C PACKAGE UNIT #1 HI ROSS
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE] OVET T
77 A-07-503 A-07B M 1 tons A/C PACKAGE UNIT #2 LEIBERT
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AT-CONAIONINgG Macnine, Fackage Unit (Special . FUlpose) over L

78 A-07-504 A-07B M 1 tons AIC PACKAGE UNIT #3 LEIBERT
AT-CONAIonmg VIACINe, Package UMt (SPECal PUTPOSE] OVET T

79 A-07-505 A-07B M 1 tons AIC PACKAGE UNIT #4 HI ROSS
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE) OVET T

80 A-07-506 A-07B M 1 tons AIC PACKAGE UNIT #5 HIROSS
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE) OVET T

81 A-07-6101 A-07B M 1 tons AI/C PACKAGE UNIT CPR1-1 HI ROSS
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE) OVET T

82 A-07-6102 A-07B M 1 tons AIC PACKAGE UNIT CPR1-2 HI ROSS
AT-CONAIIonmg VIACNINE, Package UMt (SPEClal PUTPOSE) OVET T

83 A-07-6103 A-07B M 1 tons AI/C PACKAGE UNIT CPR1-3 HI ROSS
AT-CONAIIonmg VIACNINE, Package UMt (SPEClal PUTPOSE) OVET T

84 A-07-6104 A-07B M 1 tons AIC PACKAGE UNIT CPR1-4 HI ROSS
AT-CONAIIonmg VIACINE, Package UMt (SPEClal PUTPOSE] OVET T

85 A-07-6105 A-07B M 1 tons AIC PACKAGE UNIT CPR1-5 HI ROSS
AT-CONAIIonmg VIACNINEe, Package UMt (SPEClal PUTPOSE] OVET T

86 A-07-6302 A-07B M 1 tons AI/C PACKAGE UNIT CPR3-2 HI-ROSS
AT-CONAIIonmg VIACTINEe, Package UMt (SPECal PUTPOSE] OVET T

87 A-07-6303 A-07B M 1 tons AI/C PACKAGE UNIT CPR3-3 HI-ROSS
AT-CONAIIonmg VIACNINEe, Package UMt (SPEClal PUTPOSE] OVET T

88 A-07-6304 A-07B M 1 tons AIC PACKAGE UNIT CPR3-4 HI-ROSS
AT-CONAIIonmg VIACTINEe, Package UMt (SPECal PUTPOSE] OVET T

89 A-07-6305 A-07B M 1 tons AIC PACKAGE UNIT CPR3-5 HI-ROSS
AT-CONAIIonmg VIACNINE, PAackage UMMt (SPEClal PUTPOSE] OVET T

90 A-07-6306 A-07B M 1 tons AIC PACKAGE UNIT CPR3-6 HI-ROSS
AT-CONAIIonmg VIACINe, Package UMt (SPEClal PUTPOSE] OVET T

91 A-07-6401 A-07B M 1 tons AIC PACKAGE UNIT CPR4-1 LEIBERT
AT-CONAIIonmg VIACNINE, PAackage UMMt (SPEClal PUTPOSE) OVET T

92 A-07-6402 A-07B M 1 tons AIC PACKAGE UNIT CPR4-2 LEIBERT
AT-CONAIonmg VIACINe, Package UMt (SPECal PUTPOSE] OVET T

93 A-07-6403 A-07B M 1 tons AIC PACKAGE UNIT CPR4-3 LEIBERT
AT-CONAIIonmg VIACNINE, PAackage UMMt (SPECal PUTPOSE) OVET T

94 A-07-6404 A-07B M 1 tons AIC PACKAGE UNIT CPR4-4 LEIBERT
AT-CONAIIonmg VIACNINE, Package UMMt (SPEClal PUTPOSE) OVET T

95 A-07-6405 A-07B M 1 tons AIC PACKAGE UNIT CPR4-5 LEIBERT
AT-CONAIIonmg VIACINe, Package UMMt (SPEClal PUTPOSE) OVET T

96 A-07-6406 A-07B M 1 tons AIC PACKAGE UNIT CPR4-6 LEIBERT
AT-CONAIIonmg VIACNINEe, Package UMt (SPEClal PUTPOSE] OVET T

97 A-07-6407 A-07B M 1 tons AIC PACKAGE UNIT CPR4-7 DATA AIRE
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE] OVET T

98 A-07-6501 A-07B M 1 tons AI/C PACKAGE UNIT CPR5-1 LEIBERT
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AT-CONAIONINgG Macnine, Fackage Unit (Special . FUlpose) over L

99 A-07-6502 A-07B M 1 tons AIC PACKAGE UNIT CPR5-2 LEIBERT
AT-CONAIonmg VIACINe, Package UMt (SPECal PUTPOSE] OVET T

100 JA-07-6503 A-07B M 1 tons AIC PACKAGE UNIT CPR5-3 LEIBERT
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE) OVET T

101 JA-07-6504 A-07B M 1 tons AIC PACKAGE UNIT CPR5-4 LEIBERT
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE) OVET T

102 JA-07-6505 A-07B M 1 tons AIC PACKAGE UNIT CPR5-5 DATA AIRE
AT-CONAIIonmg VIACINEe, Package UMt (SPEClal PUTPOSE) OVET T

103 JA-07-6506 A-07B M 1 tons AIC PACKAGE UNIT CPR5-6 LISKEY-AIRE
AT-CONAIIonmg VIACNINE, Package UMt (SPEClal PUTPOSE) OVET T

104 |JA-07-6507 A-07B M 1 tons AIC PACKAGE UNIT CPR5-7 LISKEY-AIRE
AT-CONAIIonmg VIACNINE, Package UMt (SPEClal PUTPOSE) OVET T

105 |JA-07-6509 A-07B M 1 tons AIC PACKAGE UNIT CPR5-9 LISKEY-AIRE
AT-CONAIIonmg VIACINE, Package UMt (SPEClal PUTPOSE] OVET T

106 JA-07-6510 A-07B M 1 tons A/C PACKAGE UNIT CPR5-10 LISKEY-AIRE
AT-CONAIIonmg VIACNINEe, Package UMt (SPEClal PUTPOSE] OVET T

107 JA-07-6601 A-07B M 1 tons AI/C PACKAGE UNIT CPR6-1 DATA AIRE
AT-CONAIIonmg VIACTINEe, Package UMt (SPECal PUTPOSE] OVET T

108 JA-07-6602 A-07B M 1 tons AIC PACKAGE UNIT CPR6-2 DATA AIRE
AT-CONAIIonmg VIACNINEe, Package UMt (SPEClal PUTPOSE] OVET T

109 |JA-07-6603 A-07B M 1 tons AIC PACKAGE UNIT CPR6-3 DATA AIRE
AT-CONAIIonmg VIACTINEe, Package UMt (SPECal PUTPOSE] OVET T

110 |JA-07-6604 A-07B M 1 tons AIC PACKAGE UNIT CPR6-4 DATA AIRE
AT-CONAIIonmg VIACNINE, PAackage UMMt (SPEClal PUTPOSE] OVET T

111 JA-07-6CO1 A-07B M 1 tons A/C PACKAGE UNIT COMPS-1 PAMONA
AT-CONAIIonmg VIACINe, Package UMt (SPEClal PUTPOSE] OVET T

112 JA-07-6C02 A-07B M 1 tons AI/C PACKAGE UNIT COMPS-2 PAMONA
AT-CONAIIonmg VIACNINE, PAackage UMMt (SPEClal PUTPOSE) OVET T

113 JA-07-6CO03 A-07B M 1 tons A/C PACKAGE UNIT COMPS-3 PAMONA
AT-CONAIonmg VIACINe, Package UMt (SPECal PUTPOSE] OVET T

114 JA-07-6T01 A-07B M 1 tons AI/C PACKAGE UNIT CPRT-1 LEIBERT
AT-CONAIIonmg VIACNINE, PAackage UMMt (SPECal PUTPOSE) OVET T

115 JA-07-6X01 A-07B M 1 tons AIC PACKAGE UNIT CPRX-1 HI ROSS
AT-CONAIIonmg VIACNINE, Package UMMt (SPEClal PUTPOSE) OVET T

116 JA-07-6X02 A-07B M 1 tons AIC PACKAGE UNIT CPRX-2 HI ROSS
AT-CONAIIonmg VIACINe, Package UMMt (SPEClal PUTPOSE) OVET T

117 JA-07-6X03 A-07B M 1 tons AIC PACKAGE UNIT CPRX-3 HI ROSS
AT-CONAIIonmg VIACNINEe, Package UMt (SPEClal PUTPOSE] OVET T

118 |JA-07-6X04 A-07B M 1 tons AIC PACKAGE UNIT CPRX-4 HI ROSS

119 |JA-08-1003 A-08 A 1 Air-Conditioning, Window Uni A/C WINDOW UNIT PHOTO LAB |AMCOR

120 |JA-08-1005 A-08 A 1 Air-Conditioning, Window Uni A/C WINDOW UNIT BMS CR-01 FEDDERS
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COOULED CONDENSER
121 JA-09-6C01 A-09A 1 Air-cooled Condenser 20 tons and under COMPS-1 RUSSEL
AIRCUOULED CUNUDENSER
122 JA-09-6C02 A-09A A 1 Air-cooled Condenser 20 tons and under COMPS-2 RUSSEL
AIRCUOULED CUNUDENSER
123 JA-09-6C03 A-09A A 1 Air-cooled Condenser 20 tons and under COMPS-3 PAMONA
124 ]JA-10-701 A-10B A 1 Heat Pumps 6 to 10 tons HEAT PUMP 6 TO 10 TON LENNOX
125 |JA-10-702 A-10B A 1 Heat Pumps 6 to 10 tons HEAT PUMP 6 TO 10 TON LENNOX
126 JA-11-1003 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MCQUAY
127 JA-11-280101 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MASIC AIR
128 JA-11-280201 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
129 ]A-11-280301 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
130 JA-11-280401 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
131 |A-11-280402 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
132 ]A-11-280501 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
133 ]A-11-280601 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
134 ]A-11-280701 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
135 ]A-11-280801 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
136 ]A-11-280901 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
137 ]A-11-281001 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER MAGIC AIR
138 ]A-11-2901 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER UNIT TRANE
139 ]A-11-2902 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER UNIT TRANE
140 ]A-11-2903 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER UNIT TRANE
141 |A-11-2904 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER UNIT TRANE
142 ]A-11-1002 A-11B A 1 Air Handler Unit 5,001 to 15,000 CFN AIR HANDLER MCQUAY
143 JA-11-1001 A-11C A 1 Air Handler Unit 15,001 to 30,000 CFM AIR HANDLER SF-112 15-30K CFM|TRANE
AIRAHANDLER UNIT W/CUULING
144 ]A-11-2601 A-11C A 1 Air Handler Unit 15,001 to 30,000 CFM COIL 20,000CFM MCQUAY
145 ]JA-11-501 A-11A A 1 Air Handler Unit under 5000 CFN AIR HANDLER UNIT TRANE
146 JA-12-6F01 A-12D SA 1 Glycol Dry Cooler, Special purpose, 20 tons or les GLYCOL DRY COOLER CPRF-1  |LARKIN
147 JA-12-6F02 A-12D SA 1 Glycol Dry Cooler, Special purpose, 20 tons or les GLYCOL DRY COOLER CPRF-2  |LARKIN
148 |A-12-501 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER LEIBERT
149  [A-12-502 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER LEIBERT
150 [A-12-503 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER LARKIN
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151 |A-12-504 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER LARKIN
152 [A-12-505 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER LARKIN
153 ]JA-12-6101 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR1-1 LARKIN
154 |JA-12-6102 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR1-2 LARKIN
155 ]JA-12-6103 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR1-3 LARKIN
156 [JA-12-6104 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR1-4 LARKIN
157 ]JA-12-6105 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR1-5 LARKIN
158 [JA-12-6302 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR3-2 LARKIN
159 ]JA-12-6303 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR3-3 LARKIN
160 [JA-12-6304 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR3-4 LARKIN
161 [JA-12-6305 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR3-5 LARKIN
162 JA-12-6306 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR3-6 LARKIN
163 [JA-12-6401 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR4-7 DATA AIR
164 ]JA-12-6505 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR5-5 LARKIN
165 [JA-12-6506 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR5-6 LARKIN
166 [JA-12-6507 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR5-7 LARKIN
167 JA-12-6509 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR5-9 LARKIN
168 [JA-12-6510 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR5-10 |DATA AIR
169 [JA-12-6601 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR6-1 DATA AIR
170 [JA-12-6602 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR6-2 DATA AIR
171 JA-12-6603 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR6-3 DATA AIR
172 JA-12-6604 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPR6-4 DATA AIR
173 JA-12-6X01 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPRX-1 |LARKIN
174 JA-12-6X02 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPRX-2 |LARKIN
175 ]JA-12-6X03 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPRX-3 |LARKIN
176 JA-12-6X04 A-12E SA 1 Glycol Dry Cooler, Special purpose, Over 20 tons to 40 tor GLYCOL DRY COOLER CPRX-4 |LARKIN
AFTER CUOULER/SEFARATUR

177 |A-15-201 A-15 SA 1 After-Cooler/Separator MAC-1 G&O
AFTER CUOULER/SEFARATER

178 JA-15-202 A-15 SA 1 After-Cooler/Separator MAC-2 G&O
BATTERY CHARGER UFS # BUL-

179 |B-01-901 B-01 1 Battery Charger 901 Kw
BATTERY CHARGCER UFS # BL-

180 [B-01-902 B-01 Q 1 Battery Charger 902 KW
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181 |B-01-903 B-01 Q 1 Battery Charger 903 KW
BATTERY CHARGER UFS # BUL-
182 |B-01-904 B-01 Q 1 Battery Charger 904 LAMARCHE
183 |B-01-905 B-01 Q 1 Battery Charge! BATTERY CHARGER UPS #3 CLARKS IND. LTD.
BATTERY CHARGCER UFS # BL-
184 |B-01-906 B-01 Q 1 Battery Charger 906 LAMARCHE
185 |B-01-907 B-01 Q 1 Battery Charge! BATTERY CHARGER UPS #2 LAMARCHE
186 |B-01-1005 B-01 Q 1 Battery Charge! BATTERY CHARGER BOG-01 LAMARCHE
LESTER
187 |B-01-1006 B-01 Q 1 Battery Charger BATTERY CHARGER ELECTRICAL
LESTER
188 |B-01-1007 B-01 Q 1 Battery Charger BATTERY CHARGER ELECTRICAL
189 |B-01-2901 B-01 Q 1 Battery Charge! Battery Charger #3 DIESElI [CHARLES IND. LTD.
190 [B-01-2902 B-01 Q 1 Battery Charge! Battery Charger #2 DIESElI [CHARLES IND. LTD.
Balery Clarger uPS
191 |B-01-2903 B-01 Q 1 Battery Charger BACKUP PRINGLE - KW
Balery Clarger uPs
192 [B-01-2904 B-01 Q 1 Battery Charger BACKUP PRINGLE - KW
B-UZF, B-U7F, B-
193 |B-02-201 08F A 1 Boiler (Coal, Oil, and Gas), over 1,000 MBTU's YES |STEAM BOILER #1 12554 MBTU  |KEWANEE
B-UZF, B-U/F, B-
194 |B-02-202 08F A 1 Boiler (Coal, Oil, and Gas), over 1,000 MBTU's YES |STEAM BOILER #2 12554 MBTU  |KEWANEE
B-UZF, B-U7F, B-
195 |B-02-203 08F A 1 Boiler (Coal, Oil, and Gas), over 1,000 MBTU's YES |STEAM BOILER #3 12553 MBTU  |BURNHAM RAY
B-UZF, B-U7F, B
196 |B-02-204 08F A 1 Boiler (Coal, Oil, and Gas), over 1,000 MBTU's YES |STEAM BOILER #4 12554 MBTU |BURNHAM RAY
197 |B-03-202 B-03 A 1 Burner, Gas BURNER GAS #1 KEWANEE
198 |B-03-203 B-03 A 1 Burner, Gas BURNER GAS #2 KEWANEE
199 |B-03-204 B-03 A 1 Burner, Gas BURNER GAS #3 BURNHAM RAY
200 |B-03-205 B-03 A 1 Burner, Gas BURNER GAS #4 BURNHAM RAY
201 |B-03-206 B-03 A 1 Burner, Gas BURNER GAS CHILLER #5 TRANE
202 |B-04-202 B-04 A 1 Burner, OIl BURNER OIL #1 KEWANEE
203 |B-04-203 B-04 A 1 Burner, OIl BURNER OIL #2 KEWANEE
204 |B-04-204 B-04 A 1 Burner, OIl BURNER OIL #3 BURNHAM RAY
205 |B-04-205 B-04 A 1 Burner, OIl BURNER OIL #4 BURNHAM RAY

PAGE 8 of 185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT

OGDEN, UTAH
Equipment Preventive Maintenance & Certification/Testing
IRS FRE Certifica
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer
T INS TROVENT
206 |B-06-201 B-06 A 1 Boiler, Instruments/Controls CONTROLS VARIOUS
DUILER #Z INS TRUNMENT
207 |B-06-202 B-06 A 1 Boiler, Instruments/Controls CONTROLS VARIOUS
DUILER #35 INS TRUNMENT
208 |B-06-203 B-06 A 1 Boiler, Instruments/Controls CONTROLS VARIOUS
DUILER #4 INS TRUNMENTI
209 |B-06-204 B-06 A 1 Boiler, Instruments/Controls CONTROLS VARIOUS
210 [C-02-1001 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER
211 ]C-02-1002 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER
212 ]C-02-201 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER RAID-1
213 ]C-02-202 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER RAID-1
214 ]C-02-203 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER RAID-2
215 [C-02-204 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER RAID-3 UNKNOWN
216 [C-02-205 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER RAID-4
217 ]C-02-280101 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
218 [C-02-280201 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
219 [C-02-280301 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
220 [C-02-280302 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
221 [C-02-280401 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
222 ]C-02-280402 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
UNITED AIR
223 |C-02-280501 C-02 SA 1 Remote Air Intake Dampers REMOTE AIR INTAKE DAMPER  |DIVISION
UNITED AIR
224 ]C-02-280502 C-02 SA 1 Remote Air Intake Dampers REMOTE AIR INTAKE DAMPER  |DIVISION
225 [C-02-280601 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
226 [C-02-280602 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
227 ]C-02-280701 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
228 []C-02-280702 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
229 [C-02-280801 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
230 [C-02-280802 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
231 [C-02-280901 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
232 ]C-02-280902 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
233 [C-02-281001 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |UNITED AIR
234 ]C-02-2901 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |BINAR
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235 |C-02-2902 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |BINUR

236 [C-02-2903 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |BINAR

237 ]C-02-2904 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  |BINAR

238 [C-02-2905 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER  [BINUR

239 [C-02-3101 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-1 OSAI [KRUGER

240 ]C-02-3102 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-1 RAE |[UNKNOWN

241 ]C-02-3103 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-4 OSAI [KRUGER

242 ]C-02-3104 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-4 RAE [UNKNOWN

243 ]C-02-3105 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-8 OSAI [UNKNOWN

244 ]C-02-3106 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-8 RAE [UNKNOWN

245 ]C-02-3201 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-2 OSAI [UNKNOWN

246 ]C-02-3202 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-2 RAE [UNKNOWN

247 ]C-02-3203 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-5 OSAI [UNKNOWN

248 ]C-02-3204 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-5 RAE [UNKNOWN

249 ]C-02-3301 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-7 OSAI [UNKNOWN

250 [C-02-3302 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-7 RAE [UNKNOWN

251 [C-02-3401 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-6 OSAI [UNKNOWN

252 ]C-02-3402 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR DAMPER FS-6 RAE [UNKNOWN
RENMUTE AIR DAVMIFER FS-1UL

253 ]C-02-3501 C-02 SA 1 Remote Air Intake Dampers OSAl UNKNOWN
RENMUTE AIR DAVMIFER FS-1UL

254 ]C-02-3502 C-02 SA 1 Remote Air Intake Dampers RAE UNKNOWN
RENMUTE AIR DAVIFER FS-1US

255 ]C-02-3601 C-02 SA 1 Remote Air Intake Dampers OSAl UNKNOWN
RENMUTE AIR DAVIFER FS-1US

256 []C-02-3602 C-02 SA 1 Remote Air Intake Dampers RAE UNKNOWN
RENMUTE AIR DAVIFER FS-1US

257 ]C-02-3701 C-02 SA 1 Remote Air Intake Dampers OSAl UNKNOWN
RENMUTE AIR DAVIFER FS-1US

258 |]C-02-3702 C-02 SA 1 Remote Air Intake Dampers RAE UNKNOWN
RENMUTE AIR DAVIFER FS-1U7

259 ]C-02-3801 C-02 SA 1 Remote Air Intake Dampers OSAl UNKNOWN
RENMUTE AIR DAVMIFER FS-1U7

260 []C-02-3802 C-02 SA 1 Remote Air Intake Dampers RAE UNKNOWN

261 [C-02-901 C-02 SA 1 Remote Air Intake Damper: REMOTE INTAKE DAMPER
RENMUTE EAHAUST DAMFPFER BEG

262 |C-02-902 C-02 SA 1 Remote Air Intake Dampers 2
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263 ]C-02-903 C-02 SA 1 Remote Air Intake Damper: REMOTE INTAKE DAMPER
264 [C-02-904 C-02 SA 1 Remote Air Intake Damper: REMOTE INTAKE DAMPER
265 [C-02-905 C-02 SA 1 Remote Air Intake Damper: REMOTE INTAKE DAMPER
266 [C-02-906 C-02 SA 1 Remote Air Intake Damper: REMOTE INTAKE DAMPER
267 [C-02-907 C-02 SA 1 Remote Air Intake Damper: REMOTE INTAKE DAMPER
268 [C-02-908 C-02 SA 1 Remote Air Intake Damper: REMOTE AIR INTAKE DAMPER
269 ]C-04-201 C-04 Q 1 Central Mini-Computer, HVAC system: CENTRAL MINI-COMPUTER BARBER COLEMAN
270 ]C-04-202 C-04 Q 1 Central Mini-Computer, HVAC system: CENTRAL MINI-COMPUTER BARBER COLEMAN
271 ]C-04-3201 C-04 Q 1 Central Mini-Computer, HVAC system: CENTRAL MINI COMPUTER HVAC|BARBER COLEMAN
272 ]C-04-3501 C-04 Q 1 Central Mini-Computer, HVAC system: CENTRAL MINI COMPUTER HVAC|BARBER COLEMAN
273 ]C-04-3801 C-04 Q 1 Central Mini-Computer, HVAC system: CENTRAL MINI COMPUTER HVAC|BARBER COLEMAN
274 ]C-04-401 C-04 Q 1 Central Mini-Computer, HVAC system: CENTRAL MINI-COMPUTER HVAC|BARBER COLEMAN
275 |]C-05-04001 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
276 | C-05-04002 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
277 |C-05-04003 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
278 |C-05-04004 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
279 |C-05-04005 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
280 |C-05-04006 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
281 |C-05-04007 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
282 |C-05-04008 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
283 |C-05-04009 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
284 |C-05-04010 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
285 |]C-05-04011 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
286 |C-05-04012 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
287 ]C-05-04013 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
288 |C-05-04014 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
289 |]C-05-04015 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
290 |C-05-04016 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
291 |C-05-04017 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
292 |C-05-04018 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
293 |]C-05-04019 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
294 |C-05-04020 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
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295 []C-05-04021 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
296 |C-05-04022 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
297 |C-05-04023 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
298 |C-05-04024 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
299 |C-05-04025 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
300 [C-05-04026 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
301 |C-05-04027 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
302 |C-05-04028 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
303 |C-05-04029 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
304 |C-05-04030 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
305 [C-05-04031 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
306 [C-05-04032 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
307 [C-05-04033 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
308 |C-05-04034 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
309 [C-05-04035 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
310 [C-05-04036 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
311 |C-05-04037 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
312 |C-05-04038 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
313 |C-05-04039 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
314 |C-05-04040 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
315 |[C-05-04041 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
316 [C-05-04042 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
317 |C-05-04043 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
318 |C-05-04044 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
319 |C-05-04045 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
320 |C-05-04046 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
321 |C-05-04047 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
322 |C-05-04048 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
323 |C-05-04049 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
324 |C-05-04050 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
325 |C-05-04051 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
326 |C-05-04052 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
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327 |C-05-04053 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
328 |C-05-04054 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
329 |C-05-04055 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
330 [C-05-04056 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
331 |C-05-04057 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
332 |C-05-04058 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
333 |C-05-04059 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
334 |C-05-04060 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
335 [C-05-04061 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
336 [C-05-04062 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
337 |C-05-04063 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
338 |C-05-04064 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
339 |C-05-04065 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
340 |C-05-04066 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
341 |C-05-04067 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
342 |C-05-04068 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
343 |C-05-04069 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
344 |C-05-04070 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
345 |C-05-04071 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
346 |C-05-04072 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
347 |C-05-04073 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
348 |C-05-04074 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
349 |C-05-04075 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
350 [C-05-04076 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
351 |C-05-04077 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
352 |C-05-04078 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
353 |C-05-04079 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
354 |C-05-04080 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
355 |C-05-04081 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
356 |C-05-04082 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
357 |C-05-04083 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
358 |C-05-04084 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
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359 [C-05-04085 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
360 [C-05-04086 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
361 [C-05-04087 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
362 [C-05-04088 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
363 [C-05-04089 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
364 |C-05-04090 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
365 [C-05-04091 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
366 [JC-05-04092 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
367 [C-05-04093 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
368 [C-05-04094 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
369 [C-05-04095 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
370 |C-05-04096 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
371 |C-05-04097 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
372 |C-05-04098 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
373 |C-05-04099 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
374 |C-05-04100 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
375 [C-05-04101 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
376 |C-05-04102 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
377 |C-05-04103 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
378 |C-05-04104 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
379 |C-05-04105 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
380 |[C-05-04106 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
381 |C-05-04107 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
382 |C-05-04108 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
383 |C-05-04109 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
384 |C-05-04110 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
385 [C-05-04111 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
386 [C-05-04112 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
387 |C-05-04113 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
388 |C-05-04114 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
389 |C-05-04115 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX CARNES
390 [C-05-05001 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
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391 [C-05-05002 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
392 |C-05-05003 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
393 |C-05-05004 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
394 |C-05-05005 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
395 |C-05-05006 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
396 |C-05-05007 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
397 |C-05-05008 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
398 |C-05-05009 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
399 [C-05-05010 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
400 [C-05-05011 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
401 |C-05-05012 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
402 |C-05-05013 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
403 |C-05-05014 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
404 |C-05-05015 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
405 |C-05-05016 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
406 |C-05-05017 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
407 |C-05-05018 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
408 |C-05-05019 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
409 |C-05-05020 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
410 [C-05-05021 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
411 |C-05-05022 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
412 |C-05-05023 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
413 |C-05-05024 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
414 |C-05-05025 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
415 |C-05-05026 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
416 |C-05-05027 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
417 |C-05-05028 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
418 |C-05-05029 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
419 |C-05-05030 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
420 |C-05-05031 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
421 |C-05-05032 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
422 |C-05-05033 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
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423 |C-05-05034 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
424 |C-05-05035 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
425 |C-05-05036 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
426 |C-05-05037 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
427 |C-05-05038 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
428 |C-05-05039 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
429 |C-05-05040 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
430 [C-05-05041 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUESER
431 |C-05-05042 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
432 |C-05-05045 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
433 |C-05-05046 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
434 |C-05-05047 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
435 |C-05-05048 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
436 |C-05-05049 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
437 |C-05-05050 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
438 |C-05-05051 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
439 |C-05-05052 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
440 |C-05-05053 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
441 |C-05-05054 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
442 |C-05-05055 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
443 |C-05-05056 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
444 |C-05-05057 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
445 |C-05-05058 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
446 |C-05-05059 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
447 |C-05-05060 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
448 |C-05-05061 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
449 |C-05-05062 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
450 [C-05-05063 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
451 |C-05-05064 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
452 |C-05-05065 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
453 |C-05-05066 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
454 |C-05-05067 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER

PAGE 16 of 185 PAGES




IRS Building Delegation

Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT

OGDEN, UTAH
Equipment Preventive Maintenance & Certification/Testing
IRS FRE Certifical
IRS PM/CERT | QUENC tion /

ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer
455 |C-05-05068 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
456 |C-05-05069 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
457 |C-05-05070 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
458 |C-05-05071 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
459 |C-05-05072 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
460 [C-05-05073 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
461 |C-05-05074 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
462 |C-05-05075 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
463 |C-05-05076 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
464 |C-05-05077 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
465 |C-05-05078 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
466 |C-05-05079 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
467 |C-05-05080 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
468 [C-05-05081 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
469 |C-05-05082 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
470 [C-05-05083 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
471 |C-05-05084 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
472 |C-05-05085 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
473 |C-05-05086 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
474 |C-05-05087 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
475 |C-05-05088 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
476 |C-05-05089 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
477 |C-05-05090 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
478 |C-05-05091 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
479 |C-05-05092 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
480 [C-05-05093 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
481 |C-05-05094 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
482 |C-05-05095 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
483 |C-05-05096 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
484 |C-05-05097 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
485 |C-05-05098 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
486 [|C-05-06001 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
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487 |C-05-06002 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
488 |C-05-06003 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
489 |C-05-06004 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
490 [C-05-06005 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
491 |C-05-06006 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
492 |C-05-06007 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
493 |C-05-06008 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
494 |C-05-06009 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
495 |C-05-06010 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
496 [C-05-06011 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
497 |C-05-06012 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
498 |C-05-06013 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
499 |C-05-06014 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
500 [C-05-06015 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
501 [C-05-07001 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
502 [C-05-07002 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
503 |C-05-07003 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
504 |C-05-07004 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
505 [C-05-07005 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
506 [C-05-07006 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
507 |C-05-07007 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
508 [C-05-07008 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
509 |C-05-07009 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
510 |[C-05-07010 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
511 |C-05-08001 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
512 |C-05-08002 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
513 |C-05-08003 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
514 |C-05-08004 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
515 |C-05-08005 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
516 [C-05-08006 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
517 |C-05-12001 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX
518 [C-05-12002 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX
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519 |[C-05-12003 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX

520 |C-05-12004 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUGER
521 |C-05-12005 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
522 |C-05-12006 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
523 |C-05-12007 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
524 |C-05-12008 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
525 |C-05-12009 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
526 |C-05-12010 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
527 |C-05-12011 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
528 |C-05-12012 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
529 |C-05-12013 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
530 |[C-05-12014 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
531 |C-05-12015 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
532 |C-05-12016 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
533 |C-05-12017 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
534 |C-05-12018 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
535 [C-05-12019 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
536 [C-05-12020 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
537 |C-05-12021 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
538 [C-05-12022 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
539 |C-05-12023 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUESER
540 |C-05-12024 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
541 |C-05-12025 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
542 |C-05-12026 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
543 |C-05-12027 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KEUEGER
544 |C-05-12028 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
545 |C-05-12029 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
546 |C-05-12030 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
547 |C-05-12031 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
548 |C-05-12032 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
549 |C-05-12033 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX LRUEGER
550 [C-05-12034 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
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551 [C-05-12035 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
552 |C-05-12036 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
553 |C-05-12037 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
554 |C-05-12038 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
555 |C-05-12039 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
556 |C-05-12040 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
557 [C-05-12041 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
558 |C-05-12042 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
559 |C-05-12043 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
560 [C-05-12044 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
561 |[C-05-12045 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
562 |C-05-12046 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
563 |C-05-12047 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
564 |C-05-12048 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
565 |[C-05-12049 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
566 [JC-05-12050 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
567 |[C-05-12051 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
568 [C-05-12052 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
569 |[C-05-12053 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
570 |C-05-12054 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
571 |C-05-12055 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
572 |C-05-12056 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
573 |C-05-13001 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
574 |C-05-13002 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
575 |C-05-13003 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX KRUEGER
576 ]C-05-2601 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE
577 ]C-05-2602 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE
578 ]C-05-2603 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE
579 |C-05-2604 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE
580 [C-05-2605 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE
581 |C-05-2606 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE
582 |C-05-2607 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE
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583 ]C-05-2608 C-05 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE

584 ]C-05-2609 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE

585 [C-05-2610 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE

586 [C-05-2611 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE

587 |]C-05-2612 C-05 A 1 Automatic Mixing Box, Pneumatic or Electri AUTOMATIC MIXING BOX METAL AIRE

588 [C-06-04001 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 7 BARBER COLMAN
589 [C-06-04002 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 8 BARBER COLMAN
590 |[C-06-04003 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 9 BARBER COLMAN
591 [|C-06-04004 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 10 BARBER COLMAN
592 [|C-06-04005 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 11 BARBER COLMAN
593 [|C-06-04006 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 12 BARBER COLMAN
594 |C-06-04007 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 13 BARBER COLMAN
595 [|C-06-04008 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 14 BARBER COLMAN
596 [C-06-04009 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 15 BARBER COLMAN
597 [|C-06-04010 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 16 BARBER COLMAN
598 [|C-06-04011 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 17 BARBER COLMAN
599 [|C-06-04012 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 18 BARBER COLMAN
600 []C-06-04013 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 19 BARBER COLMAN
601 []C-06-04014 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 20 BARBER COLMAN
602 []C-06-04015 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 21 BARBER COLMAN
603 []C-06-04016 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 21 BARBER COLMAN
604 ]C-06-04017 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 23 BARBER COLMAN
605 []C-06-04018 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 24 BARBER COLMAN
606 []C-06-04019 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 26 BARBER COLMAN
607 []C-06-04020 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 27 BARBER COLMAN
608 []C-06-04021 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 28 BARBER COLMAN
609 []C-06-04022 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 29 BARBER COLMAN
610 []C-06-04023 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 30 BARBER COLMAN
611 []C-06-04024 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 31 BARBER COLMAN
612 ]C-06-04025 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 32 BARBER COLMAN
613 []C-06-04026 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 33 BARBER COLMAN
614 |C-06-04027 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 34 BARBER COLMAN
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615

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-101 35

BARBER COLMAN

616

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-101 38

BARBER COLMAN

617

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 4

BARBER COLMAN

618

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 5

BARBER COLMAN

619

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 6

BARBER COLMAN

620

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 7

BARBER COLMAN

621

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 8

BARBER COLMAN

622

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 9

BARBER COLMAN

623

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 10

BARBER COLMAN

624

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 11

BARBER COLMAN

625

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 12

BARBER COLMAN

626

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 13

BARBER COLMAN

627

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 14

BARBER COLMAN

628

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 15

BARBER COLMAN

629

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 16

BARBER COLMAN

630

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 18

BARBER COLMAN

631

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 19

BARBER COLMAN

632

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 20

BARBER COLMAN

633

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 21

BARBER COLMAN

634

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 23

BARBER COLMAN

635

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 24

BARBER COLMAN

636

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 25

BARBER COLMAN

637

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 26

BARBER COLMAN

638

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 27

BARBER COLMAN

639

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 28

BARBER COLMAN

640

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 29

BARBER COLMAN

641

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 30

BARBER COLMAN

642

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 31

BARBER COLMAN

643

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 32

BARBER COLMAN

644

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 33

BARBER COLMAN

645

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 34

BARBER COLMAN

646

IRS PM/CERT
Asset Numbe GUIDES
C-06-04028 C-06
C-06-04029 C-06
C-06-04030 C-06
C-06-04031 C-06
C-06-04032 C-06
C-06-04033 C-06
C-06-04034 C-06
C-06-04035 C-06
C-06-04036 C-06
C-06-04037 C-06
C-06-04038 C-06
C-06-04039 C-06
C-06-04040 C-06
C-06-04041 C-06
C-06-04042 C-06
C-06-04043 C-06
C-06-04044 C-06
C-06-04045 C-06
C-06-04046 C-06
C-06-04047 C-06
C-06-04048 C-06
C-06-04049 C-06
C-06-04050 C-06
C-06-04051 C-06
C-06-04052 C-06
C-06-04053 C-06
C-06-04054 C-06
C-06-04055 C-06
C-06-04056 C-06
C-06-04057 C-06
C-06-04058 C-06
C-06-04059 C-06
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Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 35

BARBER COLMAN
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647

Controls, Central System, HVAC (per device

CONTROLS HVAC F5-103 36

BARBER COLMAN

648

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 37

BARBER COLMAN

649

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 38

BARBER COLMAN

650

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 39

BARBER COLMAN

651

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 40

BARBER COLMAN

652

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 41

BARBER COLMAN

653

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 42

BARBER COLMAN

654

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-103 43

BARBER COLMAN

655

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 44

BARBER COLMAN

656

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 45

BARBER COLMAN

657

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 46

BARBER COLMAN

658

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 47

BARBER COLMAN

659

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 48

BARBER COLMAN

660

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 49

BARBER COLMAN

661

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 50

BARBER COLMAN

662

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 51

BARBER COLMAN

663

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 52

BARBER COLMAN

664

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 53

BARBER COLMAN

665

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 54

BARBER COLMAN

666

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 55

BARBER COLMAN

667

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 56

BARBER COLMAN

668

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 57

BARBER COLMAN

669

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 58

BARBER COLMAN

670

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 59

BARBER COLMAN

671

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 61

BARBER COLMAN

672

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 62

BARBER COLMAN

673

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-105 63

BARBER COLMAN

674

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 69

BARBER COLMAN

675

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 78

BARBER COLMAN

676

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 71

BARBER COLMAN

677

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 72

BARBER COLMAN

678

IRS PM/CERT
Asset Numbe GUIDES
C-06-04060 C-06
C-06-04061 C-06
C-06-04062 C-06
C-06-04063 C-06
C-06-04064 C-06
C-06-04065 C-06
C-06-04066 C-06
C-06-04067 C-06
C-06-04068 C-06
C-06-04069 C-06
C-06-04070 C-06
C-06-04071 C-06
C-06-04072 C-06
C-06-04073 C-06
C-06-04074 C-06
C-06-04075 C-06
C-06-04076 C-06
C-06-04077 C-06
C-06-04078 C-06
C-06-04079 C-06
C-06-04080 C-06
C-06-04081 C-06
C-06-04082 C-06
C-06-04083 C-06
C-06-04084 C-06
C-06-04085 C-06
C-06-04086 C-06
C-06-04087 C-06
C-06-04088 C-06
C-06-04089 C-06
C-06-04090 C-06
C-06-04091 C-06
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Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 73

BARBER COLMAN
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679

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 74

BARBER COLMAN

680

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 75

BARBER COLMAN

681

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 76

BARBER COLMAN

682

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 77

BARBER COLMAN

683

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 78

BARBER COLMAN

684

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 79

BARBER COLMAN

685

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 88

BARBER COLMAN

686

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 81

BARBER COLMAN

687

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 82

BARBER COLMAN

688

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 83

BARBER COLMAN

689

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 84

BARBER COLMAN

690

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 85

BARBER COLMAN

691

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 86

BARBER COLMAN

692

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 87

BARBER COLMAN

693

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 88

BARBER COLMAN

694

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 89

BARBER COLMAN

695

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 91

BARBER COLMAN

696

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 92

BARBER COLMAN

697

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 93

BARBER COLMAN

698

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 94

BARBER COLMAN

699

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 95

BARBER COLMAN

700

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 96

BARBER COLMAN

701

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 97

BARBER COLMAN

702

Controls, Central System, HVAC (per device

CONTROLS HVAC FS-107 98

BARBER COLMAN

703

Controls, Central System, HVAC (per device)

CUNTRULS CENTRAL SYSTEM

HVAC

BARBER COLEMAN

704

Controls, Central System, HVAC (per device)

CUNTRULS CENTRAL SYSTEM

HVAC

BARBER COLMAN

705

Controls, Central System, HVAC (per device)

CUNTRULS CENTRAL SYSTEM

HVAC

BARBER COLMAN

706

Controls, Central System, HVAC (per device)

CUNTRULS CENTRAL SYSTEM

HVAC

BARBER COLMAN

707

IRS PM/CERT
Asset Numbe GUIDES
C-06-04092 C-06
C-06-04093 C-06
C-06-04094 C-06
C-06-04095 C-06
C-06-04096 C-06
C-06-04097 C-06
C-06-04098 C-06
C-06-04099 C-06
C-06-04100 C-06
C-06-04101 C-06
C-06-04102 C-06
C-06-04103 C-06
C-06-04104 C-06
C-06-04105 C-06
C-06-04106 C-06
C-06-04107 C-06
C-06-04108 C-06
C-06-04109 C-06
C-06-04110 C-06
C-06-04111 C-06
C-06-04112 C-06
C-06-04113 C-06
C-06-04114 C-06
C-06-04115 C-06
C-06-05001 C-06
C-06-05002 C-06
C-06-05003 C-06
C-06-05004 C-06
C-06-05005 C-06
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Controls, Central System, HVAC (per device)

CUNTRULS CENTRAL SYSTEM

HVAC

BARBER COLMAN
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708 ]C-06-05006 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

709 ]C-06-05007 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

710 |C-06-05008 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

711 ]C-06-05009 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

712 ]C-06-05010 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

713 ]C-06-05011 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

714 ]C-06-05012 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

715 ]C-06-05013 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

716 |C-06-05014 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

717 ]C-06-05015 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

718 ]C-06-05016 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

719 |]C-06-05017 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

720 ]C-06-05018 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

721 ]C-06-05019 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

722 ]C-06-05020 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

723 ]C-06-05021 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

724 ]C-06-05022 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

725 ]C-06-05023 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

726 |C-06-05024 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

727 ]C-06-05025 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

728 ]C-06-05026 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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729 |C-06-05027 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

730 |C-06-05028 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

731 ]C-06-05029 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

732 ]C-06-05030 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

733 |C-06-05031 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

734 ]C-06-05032 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

735 ]C-06-05033 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

736 [|C-06-05034 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

737 ]C-06-05035 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

738 |]C-06-05036 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

739 |C-06-05037 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

740 |]C-06-05038 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

741 ]C-06-05039 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

742 ]C-06-05040 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

743 ]C-06-05041 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

744 ]C-06-05042 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

745 ]C-06-05045 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

746 |C-06-05046 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

747 |C-06-05047 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

748 ]C-06-05048 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

749 ]C-06-05049 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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750 ]C-06-05050 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

751 ]C-06-05051 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

752 ]C-06-05052 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

753 ]C-06-05053 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

754 ]C-06-05054 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

755 ]C-06-05055 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

756 []C-06-05056 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

757 |C-06-05057 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

758 ]C-06-05058 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

759 ]C-06-05059 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

760 []C-06-05060 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

761 ]C-06-05061 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

762 ]C-06-05062 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

763 ]C-06-05063 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

764 |]C-06-05064 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

765 []C-06-05065 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

766 ]C-06-05066 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

767 |]C-06-05067 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

768 |C-06-05068 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

769 ]C-06-05069 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

770 ]C-06-05070 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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771 ]C-06-05071 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

772 ]C-06-05072 C-06 A 1 Controls, Central System, HVAC (per device) HVAX BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

773 ]C-06-05073 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

774 ]C-06-05074 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

775 ]C-06-05075 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

776 |]C-06-05076 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

777 |C-06-05077 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

778 ]C-06-05078 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

779 ]C-06-05079 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

780 []C-06-05080 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

781 ]C-06-05081 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

782 ]C-06-05082 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

783 ]C-06-05083 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

784 |]C-06-05084 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

785 |]C-06-05085 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

786 |C-06-05086 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

787 |]C-06-05087 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

788 |C-06-05088 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

789 |C-06-05089 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

790 ]C-06-05090 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

791 ]C-06-05091 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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792 ]C-06-05092 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

793 |C-06-05093 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

794 ]C-06-05094 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

795 |]C-06-05095 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

796 |C-06-05096 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

797 |]C-06-05097 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

798 ]C-06-05098 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

799 |C-06-06001 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

800 [C-06-06002 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

801 [C-06-06003 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

802 [C-06-06004 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

803 |C-06-06005 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

804 ]C-06-06006 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

805 [C-06-06007 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

806 [C-06-06008 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

807 ]C-06-06009 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

808 [C-06-06010 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

809 [C-06-06011 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

810 [C-06-06012 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

811 [|C-06-06013 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

812 |C-06-06014 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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813 ]C-06-06015 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

814 ]C-06-07001 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

815 ]C-06-07002 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

816 ]C-06-07003 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

817 ]C-06-07004 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

818 ]C-06-07005 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

819 []C-06-07006 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

820 [C-06-07007 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

821 ]C-06-07008 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

822 ]C-06-07009 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

823 ]C-06-07010 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

824 ]C-06-08001 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

825 ]C-06-08002 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

826 |C-06-08003 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

827 ]C-06-08004 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

828 ]C-06-08005 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

829 ]C-06-08006 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

830 [C-06-12001 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

831 []C-06-12002 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

832 ]C-06-12003 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

833 ]C-06-12004 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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834 ]C-06-12005 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

835 ]C-06-12006 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

836 [C-06-12007 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

837 ]C-06-12008 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

838 ]C-06-12009 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

839 []C-06-12010 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

840 [C-06-12011 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

841 []C-06-12012 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

842 ]C-06-12013 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

843 |C-06-12014 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

844 ]C-06-12015 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
DUNTRULS CENTRAL SYSTEWV

845 ]C-06-12016 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

846 |C-06-12017 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

847 ]C-06-12018 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

848 ]C-06-12019 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

849 ]C-06-12020 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

850 [C-06-12021 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

851 [|C-06-12022 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

852 ]C-06-12023 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

853 ]C-06-12024 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

854 ]C-06-12025 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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855 ]C-06-12026 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

856 [C-06-12027 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

857 ]C-06-12028 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

858 ]C-06-12029 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

859 ]C-06-12030 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

860 [C-06-12031 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

861 [C-06-12032 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

862 [C-06-12033 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

863 [|C-06-12034 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

864 ]C-06-12035 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

865 [C-06-12036 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

866 [C-06-12037 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

867 []C-06-12038 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

868 []C-06-12039 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

869 [C-06-12040 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

870 [C-06-12041 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

871 []C-06-12042 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

872 |C-06-12043 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

873 |C-06-12044 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

874 ]C-06-12045 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

875 []C-06-12046 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
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876 |C-06-12047 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
877 |C-06-12048 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
878 ]C-06-12049 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
879 []C-06-12050 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
880 [C-06-12051 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
881 [|C-06-12052 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
882 ]C-06-12053 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
883 |C-06-12054 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
884 ]C-06-12055 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
885 ]C-06-12056 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
886 [C-06-13001 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
887 ]C-06-13002 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM
888 ]C-06-13003 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
JURANSUN
889 [C-06-201 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC RHW P-03 CONTROLS
JURANSUN
890 [C-06-202 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC RHW P-09 CONTROLS
JURANSUN
891 |C-06-203 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC RHW P-04 CONTROLS
JURANSUN
892 |C-06-204 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC HW P-07 CONTROLS
JURANSUN
893 |C-06-205 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC HW P-10 CONTROLS
JURANSUN
894 |C-06-206 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC HW P-08 CONTROLS
JURANSUN
895 |C-06-207 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC HW P-101 CONTROLS
JURANSUN
896 |C-06-208 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC HW P-102 CONTROLS
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897 [C-06-210 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CONTROLS
JURANSUN
898 [C-06-211 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CONTROLS
JURANSUN
899 [C-06-212 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CONTROLS
JURANSUN
900 |C-06-213 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CHW P-118 CONTROLS
JURANSUN
901 |C-06-214 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CHW P-119 CONTROLS
JURANSUN
902 [C-06-215 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CONTROLS
JURANSUN
903 |C-06-216 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CONTROLS
JURANSUN
904 |C-06-217 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CDW P-11 CONTROLS
JURANSUN
905 |C-06-218 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CDW P-12 CONTROLS
JURANSUN
906 |C-06-219 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CDW P-13 CONTROLS
JURANSUN
907 [|C-06-220 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CONTROLS
908 [C-06-221 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
909 [C-06-222 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
910 [C-06-223 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
911 [C-06-224 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC MERCOID
SAGINUNMIYA,
912 |C-06-225 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC SEISAKUSHO INC.
913 [C-06-226 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
914 [C-06-227 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONNEYWELL
915 [C-06-228 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
916 [C-06-229 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
917 [C-06-230 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
918 [C-06-231 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
919 [C-06-232 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL
920 [C-06-233 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC DWYER
921 [C-06-235 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC CONTROL
922 [C-06-236 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC CONTROL
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923 |C-06-237 C-06 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL

924 ]C-06-238 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL

925 [C-06-239 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL

926 [C-06-240 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL

927 [C-06-241 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC DWYER

928 [C-06-242 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL

929 [C-06-243 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL

930 [C-06-244 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC HONEYWELL

931 [C-06-246 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC CONTROL

VIERCUID

932 |C-06-247 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC CONTROLS

933 [C-06-248 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

934 [C-06-249 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

935 [C-06-250 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

936 [C-06-251 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

937 [C-06-252 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

938 [C-06-253 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

939 [C-06-254 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

940 [C-06-255 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

941 [C-06-256 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

942 ]C-06-257 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

943 ]C-06-258 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

944 ]C-06-259 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

945 [C-06-260 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC
CUNTRULS CENTRAL SYSTEM

946 |C-06-2601 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

947 |]C-06-2602 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

948 |]C-06-2603 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

949 ]C-06-2604 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

950 []C-06-2605 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

951 |C-06-2606 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN

PAGE 35 of 185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT
OGDEN, UTAH

Equipment Preventive Maintenance & Certification/Testing

IRS FRE Certifical
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer

CON RULS CENTRAL ST o TEM

952 |C-06-2607 C-06 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

953 |C-06-2608 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

954 ]C-06-2609 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN

955 [C-06-261 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC
CUNTRULS CENTRAL SYSTEM

956 []C-06-2610 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

957 |C-06-2611 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

958 [|C-06-2612 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN

959 [C-06-262 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

960 [C-06-263 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

961 [C-06-264 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

962 [C-06-265 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC

963 [C-06-266 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC
CUNTRULS CENTRAL SYSTEM

964 |C-06-280101 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

965 |C-06-280201 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM BARDER -

966 |C-06-280301 C-06 A 1 Controls, Central System, HVAC (per device) HVAC COLEMAN
CUNTRULS CENTRAL SYSTEM

967 |C-06-280401 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLMAN
CUNTRULS CENTRAL SYSTEM

968 |C-06-280501 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLEMAN
CUNTRULS CENTRAL SYSTEM

969 |C-06-280601 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLEMAN
CUNTRULS CENTRAL SYSTEM

970 |C-06-280701 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLEMAN
CUNTRULS CENTRAL SYSTEM

971 |C-06-280801 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLEMAN
CUNTRULS CENTRAL SYSTEM

972 |C-06-280901 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLEMAN
CUNTRULS CENTRAL SYSTEM

973 |C-06-281001 C-06 A 1 Controls, Central System, HVAC (per device) HVAC BARBER COLEMAM

974 ]C-06-3101 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-8 SPEED

975 [C-06-3102 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-1 SPEED
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CONTRULS MVAC I T MIZIT BARBER COLVAN =

976 [C-06-3103 C-06 A 6 Controls, Central System, HVAC (per device) POWER SUPPLY POWER CONTROL

BARDBER CULNMAN -
977 |C-06-3104 C-06 A 1 Controls, Central System, HVAC (per device) CONTROLS HVAC FS-1 MZ11 CONTROL PANEL
BARDBER CULNMAN -

978 |C-06-3105 C-06 A 6 Controls, Central System, HVAC (per device) CONTROLS HVAC FS-8 MZ11 POWER CONTROL
CUNTRULS AVAU FS-6 VIZ11 BARDBER CULNMAN -

979 [C-06-3106 C-06 A 1 Controls, Central System, HVAC (per device) POWER SUPPLY CONTROL PANEL
CUNTRULS AVAU FS-1 & FS-6

980 [C-06-3107 C-06 A 1 Controls, Central System, HVAC (per device) PNEU BARBER COLMAN

981 [|C-06-3108 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-4 MZ11 BARBER COLMAN
CUNTRULS AVAU FS-4 VIZ11

982 |C-06-3109 C-06 A 1 Controls, Central System, HVAC (per device) POWER
CUNTRULS AVAU FS-4 VIZ11

983 ]C-06-3110 C-06 A 1 Controls, Central System, HVAC (per device) LOWER POWER SUPPLY

984 [C-06-3111 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-4 SPEED

985 [C-06-3112 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-4 PNEU

986 [C-06-3201 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-2 SPEED

987 [C-06-3202 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-5 SPEED

988 [C-06-3203 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-2 POWER |BARBER COLMAN

989 |C-06-3204 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-2 MZ11 BARBER COLMAN

990 [|C-06-3205 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-5 MZ11 BARBER COLMAN

991 |C-06-3206 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC BARBER COLMAN
CUNTRULS AVAU FO-£ & FS-9

992 |C-06-3207 C-06 A 1 Controls, Central System, HVAC (per device) PNEU BARBER COLMAN

993 [C-06-3301 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-7 SPEED

994 ]C-06-3302 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-7 PNEU

995 [C-06-3303 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC RHW W ZONE

996 [C-06-3304 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-7 POWER

997 [C-06-3305 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-7 MZ11

998 [C-06-3401 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-6 SPEED

999 [C-06-3402 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-6 POWER |BARBER COLMAN

1000 |C-06-3403 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-6 MZ11 BARBER COLMAN

1001 [C-06-3404 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-6 PNEU

1002 [C-06-3405 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-6 CFM

1003 [JC-06-3501 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 SPEED
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CONTRULS NMVAC > 101
1004 [C-06-3502 C-06 A 1 Controls, Central System, HVAC (per device) POWER
1005 |C-06-3503 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-101 MZ11 |BARBER COLMAN
1006 [C-06-3601 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-103 SPEED
CUNTRULS AVAU FS-1US
1007 [C-06-3602 C-06 A 1 Controls, Central System, HVAC (per device) POWER
1008 |C-06-3603 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-103 MZ11 |BARBER COLMAN
1009 [C-06-3701 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-105 SPEED
1010 JC-06-3702 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-105 MZ11 |BARBER COLMAN
CUNTRULS AVAU FS-1US
1011 [C-06-3703 C-06 A 1 Controls, Central System, HVAC (per device) POWER
1012 [C-06-3801 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-107 CFM
1013 [JC-06-3802 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-107 SPEED
1014 [C-06-3803 C-06 A 1 Controls, Central System, HVAC (per device CONTROLS HVAC FS-107 MZ11
CUNTRULS AVAU FS-1U7
1015 [C-06-3804 C-06 A 1 Controls, Central System, HVAC (per device) POWER
1016 |C-07-1001 C-07 A 1 Condensate or Vacuum Pumj CONDENSATE PUMP STERLCO
CUNDUENSATE FUNMF SYSTEM P-
1017 [C-07-202 C-07 A 1 Condensate or Vacuum Pump 135 CcP
1018 |JC-07-3201 C-07 A 1 Condensate or Vacuum Pumj CONDENSATE PUMP PH-2 WARNER
CUNDENSATE FUNMF SYSTEM FH
1019 [C-07-3202 C-07 A 1 Condensate or Vacuum Pump 2 WARNER
CUNDENSATE FUNMF SYSTEM FH
1020 [C-07-3301 C-07 A 1 Condensate or Vacuum Pump 3 WARNER
1021 |C-08-201 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1022 ]C-08-202 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1023 ]C-08-203 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1024 ]C-08-204 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1025 []C-08-205 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL POINT BARBER COLMAN
1026 [JC-08-206 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1027 |C-08-207 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1028 []C-08-208 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1029 []C-08-209 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1030 [C-08-210 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1031 |C-08-211 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL BARBER COLMAN
1032 [C-08-901 C-08 A 1 Central Control Panel (per device CENTRAL CONTROL PANEL
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1033 [C-09-201 C-09B, C-10B A Q 1 Cooling Tower, Maintenance & Cleaning Over 50 to 500 tor COOLING TOWER 1ST S MARLEY

1034 [C-09-202 C-09B, C-10B A Q 1 Cooling Tower, Maintenance & Cleaning Over 50 to 500 tor COOLING TOWER 2ND S MARLEY

1035 [C-09-203 C-09B, C-10B A Q 1 Cooling Tower, Maintenance & Cleaning Over 50 to 500 tor COOLING TOWER 3RD S MARLEY

1036 [C-09-204 C-09B, C-10B A Q 1 Cooling Tower, Maintenance & Cleaning Over 50 to 500 tor COOLING TOWER 4TH S MARLEY

1037 [C-09-601 C-09B, C-10B A Q 1 Cooling Tower, Maintenance & Cleaning Over 50 to 500 tor COOLING TOWER CT-4S CPR4 |BAC

1038 [C-09-602 C-09B, C-10B A Q 1 Cooling Tower, Maintenance & Cleaning Over 50 to 500 tor COOLING TOWER CT-4C CPR4  |BAC

1039 [C-09-603 C-09B, C-10B A Q 1 Cooling Tower, Maintenance & Cleaning Over 50 to 500 tor COOLING TOWER CT-4AN CPR4  |BAC

1040 [C-21-1101 C-21A A 1 Carts and Scooters, Engine Powere! SCOOTER GAS GATOR 6X4 JOHN DEERE
SLUUTER GAS KAWASARKI VMIULE

1041 ]C-21-1102 C-21A A 1 Carts and Scooters, Engine Powered (RED) KAWASAKI MULE
SLUUTER GAS KAWASARKI VIULE

1042 ]C-21-1103 C-21A A 1 Carts and Scooters, Engine Powered (GREEN) KAWASAKI MULE

LEGEND ELECU I'RIC

1043 JC-21-1003 C-21B A 1 Carts and Scooters, Battery Powered SCOOTER BATTERY POWER VEHICLES
DUUR FUWER UFERATED DD-

1044 |D-01-1001 D-01 SA 1 Door, Power Operated 1001 ATLAS ROOL-LITE
DUUR FUWER UFERATED DD-

1045 |D-01-1002 D-01 SA 1 Door, Power Operated 1002 ATLAS ROOL-LITE
DUUR FUWER UFERATED DD-

1046 |D-01-1003 D-01 SA 1 Door, Power Operated 1003 ATLAS ROOL-LITE

1047 [D-01-1004 D-01 SA 1 Door, Power Operatec 1 KINNEAR

1048 [D-01-1005 D-01 SA 1 Door, Power Operatec 2 KINNEAR

INSTALLED BY

DOOR POWER OPERATED WHD- [CRAWFORD

1049 |[D-01-1006 D-01 SA 1 Door, Power Operated 3 DOORS

1050 [D-01-1007 D-01 SA 1 Door, Power Operatec 4 KINNEAR

1051 [D-01-1008 D-01 SA 1 Door, Power Operatec 5 KINNEAR

1052 |D-01-1009 D-01 SA 1 Door, Power Operatec DOOR POWER OPERATED G-3 |CROOKSTON

1053 [D-01-1010 D-01 SA 1 Door, Power Operatec GRATE

1054 [D-01-201 D-01 SA 1 Door, Power Operatec DOOR POWER OPERATED

1055 [D-01-202 D-01 SA 1 Door, Power Operatec GRATE
DUUR FUOWER UFERATEDU N

1056 [D-01-401 D-01 SA 1 Door, Power Operated DOCK

1057 [D-01-701 D-01 SA 1 Door, Power Operatec DOOR POWER OPERATED CAF-1

1058 [D-01-702 D-01 SA 1 Door, Power Operatec DOOR POWER OPERATED CAF-2

1059 [D-01-703 D-01 SA 1 Door, Power Operatec DOOR POWER OPERATED CAF-3
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1060 |D-01-704 D-01 SA 1 Door, Power Operate DOOR POWER OPERATED CAF-4
1061 [D-03-1000 D-03 A 1 Roof Drains, Downspout,, and Gutter Inspectio ROOF DRAINS 9(EA) UNKNOWN
1062 [D-03-1200 D-03 A 8 Roof Drains, Downspout,, and Gutter Inspectio ROOF DRAINS 8(EA) UNKNOWN
1063 [D-03-201 D-03 A 3 Roof Drains, Downspout,, and Gutter Inspectio ROOF DRAINS 3(EA) UNKNOWN
1064 [D-03-2901 D-03 A 1 Roof Drains, Downspout,, and Gutter Inspectio ROOF DRAINS
1065 [D-03-400 D-03 A 39 Roof Drains, Downspout,, and Gutter Inspectio ROOF DRAINS 39(EA) UNKNOWN
1066 [D-03-500 D-03 A 40 Roof Drains, Downspout,, and Gutter Inspectio ROOF DRAINS 40(EA) UNKNOWN
1067 [D-03-700 D-03 A 12 Roof Drains, Downspout,, and Gutter Inspectio ROOF DRAINS 12(EA) UNKNOWN
1068 [D-04-1001 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC DOOR O' MATIC
DUUR ELECTRIC UFERATED
1069 |D-04-1002 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated (CRX) HORTON
1070 |D-04-1003 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR - OUTBACK FOLDING
1071 |D-04-1101 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR SE TURNSTYLE
1072 |D-04-1102 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR SE ADA
1073 |D-04-1103 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR S 12TH ST TURNSTYLE
1074 |D-04-1104 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR S 12TH ST ADA
1075 |D-04-1105 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR SW TURNSTYLE
1076 [|D-04-1106 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR SW ADA
1077 |D-04-1107 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR NW TURNSTYLE
1078 |D-04-1108 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR NW ADA
1079 [D-04-1201 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED HORTON
1080 [D-04-1202 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED HORTON
1081 [D-04-1203 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED STANLEY
1082 [D-04-1204 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR "A" SOUTH TURNSTYLE
1083 [D-04-1205 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR "A" NORTH TURNSTYLE
DUUR ELECTRIC UFERATED
1084 |D-04-1301 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated WRR 504 ADA STANLEY
DUUR ELECTRIC UFERATED
1085 |D-04-1302 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MRR 503 ADA MRR 503 ADA
DUUR ELECTRIC UFERATED
1086 |D-04-1303 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated WRR 507 ADA STANLEY
DUUR ELECTRIC UFERATED
1087 |D-04-1304 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MRR508 ADA
DUUR ELECTRIC UFERATED HURKTUN
1088 |D-04-1305 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MRR 401 ADA AUTOMATICS

PAGE 40 of

185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT

OGDEN, UTAH
Equipment Preventive Maintenance & Certification/Testing
IRS FRE Certifical
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer
DOCOR CLEC TRIC UPERATED TTORTON
1089 |D-04-1306 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated WRR 402 ADA AUTOMATICS
DUUR ELECTRIC UFERATED
1090 |D-04-1307 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated WRR 406 ADA STANLEY
DUUR ELECTRIC UFERATED
1091 |D-04-1308 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated WRR 1205 ADA STANLEY
DUUR ELECTRIC UFERATED
1092 |D-04-1309 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MRR 502 STANLEY
1093 [D-04-1401 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED U4 [STANLEY
DUURK V-1 5 END S CUURI
1094 |D-04-1401 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MAHOGANY ADA
DUUR M-Z2 N ENDU S COUR'
1095 |D-04-1402 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MAHOGANY ADA
DUUR V-5 S END COUOUR
1096 |D-04-1403 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MAHOGANY ADA
DUUR V-4 N END N COURK'T
1097 |D-04-1404 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated MAHOGANY ADA
DUUR U-Z2 NVW COURT W
1098 |D-04-1405 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated ENTRANCE ADA
DUUR U-5 E END NV CUUR
1099 |D-04-1406 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated ADA
DUUR U-4 VW END NE CUOURI
1100 |D-04-1407 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated ADA
DUUR U-0 5 3IDE E CUOURT E
1101 |D-04-1408 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated CAFE ENTRANCE ADA
1102 [D-04-2601 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED STANLEY
1103 [D-04-2602 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED STANLEY
1104 |D-04-2603 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR "K" TURNSTYLE
1105 [D-04-401 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED KAWNEER/STANLY
1106 [D-04-402 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED KAWNEER/STANLY
RAWNEER/S TANLE
1107 |D-04-403 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED Y
RAWNEER/S TANLE
1108 |D-04-404 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED Y
1109 [D-04-405 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED KAWNEER/STANLY
KAWNEER/STA
1110 |D-04-406 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED NLY
KAWNEER/ST
1111 |D-04-407 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED ANLY
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KAWNEER/ST
1112 |D-04-408 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED ANLY
KAWNEER/ST
1113 |D-04-409 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED ANLY
DAWNEER/ST
1114 |D-04-410 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED ANLY
KAWNEER/ST
1115 |D-04-411 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED ANLY
1116 |D-04-412 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR E TURNSTYLE
DUUR E ELECTRIC UFERATED
1117 |D-04-413 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated ADA (OUT)
DUUR E ELECTRIC UFERATED
1118 |D-04-414 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated ADA (IN)
KAWNEER
1119 |D-04-501 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC STANLEY
KAWNEER
1120 |D-04-502 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED STANLEY
KAWNEER
1121 |D-04-503 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED STANLEY
KAWNEER
1122 |D-04-504 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED STANLEY
KAWNEER
1123 |D-04-505 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED STANLEY
1124 |D-04-506 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED HORTON
1125 |D-04-507 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED HORTON
1126 |D-04-508 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC OPERATED HORTON
HORTON
1127 |D-04-509 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC OPERATED AUTOMATICS
DUOUR ENCLUSED EAST
PROCESSING S SIDE ADA
1128 |D-04-510 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated SLIDING
DUOUR ENCLUSED EAST
PROCESSING N SIDE ADA
1129 |D-04-511 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated FOLDING

PAGE 42 of 185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT
OGDEN, UTAH

Equipment Preventive Maintenance & Certification/Testing

IRS FRE

Certifica
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer

HORTON
AUTOMATICS
SERVICED BY

1130 |D-04-6301 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC CPR-3N ACTIO

1131 |D-04-6C01 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC COMPS-S BESAM

1132 |D-04-6C02 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR ELECTRIC COMPS-W BWN
HORTON

1133 |D-04-6C03 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operated DOOR ELECTRIC COMPS S AUTOMATICS

1134 |D-04-6F01 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR PNEUMATIC FORMS-N STANLEY

1135 [D-04-6T02 D-04 Q 1 Door, Hydraulic, Electric, or Pneumatic Operate DOOR PNEUMATIC TPL-E STANLEY

1136 [D-05-1001 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTER DOOR G2

1137 [D-05-1002 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE

1138 [D-05-1201 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAAWNEER

1139 [D-05-1202 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAAWNEER

1140 [D-05-1203 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAAWNEER

1141 [D-05-1204 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAAWNEER

1142 [D-05-1208 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE

1143 [D-05-2601 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE

1144 [D-05-401 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTER DOOR-E KAWNEER

1145 [D-05-403 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAWNEER

1146 [D-05-404 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAWNEER

1147 [D-05-405 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAWNEER

1148 [D-05-406 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAWNEER

1149 [D-05-501 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE

1150 [D-05-502 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTER DOOR-G

1151 [D-05-503 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAWNEER

1152 [D-05-504 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAWNEER

1153 [D-05-505 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE KAWNEER

1154 [D-05-701 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE

1155 |D-05-801 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTER DOOR-N4 CAPITOL GLASS

1156 |D-05-802 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRANCE CAPITOL GLASS
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ESP
ELECTRIC
STATIC
PROXIMITY

1157 |D-05-803 D-05 SA 1 Door, Main Entrance DOOR MAIN ENTRABCE DOOR

1158 [D-06-1001 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1159 |D-06-1101 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1160 [D-06-1102 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1161 [D-06-1103 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1162 [D-06-1104 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1163 [D-06-1105 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1164 [D-06-1106 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1165 [D-06-1107 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1166 [D-06-1108 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1167 [D-06-1109 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1168 [D-06-1110 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1169 [D-06-1111 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1170 [D-06-1112 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1171 [D-06-1113 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1172 |D-06-1114 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1173 |D-06-1115 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1174 |D-06-1116 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1175 [D-06-1117 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1176 [D-06-1118 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1177 [D-06-1119 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1178 [D-06-1120 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1179 [D-06-1121 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1180 [D-06-1122 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1181 [D-06-1123 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1182 [D-06-1124 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1183 [D-06-1125 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1184 [D-06-1126 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn

1185 [D-06-1127 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
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1186 [|D-06-1128 D-06 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1187 [D-06-1129 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1188 [D-06-1130 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1189 [D-06-1131 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1190 [D-06-1132 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1191 [D-06-1133 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1192 [D-06-1134 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1193 [D-06-1135 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1194 [D-06-1136 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1195 [D-06-1137 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1196 [D-06-1138 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1197 [D-06-1139 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1198 [D-06-1140 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1199 [D-06-1141 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1200 [D-06-1142 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1201 [D-06-1143 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1202 [|D-06-1144 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1203 |D-06-1145 D-06 A 1 Drains, Areaway,, Driveway, Storr Driveway dock area storn
1204 [D-06-201 D-06 A 1 Drains, Areaway,, Driveway, Storr DRAINS AREAWAY BOILERRM |UNKNOWN
1205 [D-06-202 D-06 A 1 Drains, Areaway,, Driveway, Storr DRAINS AREAWAY CHILLER RM
1206 [D-06-401 D-06 A 1 Drains, Areaway,, Driveway, Storr DRAINS DRIVEWAY N DOCK 401 |UNKNOWN
1207 |D-10-1101 D-10 A 1 Door, Manual, Overhear DOOR MANUAL, OVERHEAD COOKSON
1208 |D-10-1102 D-10 A 1 Door, Manual, Overhear DOOR MANUAL OVERHEAD
1209 |D-10-1103 D-10 A 1 Door, Manual, Overhear DOOR MANUAL OVERHEAD
1210 |D-10-1104 D-10 A 1 Door, Manual, Overhear DOOR MANUAL OVERHEAD
1211 |E-19-1001 E-19 Q 1 Emergency Lights, Closed , System: EMERGENCY LIGHT EL-1001
1212 |E-26-1001 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1213 |E-26-1002 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1214 |E-26-1003 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1215 |E-26-1004 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1216 |E-26-1005 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1217 |E-26-1006 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
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1218 |E-26-1007 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1219 [E-26-1008 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1220 |E-26-1009 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1221 |E-26-1010 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1222 |E-26-1011 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1223 |E-26-1012 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1224 |E-26-1013 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1225 |E-26-1014 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE DP-A WESTINGHOUSE
1226 |E-26-1031 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE WESTINGHOUSE
1227 |E-26-1032 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE WESTINGHOUSE
1228 |E-26-1033 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE WESTINGHOUSE
1229 |E-26-917 E-26 3Y 1 Low Voltage Molded Case, Circuit Breake L/V MOLDED CB CASE GE
1230 |E-27-701 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL O15-L ZINSCO
1231 |E-27-702 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL KP-1 WESTINGHOUSE
1232 |E-27-703 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL KP-4 WESTINGHOUSE
1233 |E-27-704 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL KP-2 WESTINGHOUSE
1234 |E-27-706 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL M16-P WESTINGHOUSE
1235 |E-27-707 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL M18-L WESTINGHOUSE
1236 |E-27-708 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL M19-P WESTINGHOUSE
1237 |E-27-709 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL KP7 SIEMENS
1238 |E-27-710 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL KP3A SIEMENS
1239 |E-27-711 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL KP2A SIEMENS
1240 |E-27-712 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL KP5A SIEMENS
1241 |E-27-713 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL C21LA ELECTRIC
1242 |E-27-714 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: BREAKER PANEL C21P ELECTRIC
1243 |E-27-715 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: TIMER FOR LIGHTS INTERMATIC
1244 |E-27-901 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1245 |E-27-902 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1246 |E-27-903 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1247 |E-27-904 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1248 |E-27-905 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1249 |E-27-906 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
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1250 |E-27-907 E-27 3Y 1 Low Voltage Power Circuit, Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE |
1251 |E-27-908 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1252 |E-27-909 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1253 |E-27-910 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1254 |E-27-911 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1255 |E-27-912 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1256 |E-27-913 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1257 |E-27-914 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1258 |E-27-915 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1259 |E-27-916 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1260 |E-27-917 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1261 |E-27-918 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1262 |E-27-919 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1263 |E-27-920 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1264 |E-27-921 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB WESTINGHOUSE
1265 [E-27-922 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB GE
1266 [E-27-923 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB
1267 [E-27-924 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB
1268 [E-27-925 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB
1269 [E-27-926 E-27 3Y 1 Low Voltage Power Circuit , Breaker (Over 100 amp: L/V POWER CB
1270 ]E-28-201 E-28 3Y 1 Motor Starters Less Than 100 Hy MOTOR STARTER CH-2 CUTLER HAMMER
1271 |E-28-202 E-28 3Y 1 Motor Starters Less Than 100 Hy MOTOR STARTER CH-4 CUTLER HAMMER
1272 ]JE-31-1101 E-31 A 1 Network Protectors, 600 V Clas: NETWORK PROTECTORS HV FOS
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT

1273 |E-34-1001 E-34B A 1 amps and up) - - 200 To 500 Amps DISCONNECTS 200 AMP
DISCONMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1274 |E-34-3105 E-34B A 1 amps and up) - - 200 To 500 Amps DISCONNECT GE
DISCOMNMNeCt Or 1soIatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT DISCUNNEC T LUV VUL

1275 |E-34-3201 E-34B A 1 amps and up) -- 200 To 500 Amps +200AMP GE
DISCONMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT DISCUNNEC T LOUOVW VUL

1276 |E-34-3202 E-34B A 1 amps and up) -- 200 To 500 Amps +200AMP GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT DISCUNNEC T LUV VUL

1277 |E-34-3203 E-34B A 1 amps and up) -- 200 To 500 Amps +200AMP GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voIltage (1Used/morn- 1used, ZUT DISCUNNEC T LUOVW VUL

1278 [E-34-3204 E-34B A 1 amps and up) -- 200 To 500 Amps +200AMP GE
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DISCOITNECL OT 1501atng SWItCh, ; TOW voiage uusearnon- 1used, 200 DISCONNECT LOVW VOLT

1279 [E-34-3206 E-34B A 1 amps and up) -- 200 To 500 Amps +200AMP GE
DISCOMNMNeCt Or 1soIatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT

1280 |E-34-3207 E-34B A 1 amps and up) - - 200 To 500 Amps DISCONNECT SF-5B SQUARE D
DISCOMNMNeCt Or 1soIatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT

1281 |E-34-3208 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-5A GE
DISCOMNMNeCt Or 1soIatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT

1282 |E-34-3209 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT GE
DISCOMNMNeCt Or 1so1atrg SWILCTH, -, TOW voltage (1Used/morn- 1used, ZUT

1283 |E-34-3301 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1284 |E-34-3302 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SQUARE D
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1285 |E-34-3401 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT GE
DISCONMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1286 |E-34-3402 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT GE
DISCOMNMNeCt Or 1soiatrg SWILCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1287 |E-34-3501 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-101 GE
DISCOMNMNeCt Or 1soiatrg SWILCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1288 |E-34-3502 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-102 GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1289 |E-34-3601 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-103 GE
DISCOMNMNeCt Or 1soiatrg SWILCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1290 |E-34-3602 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-104 GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1TUsed/mnorn- 1used, ZUT

1291 |E-34-3701 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-105 GE
DISCOMNMNeCt Or 1soiatrg SWILCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT

1292 |E-34-3702 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-106 GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1293 |E-34-3801 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-107 GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT

1294 |E-34-3802 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT SF-108
DISCONMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1295 |E-34-401 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECTS GE
DISCOMNMNeCt Or 1soIatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT

1296 |E-34-601 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECTS GE
DISCONMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1297 |E-34-602 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECTS GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voltage (1Used/morn- 1used, ZUT

1298 |E-34A-201 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT HW P-101 GE
DISCOMNMNeCt Or 1soiatrg SWItCrH, -, TOW voIltage (1Used/morn- 1used, ZUT

1299 |E-34A-202 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT HW P-102 GE
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DISCOITNECL OT 1501atng SWItCh, ; TOW voiage uusearnon- 1used, 200
1300 |E-34A-203 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT CHW P-118 GE
DISCOMNMNeCt Or 1soIatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT
1301 |E-34A-204 E-34B A 1 amps and up) -- 200 To 500 Amps DISCONNECT CHW P-119 GE
DISCOMNMNeCt Or 1soIatrg SWItCrH, -, TOW voltage (1TUsed/morn- 1used, ZUT DISCUONNECU T LOVW VUL
1302 |E-34-3205 E-34B A 1 amps and up) - - Over 500 Amps +200AMP SIEMENS
1303 [E-35-201 E-35A SA 12 Motor Control Center (MCC), , under 100 hp MCC 5-1 EMERG (12 MS)
1304 [E-35-202 E-35A SA ! Motor Control Center (MCC), , under 100 hp MCC 5-1NM (7 MS)
1305 [E-35-203 E-35A SA 18 Motor Control Center (MCC), , under 100 hp MCC-5-2 (18 MS)
VICLC-EMERGENUY FED FRUM
1306 |E-35-204 E-35A SA 10 Motor Control Center (MCC), , under 100 hp MCCS5 (10 MS)
VILC FED FRUM NMAIN DIST
1307 |E-35-205 E-35A SA 32 Motor Control Center (MCC), , under 100 hp PANEL (32 MS)
1308 |E-35-206 E-35A SA 12 Motor Control Center (MCC), , under 100 hp MC-2D (12 MS)
1309 [E-35-3101 E-35A SA ! Motor Control Center (MCC), , under 100 hp MCC-1 PENTHOUSE #1 (7 MS)
VILC 1L SEU 1 FPENTHUUSE #1
1310 [E-35-3102 E-35A SA 7 Motor Control Center (MCC), , under 100 hp WEST (7 MS)
1311 [E-35-3201 E-35A SA 11 Motor Control Center (MCC), , under 100 hp MCC-2 PENTHOUSE #2 (11 MS)
1312 [E-35-3301 E-35A SA 5 Motor Control Center (MCC), , under 100 hp MCC-3 PENTHOUSE #3 (5 MS)
1313 |E-35-3401 E-35A SA §] Motor Control Center (MCC), , under 100 hp MCC-4 PENTHOUSE #4 (6 MS)
1314 |E-35-3501 E-35A SA 8 Motor Control Center (MCC), , under 100 hp MCC-6 PENTHOUSE #5 (8 MS)
1315 [E-35-3601 E-35A SA 10 Motor Control Center (MCC), , under 100 hp MCC-7 PENTHOUSE #6 (10 MS)
1316 [E-35-3701 E-35A SA 8 Motor Control Center (MCC), , under 100 hp MCC-8 PENTHOUSE #7 (8 MS)
1317 |E-35-3801 E-35A SA 9 Motor Control Center (MCC), , under 100 hp MCC-9 MENTHOUSE #8 (9 MS)
1318 |E-35-3802 E-35A SA 23 Motor Control Center (MCC), , under 100 hp MCC-10 PENTHOUSE #8 (23 MS)
1319 [E-35-401 E-35A SA 2 Motor Control Center (MCC), , under 100 hp MCC-11 NW EQUIP RM (2 MS)
1320 |JE-35-402 E-35A SA ! Motor Control Center (MCC), , under 100 hp MCC-12 NW EQUIP RM (7 MS)
1321 [E-36-1001 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 1001
1322 |E-36-3801 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 3801 [SYLVAINA
1323 |E-36-901 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 901  [SYLVAINA
1324 |E-36-902 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 902  [SYLVAINA
1325 [E-36-903 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 903 [SYLVAINA
1326 [E-36-904 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 904  [SYLVAINA
1327 |E-36-905 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 905  [SYLVAINA
1328 [E-36-906 E-36 3Y 1 Automatic Transfer Switct AUTO TRANSFER SWITCH 906  [SYLVAINA
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1329 |E-36-907 E-36 3Y 1 Automatic Transfer Switcr AUTO TRANSFER SWITCH 907 |SYLVAINA
BUS DUCT, COW VOIayE, & CONMECIONS CUPPEr - PEr 1U T00T DUS UuT BUS DUCT LOW VOLTAGE & GENERAL
1330 |E-37-280401 E-37D 3Y 212 section CONNECTORS ELECTRIC
BUS DUCL, LOW VOItage, & COoNneclors Lopper - Fer LU 1001 DUS auc BUS DUCLT LUW VULTAGE & GENERAL
1331 |E-37-280501 E-37D 3Y 92 section CONNECTORS ELECTRIC
BUS DUCL, LOW VOItage, & COoNneclors Lopper - Fer LU 1001 DUS auc BUS DUCLT LUW VULTAGE & GENERAL
1332 |E-37-280601 E-37D 3Y 46 section CONNECTORS ELECTRIC
BUS DUCL, LOW VOItage, & LOoNneclors Lopper - Fer LU 1001 DUS auc BUS DUCLT LUW VULTAGE & GENERAL
1333 |E-37-280701 E-37D 3Y 27 section CONNECTORS ELECTRIC
BUS DUCL, LOW VOItage, & LOoNneclors Lopper - Fer LU 1001 DUS auc
1334 [E-37-6304 E-37D 3Y 36 section BUS DUCT CPR3 (36)SEC GE
BUS DUCL, LOW VOItage, & LOoNneclors Lopper - Fer LU 1001 DUS auc
1335 [E-37-6305 E-37D 3Y 54 section BUS DUCT CPR4 (54)SEC WESTINGHOUSE
E4T, E4IR, E-
42, E-42A, E-
1336 [E-40-501 42B, E-42C A 1 Emergency Generator; Electric, Gasoline, or Natural Gas Emerg gen Natural Gas KOHLER/FORD
E4T, E4IA, E- | A, SR,
42, E-42AE- | Q, M,
1337 |E-41-1001 42B, E-42C W 1 Emergency Generator, Electric Diesel Engines EMERG GEN DIESEL BOG-001 CUMMINS
E4T, E4IA, E- | A, SR,
42, E-42AE- | Q, M,
1338 [E-41-2901 42B, E-42C W 1 Emergency Generator, Electric Diesel Engines Emergency Generator, Diesel
E4T, E4IA, E- | A, SR,
42, E-42AE- | Q, M,
1339 [E-41-2902 42B, E-42C W 1 Emergency Generator, Electric Diesel Engines Emergency Generator, Diesel
E4T, E4IA, E- | A, SR,
42, E-42AE- | Q, M,
1340 |E-41-901 42B, E-42C W 1 Emergency Generator, Electric Diesel Engines Emergency Generator, Diesel Emergency gen Diese
E4T, E4IA, E- | A, SA,
42, E-42AE- | Q, M,
1341 |E-41-902 42B, E-42C W 1 Emergency Generator, Electric Diesel Engines Emergency Generator, Diesel
E4T, E4IA, E- | A, SA,
42, E-42AE- | Q, M,
1342 |E-41-903 42B, E-42C W 1 Emergency Generator, Electric Diesel Engines Emergency Generator, Diesel
1343 |E-43-228 E-43 Q 24 LEAD ACID BATTERY LEAD ACID BATTERY
E-46, E-40A, E-
1344 |E-46-901 46B A QM| 120 Battery, Uninterruptible Power System LEAD ACID BATTERY UPS GEN
E-46, E-40A, E-
1345 |E-46-902 46B A QM| 120 Battery, Uninterruptible Power System LEAD ACID BATTERY UPS GEN
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E-40, C-40A, C-
1346 |E-46-903 46B A QM| 120 Battery, Uninterruptible Power System LEAD ACID BATTERY UPS GEN

E-46, E-46R, E-
1347 |E-46-2901 46B A QM| 119 Battery, Uninterruptible Power System LEAD ACID BATTERY UPS GEN

E-46, E-46R, E-
1348 |E-46-2902 46B A QM| 119 Battery, Uninterruptible Power System LEAD ACID BATTERY UPS GEN
1349 |E-51-201 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER HW P-101 GE
1350 |E-51-202 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER HW P-102 GE
1351 [E-51-203 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER MAC-1
1352 [E-51-204 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER MAC-2
1353 |E-51-205 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER BOILER #1
1354 |E-51-206 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER BOILER #2
1355 |E-51-207 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER BOILER #3
1356 |E-51-208 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER BOILER #4
1357 |E-51-210 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER CT #1 MARLEY
1358 |E-51-211 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER CT #3 MARLEY
1359 |E-51-212 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD NCWP-1 |SQUARE D
1360 |E-51-213 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD NCWP-2 |SQUARE D

NMUTUR STARTER VFD SCVWF-
1361 |E-51-214 E-51 A 1 Motor Starter, 100 Hp and Greater 13B SQUARE D
NMUTUR STARTER VFD SCVWF-

1362 [E-51-215 E-51 A 1 Motor Starter, 100 Hp and Greater 13A SQUARE D
1363 |E-51-280101 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1364 |E-51-280102 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1365 |E-51-280201 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1366 |E-51-280202 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1367 |E-51-280301 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1368 |E-51-280302 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1369 |E-51-280401 E-51 A il Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1370 |E-51-280402 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1371 |E-51-280501 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1372 |E-51-280502 E-51 A il Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1373 |E-51-280601 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1374 |E-51-280602 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
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1375 |E-51-280701 E-51 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE |
1376 |E-51-280702 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1377 |E-51-280801 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1378 ]E-51-280802 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1379 |E-51-280901 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1380 |JE-51-280902 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1381 |E-51-281001 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1382 ]E-51-281002 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER WESTINGHOUSE
1383 [E-51-3101 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-1
1384 [E-51-3102 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-1
1385 [E-51-3103 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-8
1386 [E-51-3104 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-8
1387 [E-51-3105 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-8A
1388 [E-51-3201 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-2
1389 [E-51-3202 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-2
1390 [E-51-3203 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-5A
1391 [E-51-3204 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-5A
1392 [E-51-3301 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-7A
1393 [E-51-3401 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-6A
1394 [E-51-3402 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-6A
1395 [E-51-3403 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-6B
1396 [E-51-3404 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-6B
1397 |JE-51-3501 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-101
1398 |JE-51-3601 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-103
1399 |E-51-3602 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-103
1400 |JE-51-3701 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-105
1401 |JE-51-3702 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-105
1402 |JE-51-3801 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-107
1403 |JE-51-3803 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD SF-108
1404 |E-51-3804 E-51 A 1 Motor Starter, 100 Hp and Greate MOTOR STARTER VFD RF-108
1405 JE-57-1001 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |JEFFIRES
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1406 JE-57-1002 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |GE

1407 |E-57-1003 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |ACME

1408 [E-57-201 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) TRANSFORMER K FACTOR GE
FUOWER

1409 |E-57-280101 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUOWER

1410 |E-57-280201 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUOWER

1411 |E-57-280202 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUOWER

1412 |E-57-280301 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
POWER

1413 |E-57-280302 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
POWER

1414 |E-57-280401 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
POWER

1415 |E-57-280402 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
POWER

1416 |E-57-280501 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUWER

1417 |E-57-280502 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUWER

1418 |E-57-280601 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUOWER

1419 |E-57-280602 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUWER

1420 |E-57-280701 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUOWER

1421 |E-57-280801 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUWER

1422 |E-57-280802 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS
FUOWER

1423 |E-57-280901 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |MAGNETICS

1424 |E-57-3101 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |JEFFRIES

LUW VULT TRANSFURNVER TRS-
1425 JE-57-3201 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) 4 JEFFRIES
LUW VULT TRANSFURNVER TRS-
1426 [|E-57-3202 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) 6 JEFFRIES
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VOLT TRANSTOURVER TRo"
1427 |E-57-3203 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) 5 JEFFRIES
1428 |E-57-3301 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |JEFFRIES
IRANSFURVMER LUW VULT DRY
1429 |E-57-3401 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) TYPE JEFFRIES
1430 [E-57-3501 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) DRY TRANSFORMER TRS-11 GE
1431 JE-57-3519 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |GE
1432 |E-57-3601 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) DRY TRANSFORMER #12 GE
1433 |E-57-3701 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) DRY TRANSFORMER #13 GE
1434 |E-57-3801 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) DRY TRANSFORMER #14 GE
1435 [|E-57-3802 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) DRY TRANSFORMER #15 GE
1436 |E-57-3803 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) DRY TRANSFORMER #16 GE
1437 |E-57-601 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |ACME
1438 |E-57-6301 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |[WESTINGHOUSE
1439 [E-57-6302 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |SQUARE D
1440 |E-57-6303 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |ACME
1441 JE-57-901 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER |ZINSCO
1442 |E-57-902 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
1443 |E-57-903 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
1444 |E-57-904 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
1445 |E-57-905 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
1446 [E-57-906 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
1447 |E-57-907 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
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1448 |E-57-908 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
1449 |E-57-909 E-57 3Y 1 Low Voltage Dry Type Transformer (30 KVA and up, 600 volts or les$) LOW VOLT DRY TRANSFORMER
1450 [E-58-401 E-58 SA 1 Power Distribution Uni (PDU) P.D. 1.
1451 |E-58-402 E-58 SA 1 Power Distribution Uni (PDU) P.D. 1.
FPUWER DIDIRUBUTTON UNTI
1452 |E-58-403 E-58 SA 1 Power Distribution Unit (PDU) P.D.I
1453 |E-58-404 E-58 SA 1 Power Distribution Uni (PDU) P.D.L
1454 |E-58-405 E-58 SA 1 Power Distribution Uni (PDU) P.D. 1.
1455 |E-58-406 E-58 SA 1 Power Distribution Uni (PDU) P.D. 1.
1456 [E-58-407 E-58 SA 1 Power Distribution Uni (PDU) P.D. 1.
1457 |E-58-408 E-58 SA 1 Power Distribution Uni (PDU) P.D. 1.
FUWER
1458 |E-58-6701 E-58 SA 1 Power Distribution Unit PPU TRANSFORMER DISTRIBUTION INC
FUWER
1459 |JE-58-6702 E-58 SA 1 Power Distribution Unit PPU TRANSFORMER DISTRIBUTION INC
unln[errup[l[ﬂ'e FOWeET SYsLell, Rotdly type, ZOURVA UNIBLUCK | UFJS, FILLAR, 40U KVA SUUTH
1460 E-66B, E-66C | A, SA 1 PILLAR BLDG
unln[errup[l[ﬂ'e FOWeET SYslell, Rotdly type, ZOURVA UNIBLUCK | UFJS, FILLAR, SQUU KVA SUUTH
1461 E-66B, E-66C | A, SA 1 PILLAR BLDG
unln[errup[l[ﬂ'e FOWeET SYsLell, Rotdly type, ZOURVA UNIBLUCK | UFJS, FILLAR, DQUU KVA SUUTH
1462 E-66B, E-66C | A, SA 1 PILLAR BLDG
unln[errup[l[ﬂ'e FOWeET SYsLell, Rotdly type, ZOURVA UNIBLUCK | UF S, FILLAR, /OU KVA NURTH
1463 E-66B, E-66C | A, SA 1 PILLAR BLDG
unln[errup[l[ﬂ'e FOWeET SYsLell, Rotdly type, ZOURVA UNIBLUCK | UF S, FILLAR, /OU KVA NURTH
1464 E-66B, E-66C | A, SA 1 PILLAR BLDG
FIRE ALARVI CHEUKN VALVE ©
1465 [F-01-1001 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-2
FIRE ALARIVI CHEUKN VALVE ©
1466 [F-01-1002 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-4
FIRE ALARIVI CHEUKN VALVE ©
1467 [F-01-1003 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-5
FIRE ALARVI CHEUKN VALVE ©
1468 |F-01-201 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-3
FIRE ALARVI CHEUKN VALVE ©
1469 [F-01-2601 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-1
FIRE ALARVI CHEUKN VALVE ©
1470 |F-01-401 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-10 STAR
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ALARM CTIECR VALVE ©

1471 |F-01-402 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-11 STAR
FIRKE ALARNVI CHECUK VALVE ©

1472 |F-01-403 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-13 STAR
FIRKE ALARNV CHECUK VALVE ©

1473 |F-01-404 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-14 STAR
FIRKE ALARNV CHECUK VALVE ©

1474 |F-01-501 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-7
FIRKE ALARNV CHECUK VALVE ©

1475 |F-01-502 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-8
FIRKE ALARNV CHECUK VALVE ©

1476 |F-01-503 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-9
FIRKE ALARNV CHECUK VALVE ©

1477 |F-01-701 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-16
FIRKE ALARNVI CHECUK VALVE ©

1478 |F-01-702 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-15
FIRKE ALARNV CHECUK VALVE ©

1479 [F-01A-1001 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-2
FIRKE ALARNVI CHECUK VALVE ©

1480 [F-01A-1002 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-4
FIRKE ALARNV CHECUK VALVE ©

1481 [F-01A-1003 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-5
FIRKE ALARNVI CHECUK VALVE ©

1482 |F-01A-201 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-3
FIRKE ALARNVI CHECUK VALVE ©

1483 [F-01A-2601 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-1
FIRKE ALARNVI CHECUK VALVE ©

1484 |F-01A-401 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-10 STAR
FIRKE ALARNVI CHECUK VALVE ©

1485 [F-01A-402 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-11 STAR
FIRKE ALARNVI CHECUK VALVE ©

1486 [|F-01A-403 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-13 STAR
FIRKE ALARNVI CHECUK VALVE ©

1487 |F-01A-404 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-14 STAR
FIRKE ALARNVI CHECUK VALVE ©

1488 [F-01A-501 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-7
FIRKE ALARNVI CHECUK VALVE ©

1489 [F-01A-502 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-8
FIRKE ALARNV CHECUK VALVE ©

1490 [F-01A-503 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-9
FIRKE ALARNV CHECUK VALVE ©

1491 |F-01A-701 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-16
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ALARM CTHECR VALVE ©
1492 [F-01A-702 F-01, F-01A M, Q 1 Alarm Check Valves and Accessories WF-15
FUZ, FUZA, F- | W, Q,
1493 |F-02-1001 02B A 1 Dry Pipe, Deluge and Preaction Valves FIRE DPD PREACTION VALVES 4"[STARR
F-UZ, F-UZA, F- 1 W, U, FIRE DPD PREACTION VALVE 6"
1494 [F-02-2901 02B A 1 Dry Pipe, Deluge and Preaction Valves WF-12 STAR
FUZ, FUZA, F- | W, Q,
1495 |F-02A-1001 02B A 1 Dry Pipe, Deluge and Preaction Valves FIRE DPD PREACTION VALVE 4" [STARR
F-UZ, F-UZA, F- 1 W, U, FIRE DPD PREACTION VALVE 6"
1496 [F-02A-2901 02B A 1 Dry Pipe, Deluge and Preaction Valves WF-12 STAR
FUZ, FUZA, F- | W, Q,
1497 |F-02B-1001 02B A 1 Dry Pipe, Deluge and Preaction Valves FIRE DPD PREACTION VALVE 4" [STARR
F-UZ, F-UZA, F- 1 W, U, FIRE DPD PREACTION VALVE 6"
1498 [F-02B-2901 02B A 1 Dry Pipe, Deluge and Preaction Valves WF-12 STAR
1499 |F-03-1101 F-03 1 Post Indicator Valves FIRE POST INDICATOR PIV-1
1500 JF-03-1102 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-2
1501 |F-03-1103 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-3
1502 |F-03-1104 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-4
1503 |F-03-1105 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-5
1504 |F-03-1106 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-6
1505 |F-03-1107 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-7
1506 |F-03-1108 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-8
1507 JF-03-1109 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-9
1508 |F-03-1110 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-10
1509 JF-03-1111 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-11
1510 JF-03-1112 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-12
1511 |F-03-1113 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-13
1512 |F-03-1114 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-14
1513 |F-03-1115 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-15
1514 |F-03-1116 F-03 A 1 Post Indicator Valves FIRE POST INDICATOR PIV-16
FIRE SECTIUNAL VALVE FIV
1515 |F-03-1117 F-03 A 1 Post Indicator Valves TYPE SV-5
FIRE SECTIUNAL VALVE FIV
1516 [F-03-1118 F-03 A 1 Post Indicator Valves TYPE
FIRE SECTIUNAL VALVE FIV
1517 [F-03-1119 F-03 A 1 Post Indicator Valves TYPE
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F-04, F-04A, F- Fire Control Valves (4 in. or over) for Interior Water Distribution FIRE CONTROL VALVE 4" WF 3A

1518 |F-04-1001 04B M, Q, A 1 Systems FROM WF 3 CENTRAL
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1519 |F-04-1101 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-1
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1520 |F-04-1102 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-2
F-04, F-04A, - Fire Control Valves (4 in. or over) for Interior Water Distribution

1521 |F-04-1103 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-3
F-04, F-04A, - Fire Control Valves (4 in. or over) for Interior Water Distribution

1522 |F-04-1104 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-4
F-04, F-04A, - Fire Control Valves (4 in. or over) for Interior Water Distribution

1523 |F-04-1105 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-5
F-04, F-04A, - Fire Control Valves (4 in. or over) for Interior Water Distribution

1524 |F-04-1106 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-6
F-04, F-04A, - Fire Control Valves (4 in. or over) for Interior Water Distribution

1525 |F-04-1107 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-7
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1526 |F-04-1108 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-8
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1527 |F-04-1109 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-9
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1528 |F-04-1110 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-10
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1529 |F-04-1111 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-11
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1530 |F-04-1112 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-12
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1531 |F-04-1113 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-13
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1532 |F-04-1114 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-14
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1533 |F-04-1115 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-15
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1534 JF-04-1116 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-16
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE PIV TYPE

1535 [F-04-1117 04B M, Q, A 1 Systems SV-5
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F-U4, F-U4A, - Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE PIV TYPE

1536 [F-04-1118 04B M, Q, A 1 Systems SV-6
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE PIV TYPE

1537 [F-04-1119 04B M, Q, A 1 Systems SV-7
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1538 [|F-04-2901 04B M, Q, A 1 Systems FIRE CONTROL VALVE 6" WF-12 |KENNDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 6" WF-10A

1539 [F-04-401 04B M, Q, A 1 Systems FROM WF-10 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1540 [|F-04-402 04B M, Q, A 1 Systems FIRE CONTROL VALVE 6" WF 14A |CENTRAL
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 5" WF-9A

1541 |F-04-6401 04B M, Q, A 1 Systems FROM WF-9 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 5" WF-8A

1542 |F-04-6501 04B M, Q, A 1 Systems FROM WF-8 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 4" WF 3A

1543 |F-04A-1001 04B M, Q, A 1 Systems FROM WF 3 CENTRAL
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1544 |JF-04A-1101 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-1
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1545 |F-04A-1102 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-2
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1546 |F-04A-1103 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-3
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1547 |F-04A-1104 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-4
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1548 |F-04A-1105 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-5
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1549 |F-04A-1106 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-6
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1550 [F-04A-1107 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-7
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1551 |F-04A-1108 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-8
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1552 |F-04A-1109 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-9
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1553 |F-04A-1110 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-10
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F-U4, F-U4A, - Fire Control Valves (4 in. or over) for Interior Water Distributio

1554 JF-04A-1111 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-11
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1555 |JF-04A-1112 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-12
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1556 [JF-04A-1113 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-13
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1557 |F-04A-1114 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-14
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1558 [JF-04A-1115 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-15
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1559 |F-04A-1116 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV-16
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE PIV TYPE

1560 |F-04A-1117 04B M, Q, A 1 Systems SV-5
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1561 [JF-04A-1118 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV TYPE
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1562 [JF-04A-1119 04B M, Q, A 1 Systems FIRE CONTROL VALVE PIV TYPE
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1563 [JF-04A-2901 04B M, Q, A 1 Systems FIRE CONTROL VALVE 6" WF-12 |KENNDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 6" WF-10A

1564 JF-04A-401 04B M, Q, A 1 Systems FROM WF-10 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 6" WF 14A

1565 [F-04A-402 04B M, Q, A 1 Systems FROM 14 CENTRAL
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 5" WF-9A

1566 |F-04A-6401 04B M, Q, A 1 Systems FROM WF-9 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 5" WF-8A

1567 |F-04A-6501 04B M, Q, A 1 Systems FROM WF-8 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 4" WF 3A

1568 |F-04B-1001 04B M, Q, A 1 Systems FROM WF 3 CENTRAL
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1569 [JF-04B-2901 04B M, Q, A 1 Systems FIRE CONTROL VALVE 6" KENNDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 6" WF-10A

1570 |F-04B-401 04B M, Q, A 1 Systems FROM WF-10 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio

1571 |F-04B-402 04B M, Q, A 1 Systems FIRE CONTROL VALVE 6" WF 14A |CENTRAL

PAGE 60 of 185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT

OGDEN, UTAH
Equipment Preventive Maintenance & Certification/Testing
IRS FRE Certifical
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer
F-U4, F-U4A, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 5" WF-9A
1572 |F-04B-6401 04B M, Q, A 1 Systems FROM WF-9 KENNEDY
F-U4, F-UaA, F- Fire Control Valves (4 in. or over) for Interior Water Distributio FIRE CONTROL VALVE 5" WF-9B-
1573 |F-04B-6501 04B M, Q, A 1 Systems FROM WF-9 KENNEDY
1574 |F-08-3101 F-08, F-08A M, A 1 Fire Hose - 1.5in., Racked in Building: FIRE HOSE
1575 [F-10-1101 F-10 M 1 Fire Department Pumper Connections, Standpipe or Sprinkl CONNECTION
1576 |JF-11-2601 F-11 Q 1 Fire Doors, Stairwells and Exitways, Swingin FIRE DOOR SWINGING
1577 |F-11-2602 F-11 Q 1 Fire Doors, Stairwells and Exitways, Swingin FIRE DOOR SWINGING
1578 |F-11-2603 F-11 Q 1 Fire Doors, Stairwells and Exitways, Swingin FIRE DOOR SWINGING
1579 |F-11-2604 F-11 Q 1 Fire Doors, Stairwells and Exitways, Swingin FIRE DOOR SWINGING
1580 [F-11-501 F-11 Q 1 Fire Doors, Stairwells and Exitways, Swingin FIRE DOORS CURRIES
1581 |F-11-601 F-11 Q 1 Fire Doors, Stairwells and _Exitways, Swingin FIRE DOOR SWINGING W CPR1__|MEGA FIRE DOOR
1582 [F-11-801 F-11 Q 1 Fire Doors, Stairwells and Exitways, Swingin FIRE DOOR SWINGING
FYRGARD
RICHMOND FIRE
1583 |F-12-1002 F-12 Q 1 Fire Doors, Sliding and Vertical Rolling FIRE DOOR SLIDING WHW DOOR CO
FYRGARD
RICHMOND FIRE
1584 |F-12-1003 F-12 Q 1 Fire Doors, Sliding and Vertical Rolling FIRE DOOR SLIDING DOOR CO
1585 [F-12-201 F-12 Q 1 Fire Doors, Sliding and Vertical Rollin FIRE DOOR ROLL BLR
FYRGARD
RICHMOND FIRE
1586 [F-12-601 F-12 Q 1 Fire Doors, Sliding and Vertical Rolling FIRE DOOR SLIDING E CPR1 DOOR CO
1587 [JF-13-6X01 F-13 Q 1 Fire Supervisory Signals, Testing FIRE SUPV SIGNAL TEST
1588 [F-13-6X02 F-13 Q 1 Fire Supervisory Signals, Testing FIRE SUPV SIGNAL TEST
1589 [F-13-6X03 F-13 Q 1 Fire Supervisory Signals, Testing FIRE SUPV SIGNAL TEST
1590 [F-13-6X04 F-13 Q 1 Fire Supervisory Signals, Testing FIRE SUPV SIGNAL TEST
AFP&C DUCLH SMURE
1591 [F-14-1008 F-14 A 1 Automatic Fire Detection, Smoke Detectors AUTO FIRE DETECTOR SMOKE |DETECTOR
AFP&C DULH SVMIURE
1592 [F-14-1009 F-14 A 1 Automatic Fire Detection, Smoke Detectors AUTO FIRE DETECTION SMOKE |DETECTOR
FIRE AUTU DETEC TTUN SMURE
1593 [F-14-2901 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETEC TTUN SMURE
1594 [F-14-2902 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETEC TTUN SMURE
1595 [F-14-2903 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
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1596 |F-14-2904 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1597 |F-14-2905 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1598 |F-14-2906 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1599 |F-14-2907 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1600 |F-14-2908 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1601 JF-14-2909 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1602 |F-14-2910 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1603 |F-14-2911 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1604 |F-14-2912 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1605 |F-14-2913 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1606 |F-14-2914 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1607 |F-14-2915 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1608 |F-14-2916 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH
FIRE AUTU DETECTIUON SVMIUKE

1609 |F-14-2917 F-14 A 1 Automatic Fire Detection, Smoke Detectors UPS2 NORTH

1610 JF-14-3101 F-14 A 1 Automatic Fire Detection, Smoke Detector SMOKE DET/CONTROL SYS. RF-1[PYR-A-LARM

1611 |F-14-3102 F-14 A 1 Automatic Fire Detection, Smoke Detector SMOKE DET/CONTROL SYS. RF-8|AP&C
SIVIURKE DET/CUNTRUL SYS. RF-

1612 |F-14-3103 F-14 A 1 Automatic Fire Detection, Smoke Detectors 4A PYR-A-LARM
SIVIURKE DET/CUNTRUL 3YS RF-

1613 |F-14-3105 F-14 A 1 Automatic Fire Detection, Smoke Detectors 3B PYR-A-LARM

1614 |F-14-3201 F-14 A 1 Automatic Fire Detection, Smoke Detector SMOKE DET/CONTROL SYS RF-2 [PYR-A-LARM
SIVIURKE DET/CUNTRUL 3YS RF-

1615 |F-14-3202 F-14 A 1 Automatic Fire Detection, Smoke Detectors 5A PYR-A-LARM
SIVIURKE DECT./CUNTRUL SYS. RF

1616 |F-14-3301 F-14 A 1 Automatic Fire Detection, Smoke Detectors 7A UNKNOWN
SIVIURKE DECT./CUNTRUL SYS. RF

1617 |F-14-3401 F-14 A 1 Automatic Fire Detection, Smoke Detectors 6 UNKNOWN
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1618 [F-14-3501 F-14 A 1 Automatic Fire Detection, Smoke Detectors 101 UNKNOWN
SMIURKE DECT./CUNTRUL 3YS. R

1619 [F-14-3601 F-14 A 1 Automatic Fire Detection, Smoke Detectors 103 UNKNOWN
SMIURKE DECT./CUNTRUL 3YS. R

1620 [F-14-3701 F-14 A 1 Automatic Fire Detection, Smoke Detectors 105 UNKNOWN
SMIURKE DECT./CUNTRUL 3YS. R

1621 [F-14-3801 F-14 A 1 Automatic Fire Detection, Smoke Detectors 107&108 UNKNOWN

1622 [F-14-4001 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1623 [F-14-4002 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1624 [F-14-4003 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1625 [F-14-4004 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1626 [F-14-4005 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1627 [F-14-4006 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1628 [F-14-4007 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1629 [F-14-4008 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1630 [F-14-4009 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1631 [F-14-4010 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1632 [F-14-4011 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1633 [F-14-4012 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1634 [F-14-4013 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1635 [F-14-4014 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1636 [F-14-4015 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1637 [F-14-4016 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1638 [F-14-4017 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1639 [F-14-4018 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1640 [F-14-4019 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1641 [F-14-4020 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1642 [F-14-4021 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1643 [F-14-4022 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1644 [F-14-4023 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1645 [F-14-4024 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1646 [F-14-4025 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

1647 [F-14-4026 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1648 |F-14-4027 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1649 [F-14-4028 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1650 [F-14-4029 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1651 [F-14-4030 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1652 [F-14-4031 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1653 [F-14-4032 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1654 [F-14-4033 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1655 [F-14-4034 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1656 [F-14-4035 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1657 [F-14-4036 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1658 [F-14-4037 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1659 [F-14-4038 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1660 [F-14-4039 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1661 [F-14-4040 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1662 [F-14-4041 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1663 [F-14-4042 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1664 [F-14-4043 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [0742
1665 [F-14-4044 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1666 [F-14-4045 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1667 [F-14-4046 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1668 [F-14-4047 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1669 [F-14-4048 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1670 [F-14-4049 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1671 [F-14-4050 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1672 [F-14-4051 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1673 [F-14-4052 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1674 [|F-14-4053 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1675 [F-14-4054 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1676 [F-14-4055 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1677 [|F-14-4056 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1678 [F-14-4057 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1679 [F-14-4058 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1680  |F-14-4059 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1681 [F-14-4060 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1682 [F-14-4061 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1683 [F-14-4062 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1684 [F-14-4063 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1685 [F-14-4064 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1686 [F-14-4065 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1687 [F-14-4066 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1688 [F-14-4067 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1689 [F-14-4068 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1690 [F-14-4069 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1691 [F-14-4070 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1692 [F-14-4071 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1693 [F-14-4072 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1694 [F-14-4073 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1695 [F-14-4074 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1696 [F-14-4075 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1697 [F-14-4076 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1698 [F-14-4077 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1699 [F-14-4078 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1700 [F-14-4079 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1701 [F-14-4080 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1702 [F-14-4081 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1703 [F-14-4082 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1704 [F-14-4083 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1705 [F-14-4084 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1706 [F-14-4085 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1707 [|F-14-4086 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1708 [F-14-4087 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1709 [F-14-4088 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1710 [F-14-4089 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1711 [F-14-4090 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1712 |F-14-4091 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE |EST
1713 [|F-14-4092 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1714 |F-14-4093 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1715 [F-14-4094 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1716 [F-14-4095 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1717 |F-14-4096 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1718 [F-14-4097 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1719 [F-14-4098 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1720 [F-14-4099 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1721 [F-14-4100 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1722 [F-14-4101 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1723 [|F-14-4102 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1724 |F-14-4103 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1725 [|F-14-4104 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1726 [F-14-4105 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1727 |F-14-4106 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1728 [|F-14-4107 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1729 [F-14-4108 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1730 [F-14-4109 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1731 |F-14-4110 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1732 [F-14-4111 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1733 [F-14-4112 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1734 |F-14-4113 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1735 [F-14-4114 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1736 [F-14-4115 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1737 [|F-14-4116 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1738 [F-14-4117 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1739 [F-14-4118 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1740 [F-14-4119 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1741 [F-14-4120 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1742 [F-14-4121 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1743 |F-14-4122 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1744 |F-14-4123 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE |EST
1745 [F-14-4124 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1746 [F-14-4125 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1747 |F-14-4126 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1748 |F-14-4127 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1749 [|F-14-4128 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1750 [F-14-4129 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1751 [F-14-4130 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1752 [F-14-4131 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1753 [|F-14-4132 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1754 [|F-14-4133 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1755 [F-14-4134 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1756 [F-14-4135 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1757 [|F-14-4136 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1758 [F-14-4137 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1759 [F-14-4138 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE |[EDWARDS
1760 [F-14-4139 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1761 [F-14-4140 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1762 [F-14-4141 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1763 [F-14-4142 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1764 [F-14-4143 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1765 [F-14-4144 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1766 [F-14-4145 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1767 [|F-14-4146 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1768 [F-14-4147 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1769 [F-14-4148 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1770 [F-14-4149 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1771 [|F-14-4150 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1772 |F-14-4151 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1773 |F-14-4152 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1774 |F-14-4153 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1775 |F-14-4154 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1776 |F-14-4155 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE |EST
1777 |F-14-4157 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1778 |F-14-4158 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1779 [F-14-4159 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1780 [F-14-4160 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1781 [F-14-4161 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1782 [|F-14-4162 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1783 [F-14-4163 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1784 [|F-14-4164 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1785 [F-14-4165 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1786 [F-14-4166 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1787 [|F-14-4167 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1788 [|F-14-4168 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1789 [F-14-4170 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1790 [F-14-4171 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1791 [F-14-4172 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1792 [|F-14-4173 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1793 [F-14-4174 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1794 [|F-14-4175 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1795 [F-14-4176 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1796 [F-14-4177 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1797 [|F-14-4178 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1798 [F-14-4179 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1799 [F-14-4180 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1800 [F-14-4181 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1801 [F-14-4182 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1802 [F-14-4183 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1803 [F-14-4184 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1804 [F-14-4185 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1805 [F-14-4186 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1806 [F-14-4187 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1807 [F-14-4188 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1608 |F-14-4189 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1809 [F-14-4190 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1810 [F-14-4191 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1811 [F-14-4192 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1812 [F-14-4193 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1813 [F-14-4194 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1814 [F-14-4195 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1815 [F-14-4196 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1816 [F-14-4197 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1817 [F-14-4198 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1818 [F-14-4200 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1819 [F-14-4201 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1820 [F-14-4202 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1821 [F-14-4203 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1822 [F-14-4204 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1823 [F-14-4205 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1824 [F-14-4206 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1825 [F-14-4207 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1826 [F-14-4208 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1827 [F-14-4209 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1828 [F-14-4210 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1829 [F-14-4211 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1830 [F-14-4212 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1831 [F-14-4213 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1832 [F-14-4214 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1833 [F-14-4215 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1834 [F-14-4216 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1835 [F-14-4217 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1836 [F-14-4218 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1837 [F-14-4219 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1838 [F-14-4220 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1839 [F-14-4221 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1640 |F-14-4222 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1841 [F-14-4223 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1842 [F-14-4224 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1843 [F-14-4225 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1844 [F-14-4226 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1845 [F-14-4227 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1846 [F-14-4228 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1847 [F-14-4229 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1848 [F-14-4230 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1849 [F-14-4231 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1850 [F-14-4232 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1851 [F-14-4233 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1852 [F-14-4234 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1853 [F-14-4235 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1854 [F-14-4236 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1855 [F-14-4237 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1856 [F-14-4238 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1857 [F-14-4239 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1858 [F-14-4240 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1859 [F-14-4241 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1860 [F-14-4242 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1861 [F-14-4243 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1862 [F-14-4244 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1863 [F-14-4245 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1864 [F-14-4246 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1865 [F-14-4247 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1866 [F-14-4248 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1867 [F-14-4249 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1868 [F-14-4250 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1869 [F-14-4251 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1870 [F-14-4252 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1871 [F-14-4253 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1872 [|F-14-4254 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE |EST
1873 [|F-14-4255 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1874 [|F-14-4256 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1875 [F-14-4257 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1876 [F-14-4258 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1877 [|F-14-4259 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1878 [F-14-4260 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1879 [F-14-4261 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1880 [F-14-4262 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1881 [F-14-4263 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1882 [F-14-4264 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1883 [F-14-4265 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1884 [F-14-4266 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1885 [F-14-4267 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1886 [F-14-4268 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1887 [F-14-4269 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1888 [F-14-4270 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1889 [F-14-4271 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1890 [F-14-4272 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1891 [F-14-4273 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1892 [F-14-4274 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1893 [F-14-4275 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1894 [F-14-4276 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1895 [F-14-4277 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1896 [F-14-4278 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1897 [F-14-4279 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1898 [F-14-4280 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1899 [F-14-4281 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1900 [F-14-4282 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1901 [F-14-4283 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1902 [F-14-4284 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1903 [F-14-4285 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1904 |F-14-4286 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1905 [F-14-4287 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1906 [F-14-4288 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1907 [F-14-4289 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1908 [F-14-4291 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1909 [F-14-4292 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1910 [F-14-4293 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1911 [F-14-4294 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1912 [F-14-4295 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1913 [F-14-4296 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1914 [F-14-4297 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1915 [F-14-4298 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1916 [F-14-4299 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1917 [F-14-4300 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1918 [F-14-4301 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1919 [F-14-4302 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1920 [F-14-4303 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1921 [F-14-4304 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1922 [|F-14-4305 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1923 [F-14-4306 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1924 |F-14-4307 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1925 [F-14-4308 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1926 [F-14-4309 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1927 [F-14-4310 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1928 [F-14-4311 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1929 [F-14-4312 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1930 [F-14-4313 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1931 [F-14-4315 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1932 [F-14-4316 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1933 [F-14-4317 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1934 [F-14-4318 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1935 [F-14-4319 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1936 |F-14-4320 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1937 [F-14-4321 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1938 [F-14-4322 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1939 [F-14-4323 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1940 [F-14-4324 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1941 [F-14-4325 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1942 [|F-14-4326 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1943 [|F-14-4327 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1944 |F-14-4328 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1945 [F-14-4330 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1946 [F-14-4332 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1947 [|F-14-4333 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1948 [F-14-4334 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1949 [F-14-4336 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1950 [F-14-4337 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1951 [F-14-4338 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1952 [F-14-4339 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1953 [F-14-5001 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1954 [F-14-5002 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1955 [F-14-5003 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1956 [F-14-5004 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1957 [F-14-5005 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1958 [F-14-5006 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1959 [F-14-5007 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1960 [F-14-5008 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1961 [F-14-5009 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1962 [F-14-5010 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1963 [F-14-5011 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1964 [F-14-5012 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1965 [F-14-5013 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1966 [F-14-5014 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1967 [F-14-5015 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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1968 [|F-14-5016 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1969 [F-14-5017 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1970 [F-14-5018 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1971 [F-14-5019 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1972 [|F-14-5020 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1973 [F-14-5021 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1974 [|F-14-5022 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1975 [F-14-5023 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1976 [F-14-5024 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1977 [|F-14-5025 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1978 [F-14-5026 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1979 [F-14-5027 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1980 [F-14-5028 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1981 [F-14-5029 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1982 [F-14-5030 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1983 [F-14-5031 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1984 [F-14-5032 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1985 [F-14-5033 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1986 [F-14-5034 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1987 [F-14-5035 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1988 [F-14-5036 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1989 [F-14-5037 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1990 [F-14-5038 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1991 [F-14-5039 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1992 [F-14-5040 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1993 [F-14-5041 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1994 [F-14-61001 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1995 [F-14-61002 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1996 [F-14-61003 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1997 [F-14-61004 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1998 [F-14-61005 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
1999 [F-14-61006 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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2000 |F-14-61007 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2001 [F-14-61008 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2002 [F-14-61009 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2003 [F-14-61010 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2004 [F-14-61011 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2005 [F-14-61012 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2006 [F-14-61013 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2007 [F-14-61014 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2008 [F-14-61015 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2009 [F-14-61016 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2010 [F-14-61017 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2011 [F-14-61018 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2012 [|F-14-61019 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2013 [F-14-61020 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2014 [F-14-61021 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2015 [F-14-61022 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2016 [F-14-61023 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2017 [|F-14-61024 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2018 [F-14-61025 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2019 [F-14-61026 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2020 [F-14-61027 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2021 [|F-14-61028 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2022 |F-14-61029 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2023 [F-14-61030 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2024 [F-14-61031 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2025 [F-14-61032 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2026 [F-14-61033 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2027 |F-14-61034 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2028 [F-14-61035 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2029 [F-14-61036 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2030 [F-14-61037 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2031 [F-14-61038 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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2032 |F-14-61039 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2033 [F-14-61040 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2034 [F-14-6302 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2035 [F-14-6303 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2036 [F-14-6304 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2037 [F-14-6305 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2038 [F-14-6306 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2039 [F-14-6307 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2040 [F-14-6308 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2041 [F-14-6309 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2042 [F-14-6310 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2043 [F-14-6311 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2044 [F-14-6312 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2045 [F-14-6313 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2046 [F-14-6314 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2047 [F-14-6315 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2048 [F-14-6316 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2049 [F-14-6317 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2050 [F-14-6318 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2051 [F-14-6319 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2052 [F-14-6320 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2053 [F-14-6321 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2054 [F-14-6322 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2055 [F-14-6323 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2056 [F-14-6324 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2057 [F-14-6325 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2058 [F-14-6326 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2059 [F-14-6327 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2060 [F-14-6328 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2061 [F-14-6329 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2062 [F-14-6330 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2063 [F-14-6331 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
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2064 |F-14-6332 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2065 |F-14-6333 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST

PAGE 77 of 185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT
OGDEN, UTAH

Equipment Preventive Maintenance & Certification/Testing

IRS FRE Certifical
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer
2066 |F-14-6334 F-14 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2067 [F-14-6335 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2068 [F-14-6336 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2069 [F-14-6337 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2070 [F-14-6338 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2071 [F-14-6339 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2072 [|F-14-6340 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2073 [F-14-6341 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2074 |F-14-6342 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2075 [F-14-6343 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2076 [F-14-6344 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2077 |F-14-6345 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2078 [F-14-6346 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2079 [F-14-6347 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2080 [F-14-6348 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2081 [F-14-6349 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2082 [F-14-6350 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2083 [F-14-6351 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2084 [F-14-6352 F-14 A 1 Automatic Fire Detection, Smoke Detector AUTO FIRE DETECTOR CPR3 ION|EST
2085 [F-14-6401 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2086 [F-14-6402 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2087 [F-14-6403 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2088 [F-14-6404 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2089 [F-14-6405 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2090 [F-14-6406 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2091 [F-14-6407 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2092 [F-14-6408 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2093 [F-14-6409 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2094 [F-14-6410 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2095 [F-14-6411 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2096 [F-14-6412 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2097 [F-14-6413 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
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2008 |F-14-6414 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE _|PYROTRONICS
2099 [F-14-6415 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2100 [F-14-6416 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2101 [F-14-6417 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2102 [F-14-6418 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2103 [F-14-6419 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2104 [F-14-6420 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2105 [F-14-6421 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2106 [F-14-6422 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2107 [F-14-6423 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2108 [F-14-6424 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2109 [F-14-6425 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2110 [F-14-6426 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2111 [F-14-6427 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2112 [|F-14-6428 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2113 [F-14-6429 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2114 [F-14-6430 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2115 [F-14-6431 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2116 [F-14-6432 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2117 [|F-14-6433 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2118 [F-14-6434 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2119 [F-14-6435 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2120 [F-14-6436 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2121 [|F-14-6437 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2122 |F-14-6438 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2123 [|F-14-6439 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2124 |F-14-6440 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2125 [F-14-6441 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2126 [F-14-6442 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2127 |F-14-6443 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2128 [F-14-6444 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2129 [F-14-6445 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
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2130 |F-14-6446 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE _|PYROTRONICS
2131 [F-14-6447 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2132 [|F-14-6448 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2133 [F-14-6449 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2134 [|F-14-6450 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2135 [F-14-6451 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2136 [F-14-6452 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2137 [|F-14-6453 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2138 [F-14-6454 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2139 [F-14-6455 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2140 [F-14-6456 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2141 [F-14-6457 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2142 |F-14-6458 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2143 |F-14-6459 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2144 |F-14-6460 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2145 [F-14-6461 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2146 [F-14-6462 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE
2147 |F-14-6463 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE
2148 [|F-14-6464 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2149 [F-14-6465 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2150 [F-14-6466 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2151 [F-14-6467 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2152 [|F-14-6468 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2153 [F-14-6469 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2154 [F-14-6470 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2155 [F-14-6471 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2156 [F-14-6472 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS

AUTU FIRE DETECTUR CFR4 TUN
2157 |F-14-6473 F-14 A 1 Automatic Fire Detection, Smoke Detectors 72

AUTU FIRE DETECTUR CFR4 TUN
2158 [|F-14-6480 F-14 A 1 Automatic Fire Detection, Smoke Detectors 79

AUTU FIRE DETECTUR CFRO TUN
2159 [F-14-6502 F-14 A 1 Automatic Fire Detection, Smoke Detectors 1
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2160 |F-14-6503 F-14 A 1 Automatic Fire Detection, Smoke Detectors 2

AUTU FIRE DETECTUR CFRO TUN
2161 |F-14-6504 F-14 A 1 Automatic Fire Detection, Smoke Detectors 3

AUTU FIRE DETECLCTUR CFRO TUN
2162 |F-14-6505 F-14 A 1 Automatic Fire Detection, Smoke Detectors 4

AUTU FIRE DETECLCTUR CFRO TUN
2163 |F-14-6506 F-14 A 1 Automatic Fire Detection, Smoke Detectors 5

AUTU FIRE DETECLCTUR CFRO TUN
2164 |F-14-6507 F-14 A 1 Automatic Fire Detection, Smoke Detectors 6

AUTU FIRE DETECLCTUR CFRO TUN
2165 |F-14-6508 F-14 A 1 Automatic Fire Detection, Smoke Detectors 7

AUTU FIRE DETECLCTUR CFRO TUN
2166 |F-14-6509 F-14 A 1 Automatic Fire Detection, Smoke Detectors 8

AUTU FIRE DETECTUR CFRO TUN
2167 |F-14-6510 F-14 A 1 Automatic Fire Detection, Smoke Detectors 9

AUTU FIRE DETECTUR CFRO TUN
2168 |F-14-6511 F-14 A 1 Automatic Fire Detection, Smoke Detectors 10

AUTU FIRE DETECTUR CFRO TUN
2169 |F-14-6512 F-14 A 1 Automatic Fire Detection, Smoke Detectors 11

AUTU FIRE DETECTUR CFRO TUN
2170 |F-14-6513 F-14 A 1 Automatic Fire Detection, Smoke Detectors 12

AUTU FIRE DETECTUR CFRO TUN
2171 |F-14-6514 F-14 A 1 Automatic Fire Detection, Smoke Detectors 13

AUTU FIRE DETELCTUR CFRO TUN
2172 |F-14-6515 F-14 A 1 Automatic Fire Detection, Smoke Detectors 14

AUTU FIRE DETECTUR CFRO TUN
2173 |F-14-6516 F-14 A 1 Automatic Fire Detection, Smoke Detectors 15

AUTU FIRE DETECLCTUR CFRO TUN
2174 |F-14-6517 F-14 A 1 Automatic Fire Detection, Smoke Detectors 16

AUTU FIRE DETECTUR CFRO TUN
2175 |F-14-6518 F-14 A 1 Automatic Fire Detection, Smoke Detectors 17

AUTU FIRE DETECLCTUR CFRO TUN
2176 |F-14-6519 F-14 A 1 Automatic Fire Detection, Smoke Detectors 18

AUTU FIRE DETECLCTUR CFRO TUN
2177 |F-14-6520 F-14 A 1 Automatic Fire Detection, Smoke Detectors 19

AUTU FIRE DETELCTUR CFRO TUN
2178 |F-14-6521 F-14 A 1 Automatic Fire Detection, Smoke Detectors 20

AUTU FIRE DETELCTUR CFRO TUN
2179 |F-14-6522 F-14 A 1 Automatic Fire Detection, Smoke Detectors 21

AUTU FIRE DETELCTUR CFRO TUN
2180 |F-14-6523 F-14 A 1 Automatic Fire Detection, Smoke Detectors 22
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2181 |F-14-6524 F-14 A 1 Automatic Fire Detection, Smoke Detectors 23

AUTU FIRE DETECTUR CFRO TUN
2182 |F-14-6525 F-14 A 1 Automatic Fire Detection, Smoke Detectors 24

AUTU FIRE DETECLCTUR CFRO TUN
2183 |F-14-6526 F-14 A 1 Automatic Fire Detection, Smoke Detectors 25

AUTU FIRE DETECLCTUR CFRO TUN
2184 |F-14-6527 F-14 A 1 Automatic Fire Detection, Smoke Detectors 26

AUTU FIRE DETECLCTUR CFRO TUN
2185 |F-14-6528 F-14 A 1 Automatic Fire Detection, Smoke Detectors 27

AUTU FIRE DETECLCTUR CFRO TUN
2186 |F-14-6529 F-14 A 1 Automatic Fire Detection, Smoke Detectors 28

AUTU FIRE DETECLCTUR CFRO TUN
2187 |F-14-6530 F-14 A 1 Automatic Fire Detection, Smoke Detectors 29

AUTU FIRE DETECTUR CFRO TUN
2188 |F-14-6531 F-14 A 1 Automatic Fire Detection, Smoke Detectors 30

AUTU FIRE DETECTUR CFRO TUN
2189 |F-14-6532 F-14 A 1 Automatic Fire Detection, Smoke Detectors 31

AUTU FIRE DETECTUR CFRO TUN
2190 |F-14-6533 F-14 A 1 Automatic Fire Detection, Smoke Detectors 32

AUTU FIRE DETECTUR CFRO TUN
2191 |F-14-6534 F-14 A 1 Automatic Fire Detection, Smoke Detectors 33

AUTU FIRE DETECTUR CFRO TUN
2192 |F-14-6535 F-14 A 1 Automatic Fire Detection, Smoke Detectors 34

AUTU FIRE DETELCTUR CFRO TUN
2193 |F-14-6536 F-14 A 1 Automatic Fire Detection, Smoke Detectors 35

AUTU FIRE DETECTUR CFRO TUN
2194 |F-14-6537 F-14 A 1 Automatic Fire Detection, Smoke Detectors 36

AUTU FIRE DETECLCTUR CFRO TUN
2195 |F-14-6538 F-14 A 1 Automatic Fire Detection, Smoke Detectors 37

AUTU FIRE DETECTUR CFRO TUN
2196 |F-14-6539 F-14 A 1 Automatic Fire Detection, Smoke Detectors 38

AUTU FIRE DETECLCTUR CFRO TUN
2197 |F-14-6540 F-14 A 1 Automatic Fire Detection, Smoke Detectors 39

AUTU FIRE DETECLCTUR CFRO TUN
2198 |F-14-6541 F-14 A 1 Automatic Fire Detection, Smoke Detectors 40

AUTU FIRE DETELCTUR CFRO TUN
2199 |F-14-6542 F-14 A 1 Automatic Fire Detection, Smoke Detectors 41

AUTU FIRE DETELCTUR CFRO TUN
2200 |F-14-6543 F-14 A 1 Automatic Fire Detection, Smoke Detectors 42

AUTU FIRE DETELCTUR CFRO TUN
2201 |F-14-6544 F-14 A 1 Automatic Fire Detection, Smoke Detectors 43
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2202 |F-14-6545 F-14 A 1 Automatic Fire Detection, Smoke Detectors 44

AUTU FIRE DETECTUR CFRO TUN
2203 |F-14-6546 F-14 A 1 Automatic Fire Detection, Smoke Detectors 45

AUTU FIRE DETECLCTUR CFRO TUN
2204 |F-14-6547 F-14 A 1 Automatic Fire Detection, Smoke Detectors 46

AUTU FIRE DETECLCTUR CFRO TUN
2205 |F-14-6548 F-14 A 1 Automatic Fire Detection, Smoke Detectors 47

AUTU FIRE DETECLCTUR CFRO TUN
2206 |F-14-6549 F-14 A 1 Automatic Fire Detection, Smoke Detectors 48

AUTU FIRE DETECLCTUR CFRO TUN
2207 |F-14-6550 F-14 A 1 Automatic Fire Detection, Smoke Detectors 49

AUTU FIRE DETECLCTUR CFRO TUN
2208 |F-14-6551 F-14 A 1 Automatic Fire Detection, Smoke Detectors 50

AUTU FIRE DETECTUR CFRO TUN
2209 |F-14-6552 F-14 A 1 Automatic Fire Detection, Smoke Detectors 51

AUTU FIRE DETECTUR CFRO TUN
2210 |F-14-6553 F-14 A 1 Automatic Fire Detection, Smoke Detectors 52

AUTU FIRE DETECTUR CFR4 TUN
2211 |F-14-6554 F-14 A 1 Automatic Fire Detection, Smoke Detectors 53

AUTU FIRE DETECTUR CFRO TUN
2212 |F-14-6555 F-14 A 1 Automatic Fire Detection, Smoke Detectors 54

AUTU FIRE DETECTUR CFRO TUN
2213 |F-14-6601 F-14 A 1 Automatic Fire Detection, Smoke Detectors 1

AUTU FIRE DETECLCTUR CFRO TUN
2214 |F-14-6602 F-14 A 1 Automatic Fire Detection, Smoke Detectors 2

AUTU FIRE DETECTUR CFRO TUN
2215 |F-14-6603 F-14 A 1 Automatic Fire Detection, Smoke Detectors 3

AUTU FIRE DETECTUR CFRO TUN
2216 |F-14-6604 F-14 A 1 Automatic Fire Detection, Smoke Detectors 4

AUTU FIRE DETECTUR CFRO TUN
2217 |F-14-6605 F-14 A 1 Automatic Fire Detection, Smoke Detectors 5

AUTU FIRE DETECTUR CFRO TUN
2218 |F-14-6606 F-14 A 1 Automatic Fire Detection, Smoke Detectors 6

AUTU FIRE DETECTUR CFRO TUN
2219 |F-14-6607 F-14 A 1 Automatic Fire Detection, Smoke Detectors 7

AUTU FIRE DETECLCTUR CFRO TUN
2220 |F-14-6608 F-14 A 1 Automatic Fire Detection, Smoke Detectors 8

AUTU FIRE DETECTUR CFRO TUN
2221 |F-14-6609 F-14 A 1 Automatic Fire Detection, Smoke Detectors 9

AUTU FIRE DETECLCTUR CFRO TUN
2222 |F-14-6610 F-14 A 1 Automatic Fire Detection, Smoke Detectors 10
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2223 |F-14-6611 F-14 A 1 Automatic Fire Detection, Smoke Detectors 11

AUTU FIRE DETECTUR CFRO TUN
2224 |F-14-6612 F-14 A 1 Automatic Fire Detection, Smoke Detectors 12

AUTU FIRE DETECTUR CFRO TUN
2225 |F-14-6613 F-14 A 1 Automatic Fire Detection, Smoke Detectors 13

AUTU FIRE DETECTUR CFRO TUN
2226 |F-14-6614 F-14 A 1 Automatic Fire Detection, Smoke Detectors 14

AUTU FIRE DETECTUR CFRO TUN
2227 |F-14-6615 F-14 A 1 Automatic Fire Detection, Smoke Detectors 15

AUTU FIRE DETECTUR CFRO TUN
2228 |F-14-6616 F-14 A 1 Automatic Fire Detection, Smoke Detectors 16

AUTU FIRE DETECTUR CFRO TUN
2229 |F-14-6617 F-14 A 1 Automatic Fire Detection, Smoke Detectors 17

AUTU FIRE DETECTUR CFRO TUN
2230 |F-14-6618 F-14 A 1 Automatic Fire Detection, Smoke Detectors 18

AUTU FIRE DETECLCTUR CFRO TUN
2231 |F-14-6619 F-14 A 1 Automatic Fire Detection, Smoke Detectors 19

AUTU FIRE DETECTUR CFRO TUN
2232 |F-14-6620 F-14 A 1 Automatic Fire Detection, Smoke Detectors 20

AUTU FIRE DETECLCTUR CFRO TUN
2233 |F-14-6621 F-14 A 1 Automatic Fire Detection, Smoke Detectors 21

AUTU FIRE DETECTUR CFRO TUN
2234 |F-14-6622 F-14 A 1 Automatic Fire Detection, Smoke Detectors 22

AUTU FIRE DETECLCTUR CFRO TUN
2235 |F-14-6623 F-14 A 1 Automatic Fire Detection, Smoke Detectors 23

AUTU FIRE DETECTUR CFRO TUN
2236 |F-14-6624 F-14 A 1 Automatic Fire Detection, Smoke Detectors 24

AUTU FIRE DETECTUR CFRO TUN
2237 |F-14-6625 F-14 A 1 Automatic Fire Detection, Smoke Detectors 25

AUTU FIRE DETECTUR CFRO TUN
2238 |F-14-6626 F-14 A 1 Automatic Fire Detection, Smoke Detectors 26

AUTU FIRE DETECTUR CFRO TUN
2239 |F-14-6627 F-14 A 1 Automatic Fire Detection, Smoke Detectors 27

AUTU FIRE DETECTUR CFRO TUN
2240 |F-14-6628 F-14 A 1 Automatic Fire Detection, Smoke Detectors 28

AUTU FIRE DETECLCTUR CFRO TUN
2241 |F-14-6629 F-14 A 1 Automatic Fire Detection, Smoke Detectors 29

AUTU FIRE DETECTUR CFRO TUN
2242 |F-14-6630 F-14 A 1 Automatic Fire Detection, Smoke Detectors 30

AUTU FIRE DETECLCTUR CFRO TUN
2243 |F-14-6631 F-14 A 1 Automatic Fire Detection, Smoke Detectors 31
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2244 |F-14-6632 F-14 A 1 Automatic Fire Detection, Smoke Detectors 32

AUTU FIRE DETECTUR CFRO TUN
2245 |F-14-6633 F-14 A 1 Automatic Fire Detection, Smoke Detectors 33

AUTU FIRE DETECTUR CFRO TUN
2246 |F-14-6634 F-14 A 1 Automatic Fire Detection, Smoke Detectors 34

AUTU FIRE DETECTUR CFRO TUN
2247 |F-14-6635 F-14 A 1 Automatic Fire Detection, Smoke Detectors 35

AUTU FIRE DETECTUR CFRO TUN
2248 |F-14-6636 F-14 A 1 Automatic Fire Detection, Smoke Detectors 36

AUTU FIRE DETECTUR CFRO TUN
2249 |F-14-6637 F-14 A 1 Automatic Fire Detection, Smoke Detectors 37

AUTU FIRE DETECTUR CFRO TUN
2250 |F-14-6638 F-14 A 1 Automatic Fire Detection, Smoke Detectors 38

AUTU FIRE DETECTUR CFRO TUN
2251 |F-14-6639 F-14 A 1 Automatic Fire Detection, Smoke Detectors 39

AUTU FIRE DETECLCTUR CFRO TUN
2252 |F-14-6640 F-14 A 1 Automatic Fire Detection, Smoke Detectors 40

AUTU FIRE DETECTUR CFRO TUN
2253 |F-14-6641 F-14 A 1 Automatic Fire Detection, Smoke Detectors 41

AUTU FIRE DETECLCTUR CFRO TUN
2254 |F-14-6642 F-14 A 1 Automatic Fire Detection, Smoke Detectors 42

AUTU FIRE DETECTUR CFRO TUN
2255 |F-14-6643 F-14 A 1 Automatic Fire Detection, Smoke Detectors 43

AUTU FIRE DETECLCTUR CFRO TUN
2256 |F-14-6644 F-14 A 1 Automatic Fire Detection, Smoke Detectors 44

AUTU FIRE DETECTUR CFRO TUN
2257 |F-14-6645 F-14 A 1 Automatic Fire Detection, Smoke Detectors 45

AUTU FIRE DETECTUR CFRO TUN
2258 |F-14-6646 F-14 A 1 Automatic Fire Detection, Smoke Detectors 46

AUTU FIRE DETECTUR CFRO TUN
2259 |F-14-6647 F-14 A 1 Automatic Fire Detection, Smoke Detectors 47

AUTU FIRE DETECTUR CFRO TUN
2260 |F-14-6648 F-14 A 1 Automatic Fire Detection, Smoke Detectors 48

AUTU FIRE DETECTUR CFRO TUN
2261 |F-14-6649 F-14 A 1 Automatic Fire Detection, Smoke Detectors 49

AUTU FIRE DETECLCTUR CFRO TUN
2262 |F-14-6650 F-14 A 1 Automatic Fire Detection, Smoke Detectors 50

AUTU FIRE DETECTUR CFRO TUN
2263 |F-14-6651 F-14 A 1 Automatic Fire Detection, Smoke Detectors 51

AUTU FIRE DETECLCTUR CFRO TUN
2264 |F-14-6652 F-14 A 1 Automatic Fire Detection, Smoke Detectors 52
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2265 |F-14-6653 F-14 A 1 Automatic Fire Detection, Smoke Detectors 53

AUTU FIRE DETECTUR CFRO TUN
2266 |F-14-6654 F-14 A 1 Automatic Fire Detection, Smoke Detectors 54

AUTU FIRE DETECTUR CFRO TUN
2267 |F-14-6655 F-14 A 1 Automatic Fire Detection, Smoke Detectors 55

AUTU FIRE DETECTUR CFRO TUN
2268 |F-14-6656 F-14 A 1 Automatic Fire Detection, Smoke Detectors 56

AUTU FIRE DETECTUR CFRO TUN
2269 |F-14-6657 F-14 A 1 Automatic Fire Detection, Smoke Detectors 57

AUTU FIRE DETECTUR CFRO TUN
2270 |F-14-6658 F-14 A 1 Automatic Fire Detection, Smoke Detectors 58

AUTU FIRE DETECTUR CFRO TUN
2271 |F-14-6659 F-14 A 1 Automatic Fire Detection, Smoke Detectors 59

AUTU FIRE DETECTUR CFRO TUN
2272 |F-14-6660 F-14 A 1 Automatic Fire Detection, Smoke Detectors 60
2273 |F-14-67001 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2274 |F-14-67002 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2275 |F-14-67003 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2276 |F-14-67004 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2277 |F-14-67005 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2278 |F-14-67006 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2279 |F-14-67007 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2280 |F-14-67008 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2281 |F-14-67009 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2282 |F-14-67010 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2283 |F-14-67011 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2284 |F-14-67012 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2285 |F-14-67013 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2286 |F-14-67014 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2287 |F-14-67015 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2288 |F-14-67016 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2289 [|F-14-67017 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2290 |F-14-67018 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2291 |F-14-67019 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2292 |F-14-67020 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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2203 |F-14-67021 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2294 |F-14-67022 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2295 [|F-14-67023 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2296 [F-14-67024 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2297 |F-14-67025 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2298 |F-14-67026 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2299 [F-14-67027 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2300 [F-14-67028 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2301 [F-14-67029 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2302 [|F-14-67030 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2303 [F-14-67031 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2304 [|F-14-67032 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2305 [F-14-67033 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2306 [F-14-67034 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2307 [|F-14-67035 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2308 [|F-14-67036 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2309 [F-14-67037 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2310 [F-14-67038 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2311 [F-14-67039 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2312 |F-14-67040 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2313 [F-14-67041 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2314 |F-14-67042 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2315 [|F-14-67043 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2316 [F-14-67045 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2317 |F-14-67046 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2318 [|F-14-67047 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2319 [F-14-67048 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2320 [F-14-67049 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2321 |F-14-67050 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2322 [|F-14-67051 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2323 |F-14-67052 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2324 |F-14-67053 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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2325 |F-14-67054 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2326 [|F-14-67055 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2327 |F-14-67056 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2328 |F-14-67057 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2329 [|F-14-67058 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2330 [F-14-67059 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2331 [|F-14-67060 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2332 [|F-14-67061 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2333 |F-14-67062 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2334 |F-14-67063 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2335 [|F-14-67064 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2336 [F-14-67065 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2337 |F-14-67066 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2338 [|F-14-67067 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2339 [|F-14-67068 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2340 [F-14-67069 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2341 |F-14-67070 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2342 |F-14-67072 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2343 |F-14-67073 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2344 |F-14-67074 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2345 |F-14-67075 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2346 [|F-14-67076 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2347 |F-14-67077 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2348 |F-14-67078 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2349 |F-14-67080 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2350 [F-14-67081 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2351 [|F-14-67082 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2352 |F-14-67083 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2353 |F-14-67084 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2354 |F-14-67085 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2355 [|F-14-67086 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2356 [|F-14-67088 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
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[~ 2357 |-14-67089 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE |EST

2358 [F-14-67090 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2359 [F-14-67091 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2360 [F-14-67092 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2361 [F-14-67093 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2362 [|F-14-67094 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2363 [|F-14-67095 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2364 |F-14-67096 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2365 [F-14-67097 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2366 [F-14-67098 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2367 [|F-14-67099 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2368 [F-14-67100 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2369 [F-14-67101 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2370 [F-14-67102 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2371 |F-14-67103 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2372 |F-14-67104 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2373 |F-14-67105 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2374 |F-14-67106 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2375 |F-14-67107 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2376 |F-14-67108 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2377 |F-14-67109 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2378 |F-14-67110 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2379 [F-14-67111 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2380 [F-14-67112 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2381 [F-14-67113 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2382 [|F-14-67114 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2383 [F-14-67115 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST

2384 [F-14-6T01 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS

2385 [F-14-6T02 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS

2386 [F-14-6T03 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS

2387 [F-14-6T04 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS

2388 [F-14-6T05 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
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2389 |F-14-6106 F-14 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE  [PYROTRONICS
2390 |F-14-6T07 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2391 |F-14-6T08 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2392 |F-14-6T09 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [EST
2393 |F-14-6T10 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2394 |F-14-6T11 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS
2395 |F-14-6T12 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [PYROTRONICS

EST SYSTEM
2396 |F-14-6X001 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2397 |F-14-6X002 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2398 |F-14-6X003 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2399 |F-14-6X004 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2400 |F-14-6X005 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2401 |F-14-6X006 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2402 |F-14-6X007 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2403 |F-14-6X008 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2404 |F-14-6X011 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2405 |F-14-6X012 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2406 |F-14-6X013 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2407 |F-14-6X014 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2408 |F-14-6X015 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2409 |F-14-6X016 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2410 |F-14-6X017 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR

EST SYSTEM
2411 |F-14-6X018 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR
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2412 |F-14-6X019 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2413 |F-14-6X020 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2414 |F-14-6X021 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2415 |F-14-6X023 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2416 |F-14-6X025 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2417 |F-14-6X026 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2418 |F-14-6X027 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2419 |F-14-6X028 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2420 |F-14-6X030 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2421 |F-14-6X031 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION ALARM [SENSOR

EST SYSTEM
2422 |F-14-6X032 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2423 |F-14-6X033 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2424 |F-14-6X034 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2425 |F-14-6X035 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2426 |F-14-6X036 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2427 |F-14-6X037 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2428 |F-14-6X038 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2429 |F-14-6X039 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2430 |F-14-6X040 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2431 |F-14-6X041 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR

EST SYSTEM
2432 |F-14-6X042 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE [SENSOR
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2433 |F-14-6X043 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR
EST SYSTEM
2434 |F-14-6X045 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR
EST SYSTEM
2435 |F-14-6X046 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR
EST SYSTEM
2436 |F-14-6X047 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR
EST SYSTEM
2437 |F-14-6X048 F-14 A 1 Automatic Fire Detection, Smoke Detectors FIRE AUTO DETECTION SMOKE |SENSOR
2438 [F-14-801 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2439 [F-14-802 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2440 [F-14-803 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2441 |F-14-804 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2442 |F-14-805 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2443 |F-14-806 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2444 |F-14-807 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2445 |F-14-808 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2446 [F-14-809 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2447 |F-14-810 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2448 [F-14-811 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2449 [F-14-812 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2450 [F-14-813 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2451 |F-14-814 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2452 |F-14-815 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2453 |F-14-816 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2454 |F-14-817 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2455 |F-14-818 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2456 [F-14-819 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2457 |F-14-820 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2458 [|F-14-821 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2459 |F-14-822 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2460 [F-14-823 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2461 [F-14-824 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
2462 |F-14-825 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE [ESL
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2463 |F-14-826 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE  |ESL
2464 |F-14-901 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE
2465 [F-14-902 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION SMOKE
FIRE AUTU DETECTUR WFEF

2466 |F-14A-1001 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-2
FIRE AUTU DETECTUR WFEF

2467 |F-14A-1002 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-4
FIRE AUTU DETECTUR WFEF

2468 |F-14A-1003 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-5
FIRE AUTU DETECTUR WFEF

2469 |F-14A-1004 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-6 DP SYS
FIRE AUTU DETECTUR WFEF

2470 |F-14A-1005 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-3A POTTER
FIRE AUTU DETECTUR WFEF

2471 |F-14A-201 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-3
FIRE AUTU DETECTUR WFEF

2472 |F-14A-2601 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-1
FIRE AUTU DETECTUR WFEF

2473 |F-14A-2901 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-12
FIRE AUTU DETECTUR WFEF

2474 |F-14A-401 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-10 ADT
FIRE AUTU DETECTUR WFEF

2475 |F-14A-402 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-11 ADT
FIRE AUTU DETECTUR WFEF

2476 |F-14A-403 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-13 ADT
FIRE AUTU DETECTUR WFEF

2477 |F-14A-404 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-14 ADT
FIRE AUTU DETECTUR WFEF

2478 |F-14A-405 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-10A POTTER
FIRE AUTU DETECTUR WFE

2479 |F-14A-406 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-14A POTTER
FIRE AUTU DETECTUR WFEF

2480 |F-14A-501 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-7
FIRE AUTU DETECTUR WFEF

2481 |F-14A-502 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-8
FIRE AUTU DETECTUR WFEF

2482 |F-14A-503 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-9
FIRE AUTU DETECTUR WFEF

2483 |F-14A-6301 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-7A
FIRE AUTU DETECTUR WFEF

2484 |F-14A-6401 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-9A
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2485 |F-14A-6501 F-14 1 Automatic Fire Detection, Smoke Detectors ALARM WF-8A
FIRE AUTU DETECTUR WFEF
2486 |F-14A-701 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-15
FIRE AUTU DETECTUR WFEF
2487 |F-14A-702 F-14 A 1 Automatic Fire Detection, Smoke Detectors ALARM WF-16
2488 |F-14B-2901 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION HEAT
2489 |F-14B-2902 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION HEAT
2490 |F-14B-2903 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION HEAT
2491 |F-14B-2904 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION HEAT
2492 |F-14B-2905 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION HEAT
2493 |F-14B-2906 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION HEAT
2494 |F-14B-2907 F-14 A 1 Automatic Fire Detection, Smoke Detector FIRE AUTO DETECTION HEAT
FIRE ALARIVI RENMUTE
2495 |F-15-1001 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR UNIMODE
FIRE ALARIVI RENMUTE
2496 |F-15-1002 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR ALTRONIX
FIRE ALARIVI RENMUTE
2497 |F-15-1003 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR ALTRONIX
FIRE ALARIVI RENMUTE
2498 |F-15-1004 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2499 |F-15-1005 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2500 JF-15-1006 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2501 |F-15-1007 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2502 |F-15-1008 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2503 |F-15-1009 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2504 |F-15-1010 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2505 |F-15-1011 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2506 |F-15-1012 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2507 |F-15-1013 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2508 |F-15-1014 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2509 |F-15-1015 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2510 |F-15-1016 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2511 |F-15-1017 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2512 |F-15-1018 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2513 |F-15-1019 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2514 |F-15-1020 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2515 |F-15-1021 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2516 |F-15-1022 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2517 |F-15-1101 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2518 |F-15-1102 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2519 |F-15-1201 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2520 |F-15-1202 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2521 |F-15-1203 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2522 |F-15-1204 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2523 |F-15-1205 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2524 |F-15-1206 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2525 |F-15-1207 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2526 |F-15-1208 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2527 |F-15-1209 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2528 |F-15-1210 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2529 |F-15-1211 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2530 |F-15-1301 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2531 |F-15-1302 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2532 |F-15-1303 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2533 |F-15-1304 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2534 |F-15-1305 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2535 |F-15-1306 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2536 |F-15-1307 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2537 |F-15-1308 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2538 |F-15-1309 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2539 |F-15-1310 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2540 |F-15-1311 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2541 |F-15-1312 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2542 |F-15-1313 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2543 |F-15-1314 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2544 |F-15-1315 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2545 |F-15-1316 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2546 |F-15-1317 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2547 |F-15-1318 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2548 |F-15-1319 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2549 |F-15-1320 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2550 |F-15-1321 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2551 |F-15-1322 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2552 |F-15-1323 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2553 |F-15-201 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2554 |F-15-202 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATORS
FIRE ALARIVI RENMUTE
2555 |F-15-203 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2556 |F-15-2601 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2557 |F-15-2602 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2558 |F-15-2603 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2559 |F-15-2604 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2560 |F-15-2605 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2561 |F-15-2606 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2562 |F-15-2607 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2563 |F-15-2901 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2564 |F-15-2902 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2565 |F-15-2903 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2566 |F-15-2904 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2567 |F-15-3101 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2568 |F-15-3102 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2569 |F-15-3201 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2570 |F-15-3301 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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ALARM REVO T

2571 |F-15-3401 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2572 |F-15-3501 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2573 |F-15-3601 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2574 |F-15-3701 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2575 |F-15-3801 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2576 |F-15-3802 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2577 |F-15-401 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2578 |F-15-402 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2579 |F-15-403 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2580 |F-15-404 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2581 |F-15-405 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2582 |F-15-406 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2583 |F-15-407 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2584 |F-15-408 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2585 |F-15-409 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2586 |F-15-410 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2587 |F-15-411 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2588 |F-15-412 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2589 |F-15-413 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2590 |F-15-414 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2591 |F-15-415 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2592 |F-15-416 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2593 |F-15-417 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2594 |F-15-418 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2595 |F-15-419 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2596 |F-15-420 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2597 |F-15-421 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2598 |F-15-422 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2599 |F-15-423 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2600 |F-15-424 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2601 |F-15-425 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2602 |F-15-426 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2603 |F-15-427 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2604 |F-15-428 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2605 |F-15-429 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2606 |F-15-430 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2607 |F-15-431 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2608 |F-15-432 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2609 |F-15-433 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2610 |F-15-434 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2611 |F-15-435 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2612 |F-15-501 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2613 |F-15-502 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2614 |F-15-503 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2615 |F-15-504 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2616 |F-15-505 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2617 |F-15-506 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2618 |F-15-507 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2619 |F-15-508 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2620 |F-15-509 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2621 |F-15-510 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2622 |F-15-511 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2623 |F-15-512 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2624 |F-15-513 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2625 |F-15-514 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2626 |F-15-515 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2627 |F-15-516 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2628 |F-15-517 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2629 |F-15-518 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2630 |F-15-519 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2631 |F-15-520 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2632 |F-15-521 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2633 |F-15-522 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2634 |F-15-523 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2635 |F-15-524 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2636 |F-15-525 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2637 |F-15-526 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2638 |F-15-527 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2639 |F-15-528 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2640 |F-15-529 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2641 |F-15-530 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2642 |F-15-531 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2643 |F-15-532 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2644 |F-15-533 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2645 |F-15-534 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2646 |F-15-535 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2647 |F-15-536 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2648 |F-15-537 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2649 |F-15-538 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2650 |F-15-539 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2651 |F-15-540 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2652 |F-15-541 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2653 |F-15-542 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2654 |F-15-543 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2655 |F-15-544 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2656 |F-15-545 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2657 |F-15-546 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2658 |F-15-547 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2659 |F-15-548 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2660 |F-15-549 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2661 |F-15-550 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2662 |F-15-551 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2663 |F-15-552 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2664 |F-15-553 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2665 |F-15-6102 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2666 |F-15-6701 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2667 |F-15-6702 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2668 |F-15-6703 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2669 |F-15-6704 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2670 |F-15-6TO1 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2671 |F-15-6X01 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2672 |F-15-6X02 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2673 |F-15-6X03 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2674 |F-15-6X04 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2675 |F-15-701 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2676 |F-15-702 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2677 |F-15-703 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2678 |F-15-704 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2679 |F-15-705 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2680 |F-15-706 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2681 |F-15-707 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2682 |F-15-708 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2683 |F-15-709 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2684 |F-15-801 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR FEDERAL
FIRE ALARIVI RENMUTE
2685 |F-15-802 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR FEDERAL
FIRE ALARIVI RENMUTE
2686 |F-15-803 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2687 |F-15-804 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR FEDERAL
FIRE ALARIVI RENMUTE
2688 |F-15-805 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR FEDERAL
FIRE ALARIVI RENMUTE
2689 |F-15-806 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR FEDERAL
FIRE ALARIVI RENMUTE
2690 |F-15-807 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR FEDERAL
FIRE ALARIVI RENMUTE
2691 |F-15-808 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2692 |F-15-809 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2693 |F-15-810 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2694 |F-15-811 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2695 |F-15-812 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE
2696 |F-15-813 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
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2697 |F-15-814 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2698 |F-15-901 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2699 |F-15-902 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2700 |F-15-903 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE ALARIVI RENMUTE

2701 |F-15-1103 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators ANNUNCIATOR
FIRE CENTRAL STATIUN

2702 |F-15B-1001 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2703 |F-15B-1002 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2704 |F-15B-1003 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2705 |F-15B-1004 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2706 |F-15B-1005 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2707 |F-15B-1006 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2708 |F-15B-1007 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2709 |F-15B-1008 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT UNIMODE
FIRE CENTRAL STATIUN

2710 |F-15B-1009 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2711 |F-15B-1010 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2712 |F-15B-1011 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2713 |F-15B-1201 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2714 |F-15B-1202 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2715 |F-15B-1203 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2716 |F-15B-1204 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE ALARNVI CUNTRUL FANEL

2717 |F-15B-2901 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators FOR UPS 2 POWER NORTH EST
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AL STATIUN
2718 |F-15B-401 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2719 |F-15B-402 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2720 |F-15B-403 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2721 |F-15B-404 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2722 |F-15B-405 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2723 |F-15B-406 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2724 |F-15B-407 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2725 |F-15B-408 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2726 |F-15B-409 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2727 |F-15B-410 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2728 |F-15B-504 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2729 |F-15B-505 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2730 |F-15B-506 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2731 |F-15B-507 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN
2732 |F-15B-508 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL SYSTEIV
2733 |F-15B-509 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER
FIRE CENTRAL SYSTEIVI
2734 |F-15B-510 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER
FIRE CENTRAL SYSTEIV
2735 |F-15B-511 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER
FIRE CENTRAL SYSTEIVI
2736 |F-15B-512 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER
FIRE CENTRAL SYSTEIVI
2737 |F-15B-513 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER
FIRE CENTRAL SYSTEIVI
2738 |F-15B-514 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER
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2739 |F-15B-6101 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2740 |F-15B-6102 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2741 |F-15B-6103 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2742 |F-15B-6301 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2743 |F-15B-6302 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2744 |F-15B-6401 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2745 |F-15B-6402 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2746 |F-15B-6403 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2747 |F-15B-6404 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2748 |F-15B-6405 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2749 |F-15B-6406 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2750 |F-15B-6501 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2751 |F-15B-6502 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2752 |F-15B-6601 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2753 |F-15B-6602 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2754 |F-15B-6X01 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2755 |F-15B-6X02 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT
FIRE CENTRAL STATIUN

2756 |F-15B-801 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT UNIMODE
FIRE CENTRAL STATIUN

2757 |F-15B-901 F-15 A 1 Fire Alarm Control Panel and Remote Annunciators TRANSMITTER ADT

2758 |F-17-1001 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #15

2759 [F-17-1002 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #46

2760 [F-17-1003 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #10
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[~ 2761 [F-17-1004 F-17 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #45
2762 [F-17-1005 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #2
2763 [F-17-1101 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #1 ADT
2764 [F-17-1102 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #28 ADT
2765 [F-17-1201 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #23 ADT
2766 [F-17-1202 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #22 ADT
2767 [F-17-1203 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #24 ADT
2768 [F-17-1204 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #25 ADT
2769 [F-17-1205 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #26 ADT
2770 [F-17-2601 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #17
2771 |F-17-2602 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #17
2772 |F-17-2603 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #17
2773 |F-17-2604 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #17
2774 |F-17-2605 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #17
2775 [|F-17-2606 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #17 ADT
FIRKE ALARNM MANUAL STATIUNS
2776 JF-17-2901 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded CODED/UNCODED
FIRKE ALARNM MANUAL STATIUNS
2777 |F-17-2902 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded CODED/UNCODED
FIRKE ALARNM MANUAL STATIUNS
2778 |F-17-2903 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded CODED/UNCODED
FIRKE ALARNM MANUAL STATIUNS
2779 [|F-17-2904 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded CODED/UNCODED
2780 [F-17-3101 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #31 ADT
2781 [F-17-3201 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #32 ADT
2782 [F-17-3301 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #33 ADT
2783 [F-17-3401 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #34 ADT
2784 [F-17-3501 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #35 ADT
2785 [F-17-3601 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #36 ADT
2786 [F-17-3701 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #37 ADT
2787 [F-17-3801 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #38 ADT
2788 [|F-17-401 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #6 ADT
2789 [F-17-402 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #8 ADT
2790 [F-17-403 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #9 ADT
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2791 [F-17-404 F-17 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #7 ADT

2792 |F-17-405 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #30 ADT

2793 [|F-17-406 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #52 ADT

2794 |F-17-407 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #54 ADT

2795 [|F-17-408 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #20 ADT

2796 [F-17-409 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #21 ADT

2797 [|F-17-410 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #19 ADT

2798 [F-17-411 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #29 ADT

2799 [F-17-412 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #53

FIRKE ALARNV VIANUAL NURTH
2800 [F-17-413 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded DOCK ADT
FIRKE ALARNV VIANUAL NURTH

2801 [F-17-414 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded DOCK ADT

2802 [F-17-501 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #12

2803 [F-17-502 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #3

2804 [F-17-503 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #4

2805 [F-17-504 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #5

2806 [F-17-505 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #14

2807 [F-17-506 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #18

2808 [F-17-507 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #49

2809 [F-17-508 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #55 ADT

2810 [F-17-509 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #56 ADT

2811 [F-17-510 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #57 ADT

2812 [F-17-511 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #58 ADT

2813 [F-17-512 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #11 ADT

2814 |F-17-513 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #44 ADT

2815 [F-17-514 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #48 ADT

2816 [F-17-6101 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #16 ADT

2817 [F-17-6301 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #13 ADT

2818 [F-17-6302 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #39 ADT

2819 [F-17-6303 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #40 ADT

2820 [F-17-6401 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #42 ADT

2821 [F-17-6501 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #43 ADT
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2822 JF-17-6601 F-17 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #41 ADT
2823 |F-17-6602 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #47 ADT
2824 |F-17-6701 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #50
2825 [|F-17-6702 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #51
2826 [F-17-6T01 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #61 ADT
2827 |F-17-6X01 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #59 ADT
2828 |F-17-6X02 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #60 ADT
2829 [F-17-701 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncode FIRE ALARM MANUAL #27 ADT

FIRE ALARNVI VIANUAL DAY CARE
2830 |F-17-801 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded SOUTH

FIRE ALARIVI VIANUAL DAY CARE
2831 |F-17-802 F-17 A 1 Manual Fire Alarm Stations - Coded and Uncoded NORTH
2832 [F-18-1001 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2833 [F-18-1002 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2834 [F-18-1003 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2835 [F-18-1004 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2836 [F-18-1005 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2837 [F-18-1006 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2838 [F-18-1007 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2839 [F-18-1008 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2840 [F-18-1009 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2841 [F-18-1010 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2842 [F-18-1011 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2843 [F-18-1012 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2844 [F-18-1013 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER INCIN.
2845 [F-18-280101 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2846 [F-18-280201 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2847 [F-18-280301 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2848 [F-18-280302 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2849 [F-18-280401 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2850 [F-18-280402 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2851 [F-18-280501 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2852 [F-18-280502 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
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2853 |F-18-280601 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2854 [F-18-280602 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2855 [F-18-280701 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2856 [F-18-280702 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2857 [F-18-280801 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2858 [F-18-280802 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2859 [F-18-280901 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2860 [F-18-280902 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2861 [F-18-281001 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPER
2862 [F-18-2901 F-18 2Y 1 Fire and Smoke Damper: FIRE & SMOKE DAMPERS
2863 [F-18-601 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2864 [F-18-602 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2865 [F-18-603 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2866 [F-18-604 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2867 [F-18-605 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2868 [F-18-606 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2869 [F-18-607 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2870 [F-18-608 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2871 [F-18-609 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2872 [F-18-610 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2873 [F-18-611 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2874 [F-18-612 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2875 [F-18-613 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2876 [F-18-614 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2877 [F-18-901 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2878 [F-18-902 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2879 [F-18-903 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2880 [F-18-904 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2881 [F-18-905 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2882 [F-18-906 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2883 [F-18-907 F-18 2Y 1 Fire and Smoke Damper: FIRE DAMPER
2884 [F-19-1101 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-01
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2885 [|F-19-1102 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-02
2886 [F-19-1103 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-03
2887 [F-19-1104 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-04
2888 [F-19-1105 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-05
2889 [F-19-1106 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-06
2890 [F-19-1107 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-07
2891 [F-19-1108 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-08
2892 [F-19-1109 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-09
2893 [F-19-1110 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-10
2894 [F-19-1111 F-19, F-19A SA, 5Y 1 Fire Hydrant - Dry Barrel and Wet Barre FIRE HYDRANT FH-11
2895 [F-20-3101 F-20 A 1 Sprinkler Head, Sprinklered Areas (per 1,000 sq. ft FIRE SPRINKLER HEADS

FIKE SFRINKLER HEADS
FSA(65)EA FIRE SPRINKLER
2896 |F-20-701 F-20 A 500 Sprinkler Head, Sprinklered Areas (per 1,000 sq. ft.) HEADS CDA(83)EA PENDET
2897 [F-22-1001 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2898 [|F-22-1002 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2899 |F-22-1003 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2900 [F-22-1004 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2901 |F-22-1005 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2902 |F-22-1006 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2903 [F-22-1007 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2904 |F-22-1008 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2905 [F-22-1009 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2906 [F-22-1010 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2907 [F-22-1011 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2908 |F-22-1012 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2909 |F-22-1013 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2910 |F-22-1014 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2911 |F-22-1015 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2912 |F-22-1016 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2913 |F-22-1017 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2914 |F-22-1018 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2915 |F-22-1019 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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2016 |F-22-1020 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2917 |F-22-1021 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2918 |F-22-1022 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2919 |F-22-1023 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2920 [F-22-1024 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2921 |F-22-1025 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2922 |F-22-1026 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUSHER FIRE MASTER
2923 |F-22-1027 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER
2924 |F-22-1028 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER
2925 |F-22-1029 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER WORLD FIRE
2926 [F-22-1030 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER WORLD FIRE
2927 |F-22-1101 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2928 [F-22-1201 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2929 |F-22-1202 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2930 [F-22-1203 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2931 |F-22-1204 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2932 |F-22-1205 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2933 [|F-22-1301 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2934 |F-22-1302 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2935 |F-22-1303 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2936 [F-22-1304 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2937 |F-22-201 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2938 [F-22-202 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2939 [F-22-203 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2940 |F-22-204 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2941 |F-22-205 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2942 |F-22-2601 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2943 |F-22-2602 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUSHER
2944 |F-22-2603 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2945 |F-22-2604 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2946 |F-22-2605 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
2947 |F-22-2606 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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FCGIE FIRE

2948 [F-22-2901 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

2949 [F-22-2902 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

2950 [F-22-2903 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

2951 [F-22-2904 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

2952 [F-22-2905 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

2953 [F-22-2906 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

2954 [|F-22-2907 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

2955 [F-22-2908 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION

2956 [F-22-3101 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2957 |F-22-3201 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2958 [F-22-3202 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2959 [F-22-3301 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2960 [F-22-3401 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2961 [F-22-3501 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2962 [F-22-3601 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2963 [F-22-3701 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2964 |F-22-3801 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2965 [F-22-401 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2966 [F-22-402 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2967 [|F-22-403 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2968 [F-22-404 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2969 [F-22-405 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2970 [F-22-406 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2971 |F-22-407 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2972 |F-22-408 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2973 |F-22-409 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2974 |F-22-410 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2975 |F-22-411 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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2076 |F-22-412 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2977 |F-22-413 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2978 |F-22-414 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2979 |F-22-415 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2980 [F-22-416 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2981 |F-22-417 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2982 |F-22-418 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2983 [F-22-419 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2984 [F-22-420 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2985 [F-22-421 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2986 [F-22-422 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2987 |F-22-423 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2988 [F-22-426 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2989 [F-22-427 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2990 [F-22-428 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

2991 |F-22-429 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE WORLD

2992 |F-22-430 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER
FIGGIE FIRE
PROTECTION

2993 |F-22-431 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER SYSTEM
FIGGIE FIRE
PROTECTION

2994 |F-22-432 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER SYSTEM
FIGGIE FIRE
PROTECTION

2995 [F-22-433 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER SYSTEM
FUGGIE FIRE
PROTECTION

2996 [F-22-435 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER SYSTEM

2997 |F-22-436 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER ANSUL

2998 |F-22-437 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER ANSUL

2999 [F-22-501 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3000 [F-22-502 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3001 |F-22-503 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3002 |F-22-504 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

PAGE 114 of

185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT

OGDEN,

UTAH

Equipment Preventive Maintenance & Certification/Testing

IRS FRE Certifical
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer

3003 JF-22-505 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3004 |F-22-506 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3005 [F-22-507 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3006 |[F-22-508 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3007 |F-22-509 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3008 [F-22-510 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3009 [F-22-511 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3010 |[F-22-512 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3011 |F-22-513 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER

3012 |F-22-514 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER ANSUL/SENTRY

3013 |F-22-515 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3014 |F-22-516 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3015 |F-22-517 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3016 [F-22-6101 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3017 |F-22-6103 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3018 |F-22-6104 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3019 |F-22-6301 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUSIHER

3020 |F-22-6302 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3021 |F-22-6303 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3022 |F-22-6304 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3023 |F-22-6401 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3024 |F-22-6601 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
FIGGIE FIRKE

3025 |F-22-6701 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION

3026 |F-22-6703 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3027 |F-22-6704 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3028 |F-22-6705 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION

3029 [F-22-6C01 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3030 [F-22-6C02 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3031 |F-22-6C03 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3032 [F-22-6C04 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3033 [F-22-6F01 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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3034 [F-22-701 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3035 [F-22-702 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3036 [F-22-704 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3037 |F-22-705 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3038 [F-22-706 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3039 [F-22-707 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3040 |F-22-708 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER SENTRY
3041 |F-22-709 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3042 |F-22-801 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3043 |F-22-802 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3044 |F-22-803 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3045 |F-22-804 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3046 [F-22-905 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3047 |F-22A-1001 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3048 |F-22A-1002 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3049 |F-22A-1003 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3050 |F-22A-1004 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3051 |F-22A-1005 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3052 |F-22A-1006 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3053 |F-22A-1007 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3054 |F-22A-1008 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3055 |F-22A-1009 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3056 |F-22A-1010 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3057 |F-22A-1011 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3058 |F-22A-1012 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3059 |F-22A-1013 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3060 |F-22A-1014 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3061 |F-22A-1015 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3062 |F-22A-1016 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3063 |F-22A-1017 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3064 |F-22A-1018 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3065 |F-22A-1019 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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3066 JF-22A-1020 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3067 [F-22A-1021 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3068 |F-22A-1022 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3069 |F-22A-1023 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3070 |F-22A-1024 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3071 |F-22A-1025 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3072 |F-22A-1026 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER
3073 |F-22A-1027 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER
3074 |F-22A-1028 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER
3075 |F-22A-1029 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER WORLD FIRE
3076 |F-22A-1030 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER WORLD FIRE
3077 |F-22A-1101 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3078 |F-22A-1201 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3079 |F-22A-1202 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3080 |F-22A-1203 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3081 |F-22A-1204 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3082 |F-22A-1205 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3083 [|F-22A-1301 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3084 |F-22A-1302 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3085 |F-22A-1303 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3086 |F-22A-1304 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3087 [F-22A-201 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3088 [F-22A-202 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3089 [F-22A-203 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3090 [F-22A-204 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3091 [F-22A-205 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3092 |F-22A-2601 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3093 |F-22A-2602 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3094 |F-22A-2603 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3095 |F-22A-2604 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3096 |F-22A-2605 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3097 |F-22A-2606 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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FCGIE FIRE

3098 |F-22A-2901 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3099 |F-22A-2902 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3100 |F-22A-2903 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3101 |F-22A-2904 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3102 |F-22A-2905 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3103 |F-22A-2906 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3104 |F-22A-2907 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3105 |F-22A-2908 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION

3106 |F-22A-3101 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3107 |F-22A-3201 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3108 |F-22A-3202 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3109 |F-22A-3301 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3110 |F-22A-3401 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3111 |F-22A-3501 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3112 |F-22A-3601 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3113 |F-22A-3701 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3114 |F-22A-3801 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3115 [F-22A-401 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3116 [F-22A-402 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3117 |F-22A-403 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3118 [F-22A-404 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3119 [F-22A-405 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3120 [F-22A-406 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3121 |F-22A-407 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3122 |F-22A-408 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3123 |F-22A-409 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3124 |F-22A-410 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3125 [F-22A-411 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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3126 |F-22A-412 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE ESTINGUISHER

3127 |F-22A-413 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3128 [F-22A-414 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3129 |F-22A-415 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3130 [F-22A-416 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3131 |F-22A-417 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3132 |F-22A-418 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3133 |F-22A-419 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3134 |F-22A-420 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3135 [F-22A-421 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3136 [F-22A-422 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3137 |F-22A-423 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3138 [F-22A-426 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3139 [F-22A-427 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3140 |F-22A-428 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3141 |F-22A-429 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE WORLD

3142 |F-22A-430 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER
FIGGIE FIRE
PROTECTION

3143 |F-22A-431 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER SYSTEM
FIGGIE FIRE
PROTECTION

3144 |F-22A-432 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER SYSTEM
FIGGIE FIRE
PROTECTION

3145 |F-22A-433 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER SYSTEM

3146 |F-22A-436 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER ANSUL

3147 |F-22A-437 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER ANSUL

3148 [F-22A-501 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3149 [F-22A-502 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3150 [F-22A-503 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3151 |F-22A-504 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3152 |F-22A-505 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3153 [F-22A-506 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3154 |F-22A-507 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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3165 |F-22A-508 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3156 [F-22A-509 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3157 |F-22A-510 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3158 [F-22A-511 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3159 [F-22A-512 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3160 [F-22A-513 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER FIRE MASTER

3161 |F-22A-514 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER ANSUL/SENTRY

3162 |F-22A-515 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3163 [F-22A-516 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3164 |F-22A-517 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3165 |F-22A-6101 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3166 |F-22A-6103 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3167 |F-22A-6104 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3168 |F-22A-6301 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3169 |F-22A-6302 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3170 |F-22A-6303 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3171 |F-22A-6304 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3172 |F-22A-6401 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3173 |F-22A-6601 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
FIGGIE FIRKE

3174 |F-22A-6701 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION

3175 |F-22A-6703 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3176 |F-22A-6704 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3177 |F-22A-6705 F-22 A 1 Fire Extinguisher, Stored Pressure with Gauge FIRE EXTINGUISHER PROTECTION

3178 |F-22A-6C01 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3179 |F-22A-6C02 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3180 [F-22A-6C03 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3181 |F-22A-6C04 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3182 |F-22A-6F01 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3183 [F-22A-701 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3184 |F-22A-702 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER

3185 [F-22A-704 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
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3186 |F-22A-705 F-22 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3187 |F-22A-706 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3188 [F-22A-707 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3189 [F-22A-708 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER SENTRY
3190 [F-22A-709 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3191 |F-22A-801 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3192 |F-22A-802 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3193 |F-22A-803 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3194 |F-22A-804 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3195 [F-22A-905 F-22 A 1 Fire Extinguisher, Stored Pressure with Gaug FIRE EXTINGUISHER
3196 [F-23-1001 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3197 |F-23-1002 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3198 |F-23-1003 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
FIRE EATINGUISHER VISITUR ANEREA
3199 |F-23-11G001 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) CENTER CORPORATION
3200 [F-23-201 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3201 |F-23-202 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
FIGGIE FIRKE
3202 |F-23-2901 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3203 |F-23-2902 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3204 |F-23-2903 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3205 |F-23-2904 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3206 |F-23-2905 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3207 |F-23-2906 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3208 |F-23-2907 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3209 |F-23-2908 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
3210 |F-23-3101 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
GAS CYLINDER W/U
3211 |F-23-401 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER GAUGE
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FGCGIE FIRE
PROTECTION

3212 |F-23-402 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER SYSTEM
FIGGIE FIRE
PROTECTION

3213 |F-23-403 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER SYSTEM
FIGGIE FIRE
PROTECTION

3214 |F-23-404 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER SYSTEM
FIGGIE FIRE
PROTECTION

3215 |F-23-405 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER SYSTEM
FIGGTE FIRE
PROTECTION

3216 |F-23-406 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER SYSTEM

3217 |F-23-6101 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3218 |F-23-6102 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3219 |F-23-6103 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3220 |F-23-6401 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3221 |F-23-6402 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3222 |F-23-6501 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3223 |F-23-6502 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3224 |F-23-6503 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3225 |F-23-6504 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3226 |F-23-6601 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3227 |F-23-6602 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3228 |F-23-6603 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3229 |F-23-6604 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER

3230 |F-23-6605 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
FIGGIE FIRKE

3231 |F-23-6701 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3232 |F-23-6703 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3233 |F-23-6704 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3234 |F-23-6705 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge) FIRE EXTINGUISHER PROTECTION

3235 [|F-23-6T01 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
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3236 JF-23-6102 F-23 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3237 |F-23-6X01 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3238 [|F-23-6X02 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3239 [|F-23-6X03 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3240 |F-23-6X04 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3241 |F-23-701 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3242 |F-23-901 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3243 |F-23-902 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3244 |F-23-903 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3245 |F-23-904 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3246 |F-23-905 F-23 A 1 Fire Extinguisher, Gas Cartridge or Cylinder (No Gauge FIRE EXTINGUISHER
3247 |F-24-1001 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3248 |F-24-1002 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3249 |F-24-1003 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3250 |F-24-1004 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3251 |F-24-1005 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3252 |F-24-1006 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3253 |F-24-1007 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3254 |F-24-1008 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3255 |F-24-1009 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3256 |F-24-1010 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3257 |F-24-1011 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3258 |F-24-1012 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3259 |F-24-1013 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3260 |F-24-1014 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3261 |F-24-1015 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3262 |F-24-1016 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3263 |F-24-1017 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3264 |F-24-1018 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER SENTRY
3265 |F-24-1019 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3266 |F-24-1020 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3267 |F-24-1021 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
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3268 |F-24-1022 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES |FIRE EXTINGUISHER
3269 |F-24-1023 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3270 |F-24-1024 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3271 |F-24-1025 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3272 |F-24-1026 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3273 |F-24-1027 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3274 |F-24-1028 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3275 |F-24-1029 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER FIRE MASTER
3276 |F-24-1030 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER FIRE MASTER
3277 |F-24-1031 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER FIRE MASTER
3278 |F-24-1032 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER WORLD FIRE
3279 |F-24-1033 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER WORLD FIRE
3280 [F-24-1101 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

FIRE EATINGUISHER VISITUR ANIEREA
3281 |F-24-11G001 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |[CENTER CORPORATION
3282 |F-24-1201 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3283 |F-24-1202 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3284 |F-24-1203 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3285 |F-24-1204 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3286 |F-24-1205 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3287 |F-24-1301 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3288 |F-24-1302 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3289 |F-24-1303 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3290 |F-24-1304 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3291 |F-24-201 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER SENTRY
3292 |F-24-202 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3293 |F-24-203 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3294 |F-24-204 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3295 |F-24-205 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER SENTRY
3296 |F-24-206 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3297 |F-24-207 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3298 |F-24-2601 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3299 |F-24-2602 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
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3300 |F-24-2603 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES |FIRE EXTINGUISHER
3301 |F-24-2604 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3302 |F-24-2605 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3303 |F-24-2606 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
FIGGIE FIRKE
3304 [F-24-2901 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3305 [F-24-2902 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3306 [F-24-2903 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3307 [F-24-2904 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3308 [F-24-2905 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3309 [F-24-2906 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3310 [F-24-2907 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3311 [F-24-2908 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3312 |F-24-2909 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3313 [F-24-2910 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3314 [F-24-2911 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3315 [F-24-2912 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3316 [F-24-2913 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3317 [F-24-2914 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3318 [F-24-2915 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE
3319 [F-24-2916 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER PROTECTION
3320 |F-24-3101 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES |FIRE EXTINGUISHER SENTRY ANSID
3321 |F-24-3102 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3322 |F-24-3201 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3323 |F-24-3202 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
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3324 |F-24-3301 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES |FIRE EXTINGUISHER
3325 |F-24-3401 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3326 |F-24-3501 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3327 |F-24-3601 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3328 |F-24-3701 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3329 |F-24-3801 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3330 |F-24-401 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3331 |F-24-402 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3332 |F-24-403 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3333 |F-24-404 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3334 |F-24-405 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3335 |F-24-406 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER SENTRY
3336 |F-24-407 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3337 |F-24-408 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3338 |F-24-409 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3339 |F-24-410 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3340 |F-24-411 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3341 |F-24-412 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3342 |F-24-413 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3343 |F-24-414 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3344 [F-24-416 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3345 |F-24-417 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3346 |F-24-418 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3347 |F-24-419 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3348 |F-24-420 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3349 |F-24-421 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3350 |F-24-422 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3351 |F-24-423 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3352 |F-24-426 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3353 |F-24-427 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3354 |F-24-428 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
3355 |F-24-429 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER FIRE WORLD
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FCGIE FIRE
PROTECTION

3356 [F-24-431 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
FIGGIE FIRKE
PROTECTION

3357 |F-24-432 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
FIGGIE FIRKE
PROTECTION

3358 |F-24-433 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
FUGGIE FIRE
PROTECTION

3359 |F-24-435 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
GAS CYLINDER W/U

3360 [F-24-436 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER GAUGE
FIGGIE FIRKE
PROTECTION

3361 [F-24-437 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
FIGGIE FIRKE
PROTECTION

3362 |F-24-438 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
FIGGIE FIRKE
PROTECTION

3363 [F-24-439 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
FIGGIE FIRKE
PROTECTION

3364 [F-24-440 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM
FIGGIE FIRKE
PROTECTION

3365 [F-24-441 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES |FIRE EXTINGUISHER SYSTEM

3366 |F-24-442 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER FIRE MASTER

3367 |F-24-443 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER ANSUL

3368 |F-24-444 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER ANSUL

3369 |F-24-501 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3370 |F-24-502 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3371 |F-24-503 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3372 |F-24-504 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3373 |F-24-505 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3374 |F-24-506 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3375 |F-24-507 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
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3376 |F-24-508 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES |FIRE EXTINGUISHER

3377 |F-24-509 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3378 |F-24-510 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3379 |F-24-511 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3380 |F-24-512 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3381 |F-24-513 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER FIRE MASTER

3382 |F-24-514 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER ANSUL/SENTRY

3383 |F-24-515 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3384 |F-24-516 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3385 |F-24-517 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3386 [F-24-6101 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3387 |F-24-6102 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3388 |F-24-6104 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3389 |F-24-6105 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3390 |F-24-6106 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3391 |F-24-6301 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3392 |F-24-6302 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3393 |F-24-6303 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3394 |F-24-6304 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3395 |F-24-6401 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3396 |F-24-6402 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3397 |F-24-6403 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3398 |F-24-6501 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3399 |F-24-6502 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3400 |F-24-6503 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3401 |F-24-6504 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3402 |F-24-6601 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3403 |F-24-6602 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3404 |F-24-6603 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3405 |F-24-6604 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3406 |F-24-6605 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

FIGGIE FIRKE
3407 [F-24-6701 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES [FIRE EXTINGUISHER PROTECTION
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3408 |F-24-6703 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES |FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3409 [F-24-6704 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES [FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3410 [F-24-6705 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES [FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3411 |F-24-6706 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES [FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3412 |F-24-6708 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES [FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3413 |F-24-6709 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES [FIRE EXTINGUISHER PROTECTION
FIGGIE FIRKE

3414 [F-24-6710 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspection YES [FIRE EXTINGUISHER PROTECTION

3415 |F-24-6C02 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3416 |F-24-6C03 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3417 |F-24-6C04 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3418 |F-24-6F01 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3419 |F-24-6T01 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3420 |F-24-6T02 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3421 |F-24-6X01 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3422 |F-24-6X02 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3423 |F-24-6X03 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3424 |F-24-6X04 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3425 |F-24-701 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3426 |F-24-702 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3427 |F-24-704 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3428 |F-24-705 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3429 |F-24-706 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUIHSER

3430 |F-24-707 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3431 |F-24-708 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER SENTRY

3432 |F-24-709 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3433 |F-24-711 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3434 |F-24-801 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3435 |F-24-802 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3436 |F-24-803 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER
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[~ 3437 |F-24-804 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES |FIRE EXTINGUISHER

3438 |F-24-901 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3439 |F-24-902 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3440 |F-24-903 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3441 |F-24-904 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3442 |F-24-905 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3443 |F-24-906 F-24, F-25 M, 5Y 1 Fire Extinguisher, Inspectior YES [FIRE EXTINGUISHER

3444 |F-27-1001 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1001 0-5K CFM |COOK UNI DOME

3445 |F-27-1002 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1002 0-5K CFM |COOK UNI DOME

3446 |F-27-1003 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1003 0-5K CFM |COOK UNI DOME

3447 |F-27-1004 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1004 0-5K CFM |CENTRIMASTER

3448 |F-27-1016 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1016 0-5K CFM |CENTRIMASTER

3449 |F-27-1017 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1017 0-5K CFM |CENTRI MASTER

3450 |F-27-1018 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1018 0-5K CFM |DAYTON

3451 |F-27-1201 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1201 0-5K CFM |LOREN COOK

3452 |F-27-1202 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1202 0-5K CFM |CENTRIMASTER

3453 |F-27-13100 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13100 0-5K CFM|CENTRIMASTER

3454 |F-27-13101 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13101 0-5K CFM|DAYTON

3455 |F-27-13121 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13121 0-5K CFM|CENTRIMASTER

3456 |F-27-13122 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13122 0-5K CFM|CENTRIMASTER

3457 |F-27-13123 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13123 0-5K CFM|DAYTON

3458 |F-27-13124 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRFI EF-13124 0-5K CFM|CENTRIMASTER

FAN CENTRIF EF-15125 U-OKN CFVI

3459 |F-27-13125 F-27 A 1 Fan, Centrifugal Up to 5,000 CFM RR 1205 CENTRIMASTER

3460 |F-27-13401 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13401 0-5K CFM|CARNES

3461 |F-27-13402 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13402 0-5K CFM|CARNES

3462 |F-27-13406 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13406 0-5K CFM|CARNES

3463 |F-27-13501 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13501 0-5K CFM|CENTRIMASTER

3464 |F-27-13502 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13502 0-5K CFM|CARNES

3465 |F-27-13503 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13503 0-5K CFM|CENTRIMASTER

3466 |F-27-13504 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13504 0-5K CFM|CENTRIMASTER

3467 |F-27-13505 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13505 0-5K CFM|CENTRIMASTER

3468 |F-27-13506 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13506 0-5K CFM|PENN VENTILATION
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3460 |F-27-13507 F-27 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-13507 0-5K CFM|CENTRIMASTER |
3470 |F-27-13508 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-13508 0-5K CFM|CENTRIMASTER
3471 |F-27-280101 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-2801 SNYDER GENERAL
3472 |F-27-280102 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-1015 0-5K CFM |CENTRIMASTER
3473 |F-27-280201 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIFUGAL SNYDER GENERAL
3474 |F-27-280301 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIFUGAL SNYDER GENERAL
3475 |F-27-280401 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIFUGAL SNYDER GENERAL
3476 |F-27-280501 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIFUGAL SNYDER GENERAL
3477 |F-27-280601 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIFUGAL SNYDER GENERAL
3478 |F-27-280701 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIFUGAL SNYDER GENERAL
3479 |F-27-280801 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIFUGAL SNYDER GENERAL
3480 |F-27-280901 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIFUGAL SNYDER CONTROL
3481 |F-27-281001 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIFUGAL SNYDER GENERAL
3482 |F-27-2901 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIFUGAL GREENHECK
3483 |F-27-2902 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIFUGAL GREENHECK
3484 |F-27-2903 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIFUGAL GREENHECK
3485 |F-27-3101 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-3101 0-5K CFM |CENTRIMASTER
3486 |F-27-3200 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-3200 0-5K CFM |CENTRIMASTER
3487 |F-27-3801 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-3801 0-5K CFM |CARNES
3488 |F-27-401 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-401 0-5K CFM |CARNES
3489 |F-27-402 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-402 0-5K CFM  |CARNS
3490 |F-27-403 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-403 0-5K CFM |CARNES
3491 |F-27-407 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-407 0-5K CFM  |LOREN COOK
3492 |F-27-501 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-501 0-5K CFM |GREENHECK

CARNS/CENTRIVMAS
3493 |F-27-601 F-27 A 1 Fan, Centrifugal Up to 5,000 CFM FAN CENTRIF EF-601 0-5K CFM |TER
3494 |F-27-6501 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-6501 0-5K CFM |EXIT AIRE
3495 |F-27-6502 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-6502 0-5K CFM |EXIT AIRE
3496 |F-27-6701 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-6701 0-5K CFM |GREENHECK
3497 |F-27-703 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-703 0-5K CFM  |CENTERIMASTER
3498 |F-27-705 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-705 0-5K CFM  |CENTRIMASTER
3499 |F-27-706 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-706 0-5K CFM |CENTRIMASTER
3500 |F-27-707 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-707 0-5K CFM  |CENTRIMASTER
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3501 |F-27-708 F-27 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-708 0-5K CFM_ |DAYTON
3502 |F-27-709 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-709 0-5K CFM  |DAYTON
3503 |F-27-710 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-710 0-5K CFM  |DAYTON
3504 |F-27-711 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-711 0-5K CFM  |DAYTON
3505 |F-27-712 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-712 0-5K CFM  |BUFFLO FORGE
3506 |F-27-713 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-713 0-5K CFM  |BUFFLO FORGE
3507 |F-27-714 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-714 0-5K CFM  |CENTRI MASTER
3508 |F-27-801 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-801 0-5K CFM |COOKACE
3509 |F-27-901 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-901 0-5K CFM |COOK
3510 |F-27-902 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-902 0-5K CFM |COOK
3511 |F-27-903 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-903 0-5K CFM  |LOREN COOK
3512 |F-27-904 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-904 0-5K CFM |LOREN COOK
3513 |F-27-1019 F-27 A 1 Fan, Centrifugal Up to 5,000 CFMN FAN CENTRIF EF-1019 0-5K CFM |LOREN COOK
3514 |F-27-2601 F-27 A 1 Fan, Centrifugal Up to 5,000 CFN FAN CENTRIF EF-2601 0-5K CFM |LOREN COOK
3515 |F-27-1005 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFN FAN CENTRIF EF-1005 5-10K CFM|CENTRIMASTER
3516 |F-27-1006 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-1006 5-10K CFM|CENTRIMASTER
3517 |F-27-1007 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-1007 5-10K CFM|CENTRI MASTER
3518 |F-27-1008 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-1008 5-10K CFM|CENTRI MASTER
3519 |F-27-1011 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-1011 5-10K CFM|CARNES
3520 |F-27-3102 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF RF-1 5-10K CFM ALLADIN
3521 |F-27-3201 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF RF-2 5-10K CFM ALADDIN
3522 |F-27-3804 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF RF-111 5-10K CFM |TRANE
3523 |F-27-406 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-406 5-10K CFM |CARNES
3524 |F-27-6C01 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-6C01 5-10K CFM|WESTINGHOUSE
3525 |F-27-701 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-701 5-10K CFM |CENTRIMASTER
3526 |F-27-702 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-702 5-10K CFM |CENTRIMASTER
3527 |F-27-704 F-27A A 1 Fan, Centrifugal 5,000 TO 10,000 CFMN FAN CENTRIF EF-704 5-10K CFM |CENTRIMASTER
3528 |F-27-3108 F-2/B A 1 Fan, Centrifugal 10,000 TO 15,000 CFN FAN CENTRIF SF-1 5-15K CFM ALADDIN
3529 |F-27-3109 F-2/B A 1 Fan, Centrifugal 10,000 TO 15,000 CFN FAN CENTRIF SF-1 5-15K CFM ALADDIN
3530 |F-27-3110 F-2/B A 1 Fan, Centrifugal 10,000 TO 15,000 CFN FAN CENTRIF SF-1 5-15K CFM ALADDIN
3531 |F-27-3111 F-2/B A 1 Fan, Centrifugal 10,000 TO 15,000 CFN FAN CENTRIF SF-1 5-15K CFM ALADDIN
3532 |F-27-3503 F-27D A 1 Fan, Centrifugal 20,000 TO 30,000 CFN FAN CENTRIF SF-101 30-50K CFM|TRANE
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3533 |F-27-3602 F-27D 1 Fan, Centrifugal 20,000 TO 30,000 CFN FAN CENTRIF RF-104 22K CFM | TRANE
3534 |F-27-3701 F-27D A 1 Fan, Centrifugal 20,000 TO 30,000 CFN FAN CENTRIF RF-105 22K CFM TRANE
3535 |F-27-3702 F-27D A 1 Fan, Centrifugal 20,000 TO 30,000 CFN FAN CENTRIF RF-106 22K CFM TRANE
3536 |F-27-3105 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-4A 25-30K CFM |ALADDIN
3537 |F-27-3106 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-4B 25-30K CFM |ALADDIN
3538 |F-27-3202 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-5A 27K CFM ALADDIN
3539 |F-27-3203 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-5B 27K CFM ALADDIN
3540 |F-27-3204 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF SF-2 15-30K CFM  |ALADDIN
3541 |F-27-3205 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF SF-2 15-30K CFM  |ALADDIN
3542 |F-27-3206 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF SF-2 15-30K CFM  |ALADDIN
3543 |F-27-3501 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-101 29K CFM TRANE
3544 |F-27-3502 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-102 29K CFM TRANE
3545 |F-27-3601 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-103 26K CFM TRANE
3546 |F-27-3703 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF SF-105 15-30K CFM|TRANE
3547 |F-27-3704 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF SF-105 15-30K CFM|TRANE
3548 |F-27-3805 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-107 27K CFM TRANE
3549 |F-27-3806 F-27E A 1 Fan, Centrifugal 25,000 TO 30,000 CFN FAN CENTRIF RF-108 27K CFM TRANE
3550 |F-27-3107 F-27F A 1 Fan, Centrifugal > 30,000 CFNM FAN CENTRIF RF-8 38K CFM ALADDIN
3551 |F-27-3301 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF RF-7A 33K CFM ALADDIN
3552 |F-27-3302 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF RF-7B 33K CFM ALADDIN
3553 |F-27-3303 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-7A 30-50K CFM |ALADDIN
3554 |F-27-3304 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-7A 30-50K CFM |ALADDIN
3555 |F-27-3401 F-27F A 1 Fan, Centrifugal > 30,000 CFNM FAN CENTRIF RF-6A 32K CFM ALADDIN
3556 |F-27-3402 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF RF-6B 32K CFM ALADDIN
3557 |F-27-3403 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-6A 30-50K CFM |ALADDIN
3558 |F-27-3404 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-6A 30-50K CFM |ALADDIN
3559 |F-27-3504 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-101 30-50K CFM|TRANE
3560 |F-27-3603 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-103 30-50K CFM|TRANE
3561 |F-27-3604 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-103 30-50K CFM|TRANE
3562 |F-27-3807 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-108 30-50K CFM|TRANE
3563 |F-27-3808 F-27F A 1 Fan, Centrifugal > 30,000 CFN FAN CENTRIF SF-107 30-50K CFM|TRANE

ANERICAN
3564 |F-20-3101 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-4A STANDARD
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AVERICAN
3565 |F-29-3102 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-4A STANDARD
ANERICAN
3566 |F-29-3103 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-4A STANDARD
ANERICAN
3567 |F-29-3104 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-1 STANDARD
ANERICAN
3568 |F-29-3105 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-8 STANDARD
ANERICAN
3569 |F-29-3106 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-8 STANDARD
ANERICAN
3570 |F-29-3201 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-2 STANDARD
ANERICAN
3571 |F-29-3202 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-2 STANDARD
ANERICAN
3572 |F-29-3203 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-5 STANDARD
ANERICAN
3573 |F-29-3204 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-5 STANDARD
ANERICAN
3574 |F-29-3205 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-5 STANDARD
ANERICAN
3575 |F-29-3301 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-7A STANDARD
ANERICAN
3576 |F-29-3302 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-7A STANDARD
ANERICAN
3577 |F-29-3303 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-7A STANDARD
ANERICAN
3578 |F-29-3304 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-7A STANDARD
ANERICAN
3579 |F-29-3401 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-6 STANDARD
ANERICAN
3580 |F-29-3402 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-6 STANDARD
ANERICAN
3581 |F-29-3403 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-6 STANDARD
ANERICAN
3582 |F-29-3404 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-6 STANDARD
ANERICAN
3583 |F-29-3501 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-101 STANDARD
ANERICAN
3584 |F-29-3502 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-101 STANDARD
ANERICAN
3585 |F-29-3503 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-101 STANDARD
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AVERICAN
3586 |F-29-3601 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-103 STANDARD
ANIERICAN
3587 |F-29-3602 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-103 STANDARD
ANIERICAN
3588 |F-29-3603 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-103 STANDARD
ANIERICAN
3589 |F-29-3701 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-105 STANDARD
ANIERICAN
3590 |F-29-3702 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-105 STANDARD
ANIERICAN
3591 |F-29-3703 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-105 STANDARD
ANIERICAN
3592 |F-29-3801 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-107&108 |STANDARD
ANIERICAN
3593 |F-29-3802 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-107&108 |STANDARD
ANIERICAN
3594 |F-29-3803 F-29 Q 1 Filter, Roll Type, Disposable Media FILTER ROLL TYPE FS-107&108 |STANDARD
3595 [F-32-1001 F-32 Q 18 Filter, Throw Away FILTER THROW AWAY SF-112 AM STD
3596 [F-32-1002 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY FCU-3 AM STD
3597 [F-32-1003 F-32 Q 10 Filter, Throw Away FILTER THROW AWAY SF-112 AM STD
3598 |F-32-1004 F-32 Q 8 Filter, Throw Away FILTER THROW AWAY
3599 |F-32-1005 F-32 Q [§] Filter, Throw Away FILTER THROW AWAY
3600 [F-32-1201 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY UH-A1 AM STD
3601 [F-32-1202 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY UH-A2 AM STD
3602 [F-32-201 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY FC-01 U.S.STD
3603 [F-32-202 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY FC-02 U.S.STD
3604 [F-32-280101 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3605 [F-32-280201 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3606 [F-32-280301 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3607 [F-32-280401 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3608 [F-32-280501 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3609 [F-32-280601 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3610 [F-32-280701 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3611 [F-32-280801 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
3612 [F-32-280901 F-32 Q 2 Filter, Throw Away FITLER THROW AWAY VARIOUS
3613 [F-32-281001 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY VARIOUS
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3614 |F-32-2901 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY
3615 |F-32-2902 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY
3616 [F-32-2903 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY
3617 |F-32-2904 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY
3618 |F-32-2905 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY
3619 |F-32-401 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY AM STD
3620 |F-32-402 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY AM STD
3621 |F-32-403 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY AM STD
3622 |F-32-404 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY AM STD
FILTER THRUOUW AWAY GUARD
3623 |F-32-501 F-32 Q 1 Filter, Throw Away OFFICE AM STD
3624 |F-32-502 F-32 Q 2 Filter, Throw Away FILTER THROW AWAY UH-F AM STD
3625 |F-32-503 F-32 Q 1 Filter, Throw Away FILTER THROW AWAY UH-G AM STD
3626 |F-32-901 F-32 Q 3 Filter, Throw Away FILTER THROW AWAY GFI
3627 |F-32-902 F-32 Q 4 Filter, Throw Away FILTER THROW AWAY GFI
3628 [|F-36-1001 F-36 A 1 Fan, Propeller, 24 in. Diameter or Large FANS PROPELLER 36" DAYTON
3629 |F-36-1002 F-36 A 1 Fan, Propeller, 24 in. Diameter or Large FANS PROPELLER 36" DAYTON
3630 [F-36-201 F-36 A 1 Fan, Propeller, 24 in. Diameter or Large FAN PROPELLER DAYTON
3631 |F-36-202 F-36 A 1 Fan, Propeller, 24 in. Diameter or Large FAN PROPELLER DAYTON
3632 |F-36-203 F-36 A 1 Fan, Propeller, 24 in. Diameter or Large FAN PROPELLER DAYTON
ANERICAN
3633 |F-36-901 F-36 A 1 Fan, Propeller, 24 in. Diameter or Larger FAN PROPELLER COOLAIR
3634 |F-39-701 F-39 SA 1 Cafeteria Exhaust Hood Duct System (per, 10 feet of duct work) EXHAUST HOOD EXH-001 FISCHER
3635 |F-39-702 F-39 SA 1 Cafeteria Exhaust Hood Duct System (per, 10 feet of duct work) EXHAUST HOOD EXH-002 FISHER
3636 |F-39-703 F-39 SA 1 Cafeteria Exhaust Hood Duct System (per, 10 feet of duct work) EXHAUST HOOD EXH-003 VENTMASTER
3637 |F-39-704 F-39 SA 1 Cafeteria Exhaust Hood Duct System (per, 10 feet of duct work) EXHAUST HOOD EXH-004 VENT MASTER
3638 |F-39-705 F-39 SA 1 Cafeteria Exhaust Hood Duct System (per, 10 feet of duct work) EXHAUST HOOD EXH-005 VENT MASTER
3639 |F-39-706 F-39 SA 1 Cafeteria Exhaust Hood Duct System (per, 10 feet of duct work) EXHAUST HOOD EXH-006 VENT MASTER
3640 |F-49-201 F-49 Q 1 Filter, Control Ail FILTER CONTROL AIR MAC-1 PNEUMATECH
3641 |F-49-202 F-49 Q 1 Filter, Control Ail FILTER CONTROL AIR SMAC-1A |ZENKS
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3642 |F-49-203 F-49 Q 1 Filter, Control Al FILTER CONTROL AIR SMAC-18 |PNEUMATECH
3643 |F-49-206 F-49 Q 1 Filter, Control Ail FILTER AIR CONTROL WILKERSON
3644 |F-49-207 F-49 Q 1 Filter, Control Ail FILTER CONTROL AIR HANKISON
3645 |F-49-208 F-49 Q 1 Filter, Control Ail FILTER AIR PNEUMATECH
3646 |F-49-209 F-49 Q 1 Filter, Control Ail FILTER AIR PNEUMATECH
3647 |F-49-210 F-49 Q 1 Filter, Control Ail FILTER AIR - REGULATOR WILKERSON
3648 |F-49-3501 F-49 Q 1 Filter, Control Ail FILTER CONTROL AIR PH-5 HONEYWELL
3649 |F-49-3601 F-49 Q 1 Filter, Control Ail FILTER CONTROL AIR PH-6 HONEYWELL
3650 |F-49-3701 F-49 Q 1 Filter, Control Ail FILTER CONTROL AIR 105 HONEYWELL
3651 |F-49-3801 F-49 Q 1 Filter, Control Ail FILTER CONTROL AIR PH-8 HONEYWELL
RAUNVIES TEAD
3652 |G-01-201 G-01 SA 1 Fuel Oil Filter/Strainer FUEL OIL STRAINER/FILTER INSDUSTRIES
3653 |G-01-202 G-01 SA 1 Fuel Oil Filter/Straine FUEL OIL STRAINER/FILTER
3654 |G-01-203 G-01 SA 1 Fuel Oil Filter/Straine FUEL OIL STRAINER/FILTER
3655 |G-01-204 G-01 SA 1 Fuel Oil Filter/Straine FUEL OIL STRAINER/FILTER
3656 |G-01-205 G-01 SA 1 Fuel Oil Filter/Straine FUEL OIL STRAINER/FILTER
3657 |G-01-206 G-01 SA 1 Fuel Oil Filter/Straine FUEL OIL STRAINER/FILTER
3658 |G-02-702 G-02 M 1 Grease Trap GREASE TRAP
3659 |G-03-1101 G-03 SA 1 Gates and Fences, Security and Acces: FENCE 432K SECURITY ACCESS
GATES SELCURITY UR ACLLESS
3660 |G-03-1102 G-03 SA 1 Gates and Fences, Security and Access 18 EA
3661 |G-03-801 G-03 SA 1 Gates and Fences, Security and Acces: GATE CHILD CARE NORTH LCN CLOSAR
3662 |G-03-802 G-03 SA 1 Gates and Fences, Security and Acces: GATE CHILD CARE EAST LCN CLOSAR
3663 |H-01-201 H-01 A 1 Hot Water Converter, Stean CONVERTER S BLDG HW C-102 |DUNHAM-BUSH
3664 |H-01-203 H-01 A 1 Hot Water Converter, Stean CONVERTER N BLDG HW C-101 |PATTERSON KELLY
3665 |H-01-205 H-01 A 1 Hot Water Converter, Stean CONVERTER BFW C-103 UNKNOWN
WATER AEATER (GAS) W UNTI
3666 [H-02-201 H-02 A 1 Hot Water Heater, Gas 201 AJAX ACE BUEHLER
WATER AEATER (GAS) U UNTI
3667 [H-02-202 H-02 A 1 Hot Water Heater, Gas 202 AJAX ACE BUEHLER
WATER AEATER (GAS) E UNITI
3668 [H-02-203 H-02 A 1 Hot Water Heater, Gas 203 AJAX ACE BUEHLER
3669 [H-03-401 H-03 A 1 Hot Water Heater, Electric HW HEATER EHW-1 HOYT
3670 |H-03-402 H-03 A 1 Hot Water Heater, Electric HW HEATER EHW-2 AMERICAN
3671 JH-03-403 H-03 A 1 Hot Water Heater, Electric HW HEATER EHW-3 HOYT
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PLATE &
3672 [H-04-201 H-04 1 Plate Heat Exchanger FRAME PF-201 ALFA LAVAL
3673 |H-15-401 H-15 A 1 Hoist, Electric HOIST ELECTRIC NORTH AMERICAN
3674 |H-15-501 H-15 A 1 Hoist, Electric HOIST ELECTRIC NORTH AMERICAN
36/5 [1-02-201 1-02 A 1 Fan Coil Unit, Undel FAN COIL UNIT FC-01 TRANE
36/6 [1-02-502 1-02 A 1 Fan Coil Unit, Undel FAN COIL UNIT FC-502 CARRIER
3677 |1-02-701 1-02 A 1 Fan Coil Unit, Undel FAN COIL UNIT FCU-701 CARRIER
36/8 |1-04-1001 1-04 A 1 Fan Coil Unit, Ceiling Hung FAN COIL UNIT FC-1004 CARRIER
3679 [1-04-1002 1-04 A 1 Fan Coil Unit, Ceiling Hung FAN COIL UNIT FC-1005 CARRIER
3680 [1-04-1003 1-04 A 1 Fan Coil Unit, Ceiling Hung FAN COIL UNIT FC-1006 CARRIER
3681 |1-04-1201 1-04 A 1 Fan Coil Unit, Ceiling Hung FAN COIL UNIT FC-1201
3682 [1-04-1202 1-04 A 1 Fan Coil Unit, Ceiling Hung FAN COIL UNIT FC-1202
3683 [1-04-201 1-04 A 1 Fan Coil Unit, Ceiling Hung FAN COIL UNIT FC-02 CARRIER
3684 [1-04-501 1-04 A 1 Fan Coil Unit, Ceiling Hung FAN COIL UNIT FC-04
3685 |K-02-801 K-02 Q 1 PLAY STRUCTURE SLIDING PLAY STRUCTURE SLIDING
3686 |K-04-801 K-04 M 1 PLAY STRUCTURE CLIMBING PLAY STRUCTURE CLIMBING
3687 |K-06-801 K-06 M 1 PLAY STRUCTURE SAND PLAY STRUCTURE SAND
3688 |K-06-802 K-06 M 1 PLAY STRUCTURE SAND PLAY STRUCTURE SAND
3689 |K-07-801 K-07 SA 1 PLAY STRUCTURE SIGN PLAY STRUCTURE SIGN
3690 |K-07-802 K-07 SA 1 PLAY STRUCTURE SIGN PLAY STRUCTURE SIGN
3691 |K-09-801 K-09 A 1 PLAY STRUCTURE CARRIAGE PLAY STRUCTURE CARRIAGE
3692 |K-09-802 K-09 A 1 PLAY STRUCTURE CARRIAGE PLAY STRUCTURE CARRIAGE
3693 |K-101-701 K-101, K-101A | Q, SA 1 Kitchen Equipment, Dishwashing Machine, Electri DISHWASHING MACH HOBART
3694 |K-101-801 K-101, K-101A | Q, SA 1 Kitchen Equipment, Dishwashing Machine, Electri DISHWASHING MACH CC-01 HOBART
3695 |K-102-701 K-102, K-102A | Q, SA 1 Kitchen Equipment, Frye DEEP FRYER N UNIT DF-001 TOASTMASTER
3696 |K-102-702 K-102, K-102A | Q, SA 1 Kitchen Equipment, Frye DEEP FRYER S UNIT DF-002 TOASTMASTER
3697 |K-102-703 K-102, K-102A | Q, SA 1 Kitchen Equipment, Frye FRYER TOASTMASTER
3698 |K-102-704 K-102, K-102A | Q, SA 1 Kitchen Equipment, Frye FRYER TOASTMASTER
3699 |K-102-705 K-102, K-102A | Q, SA 1 Kitchen Equipment, Frye FRYER DUMP W/HEAT LAMP TOASTMASTER
3700 |K-105-1301 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make KITCHEN EQUIP ICE MAKER HOSHIZAKI
3701 |K-105-701 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make ICE MAKER IM-701 SCOTTSMAN
3702 |K-105-702 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make ICE MAKER IM-702 SCOTTSMAN
3703 |K-105-703 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make BEVERAGE AND ICE DISPENSER [FOLLETT
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3704 [K-105-705 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make BEVERAGE & ICE DISPENSER  |FOLLETT

3705 |K-105-706 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make ICE MAKER/DISPENSER IM-706 |SCOTSMAN

3706 |K-105-707 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make ICE MAKER DISPENSER IM-707  [ICE-O-MATIC

3707 |K-105-708 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make ICE MAKER DISPENSER (IRS) HOSHIZAKI

3708 |K-105-1302 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make ICE MACHINE "C" CANTEEN

3709 |K-105-1303 K-105, K-105A | Q, SA 1 Kitchen Equipment, Ice Make ICE MACHINE "D" CANTEEN

3710 |K-106-701 K-106, K-106A | Q, SA 1 Kitchen Equipment, Kettle NONTILT KETTLE N UNIT GROEN

3711 |K-106-702 K-106, K-106A | Q, SA 1 Kitchen Equipment, Kettle NONTILT KETTLE C UNIT GROEN

3712 |K-106-703 K-106, K-106A | Q, SA 1 Kitchen Equipment, Kettle NONTILT KETTLE S UNIT GROEN

3713 |K-106-704 K-106, K-106A | Q, SA 1 Kitchen Equipment, Kettle TILTING KETTLE N UNIT GROEN

3714 |K-106-705 K-106, K-106A | Q, SA 1 Kitchen Equipment, Kettle TILTING KETTLE S UNIT GROEN

3715 |K-107-701 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over OVEN BAKING T UNIT HOBART

3716 |K-107-702 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over OVEN BAKING C UNIT HOBART

3717 |K-107-703 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over OVEN BAKING B UNIT HOBART

3718 |K-107-704 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over OVEN CONVECTION T UNIT HOBART

3719 |K-107-705 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over OVEN CONVECTION B UNIT HOBART

3720 |K-107-706 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over HEATED CABINET ALTO SHAAM

3721 |K-107-707 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over BREAD WARMER ALTO-SHAAM

3722 |K-107-708 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over KITCHEN EQUIP OVEN ALTO SHAM

FUUD WARNMING
3723 |K-107-711 K-107, K-107A | Q, SA 1 Kitchen Equipment, Oven HEATED CABINET EQUIPMENT
3724 |K-107-712 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over CONVEYOR OVEN CTX
S EAVM PRESSURE CUURER S

3725 |K-107-713 K-107, K-107A | Q, SA 1 Kitchen Equipment, Oven UNIT 701 CLEVELAND RANGE

3726 |K-107-801 K-107, K-107A | Q, SA 1 Kitchen Equipment, Over KITCHEN EQUIPMENT OVEN HOBART

3727 |K-108-702 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range RANGE N UNIT CFP-702 VULCAN

HUT/CULD SELF SERVE

3728 |K-108-703 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range COUNTER

3729 |K-108-704 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range HOT COUNTER

3730 |K-108-705 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range HOT/COLD SERVING COUNTER

3731 |K-108-706 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range STEAM TABLE

3732 |K-108-708 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range KITCHEN EQUIP RANGE TOASTMASTER

ANERICAN
3733 |K-108-709 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range KITCHEN EQUIP RANGE PERMENET WARE
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3734 [K-108-710 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range KITCHEN EQUIP RANGE VALLRUTH
3735 |K-108-801 K-108, K-108A | Q, SA 1 Kitchen Equipment, Range RANGE RCA
BIRKKENWALD
\DUNHAMBUSH
3736 |K-109-701 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) REFIGERATOR WALK IN #1 \COPELAND
BIRKKENWALD
\DUNHAMBUSH
3737 |K-109-702 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) FREEZER WALK IN #2 \TECH
BIRRKENVVALD
3738 |K-109-703 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) REFRIGERATOR WALK IN #3 \BOHN \TECH
BIRKKENWALD
\DUNHAMBUSH
3739 |K-109-704 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) REFRIGERATOR WALK IN #4 \COPELAND
3740 |K-109-705 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR REACH IN #5 RAETONE
3741 |K-109-706 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR REACH IN TRAULSEN
3742 |K-109-707 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR PIZZA PREP DELFIELD
REFRIGERATUR REALUH IN AIRK
3743 |K-109-708 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) SCREEN HUSSMAN
3744 |K-109-709 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR RECESSED SILVER KING
3745 |K-109-710 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR RECESSED SILVER KING
3746 |K-109-711 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units FREEZER RECESSED SILVER KING
CUSTOUOM
STAINLESS
3747 |K-109-712 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) SOUP/SANDWICH COUNTER FARICATION
3748 |K-109-713 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR SALAL BAR
REFRIGERATUR DESSERI
3749 |K-109-714 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) COUNTER
3750 |K-109-716 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units KITCHEN EQUIP FREEZER TRAULSEN
3751 |K-109-801 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIG/FREEZER CC-801 HOBART
3752 |K-109-802 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR\FREEZER CC-02 |[KELVINATOR
3753 |K-109-803 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units FREEZER CC-03 AMANA
3754 |K-109-804 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units REFRIGERATOR/FREEZER CC-04|WESTINGHOUSE
RITCHEN EQUIFVMENT
3755 |K-109-805 K-109, K-109A | Q, SA 1 Kitchen Equipment, Refrigerators/Freezers (Walk-In Units) REFRIGERATOR/FREEZER ASBCOLD CORP
LUAUING RAVIF ADJUSTABLE LDU-JUDUCK KELLEY
3756 |L-02-1001 L-02 Q 1 Loading Ramp, Adjustable 01 PUMP BURNS
LUADUING RAVIF ADJUS TABLE LD-|
3757 |L-02-1002 L-02 Q 1 Loading Ramp, Adjustable 02 KELLEY
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TORDING RAVE ADJUSTABLE LD
3758 |L-02-1003 L-02 Q 1 Loading Ramp, Adjustable 03 KELLY
LUAUING RAVIF ADJUSTABLE N
3759 |L-02-401 L-02 Q 1 Loading Ramp, Adjustable BLDG
3760 |L-03-1101 L-03 A 1 Lighting, Special Feature LIGHT SPECIAL 212JEA
3761 |L-03-1201 L-03 A 1 Lighting, Special Feature LIGHT SPECIAL (EXIT 3 EA)
3762 |L-03-2901 L-03 A 1 Lighting, Special Feature LIGHTING SPECIAL FIXTURE
3763 |L-03-401 L-03 A 83 Lighting, Special Feature LIGHT SPECIAL LIGHTING 83}EA
3764 |L-03-501 L-03 A 130 Lighting, Special Featur LIGHT SPECIAL LIGHTING 130}EA
3765 |L-03-701 L-03 A 57 Lighting, Special Feature LIGHTS SPECIAL BOOTH (57) EA
LIGHATS SFECLUIAL TABLES (1U4)
3766 [L-03-702 L-03 A 104 Lighting, Special Feature EA
3767 |L-03-703 L-03 A 1 Lighting, Special Feature LIGHTS SPEC E CAFE COLUMBIA
3768 |L-03-704 L-03 A 1 Lighting, Special Feature LIGHTS SPEC E CAFE PRESOLITE
3769 |L-03-705 L-03 A 1 Lighting, Special Feature LIGHTS SPEC E CAFE PRESOLITE
3770 |L-03-706 L-03 A 1 Lighting, Special Feature LIGHTS SPEC E CAFE COLUMBIA
37/1 |L-03-707 L-03 A 1 Lighting, Special Feature LIGHTS SPEC E CAFE COLUMBIA
3772 |L-03-801 L-03 A [§] Lighting, Special Feature LIGHT SPECIAL (EXIT 6 EA)
3773 [L-04-1101 L-04A SA 1 Lighting, Outside Incandescen LIGHT OUTSIDE INCAND
LIGNtng, UUSIde, FIUOrescerit, vMierCury vdapor OF HIgT Fressure LIGAT UUTSIDE VIERCURY
3774 |L-04-1102 L-04B 5Y 1 Sodium VAPOR
3775 |L-05-1101 L-05 A 1131 Lawn Sprinklers (per nozzle LAWN SPRINKLERS 1131 EA VARIOUS
LAVWN SFRINRLER SYSTEM
3776 |L-05-1401 L-05 A 283 Lawn Sprinklers (per nozzle) COURT YARDS VERIOUS MFG.
3777 |M-01-1101 M-01 A 4 Manhole, Electrica MANHOLE ELECT 4}EA
3778 |M-02-1101 M-02 Q 3 Manhole, Sewe MANHOLE SEWER 3}EA
3779 [M-03-1001 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR 3HP AC-01 LEROY SOMER
3780 [M-03-1002 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR 3HP AC-02 LEROY SOMER
3781 [M-03-1003 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR 3HP AC-03 LEROY SOMER
3782 [M-03-1005 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR CHW P-49 FRANKLIN
GENERAL
ELECTRIC/CENTRIM
3783 |M-03-1006 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MOTOR EF-1005 ASTER
DAY TOUN/CEN TRIIVIA
3784 |M-03-1007 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MOTOR EF-1006 STER
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GCENERAL
ELECTRIC/CENTRIM
3785 |M-03-1008 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MOTOR EF-1007 ASTER
TECAND
FARADAY/CENTRIM
3786 |M-03-1009 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MOTOR EF-1008 ASTER
GENERAL
ELECTRIC/CENTRIM
3787 |M-03-1010 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MOTOR EF-1010 ASTER
GENERAL
ELECTRIC/CENTRIM
3788 |M-03-1011 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MOTOR EF-5 ASTER
NMUTUR PREVENTIVE
3789 |[M-03-1014 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE BALDOR
3790 [M-03-201 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR MFO-1 P-132 WESTINGHOUSE
3791 [M-03-202 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR MFO-2 P-133 WESTINGHOUSE
3792 [M-03-203 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR FDB CH-1 GORDON-PIUTT
3793 [M-03-204 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR FDB-1 LOUIS ALLICE
3794 [M-03-205 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR FDB-2 LOUIS ALLICE
3795 [M-03-206 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR FDB-3 LIFE LINE
3796 [M-03-207 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR FDB-4 DAYTON
3797 |M-03-209 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR BAC-1
3798 [M-03-211 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR BAC-3 WESTINGHOUSE
3799 [M-03-212 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR BAC-4 WESTINGHOUSE
3800 [M-03-213 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR SAC-1 DAYTON
3801 [M-03-218 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR SMAC-2A BALDOR
3802 [M-03-219 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR SMAC-2B DOERR
NMUTUR FPREVENTATIVE
3803 |M-03-221 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE AURORA PUMP
3804 |M-03-222 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR P-03 RHW
3805 [M-03-230 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR BFW-1A NICO
3806 [M-03-231 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR BFW-2B NICO
3807 [M-03-232 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR BFW-3C NICO
3808 |M-03-241 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR PW-01
3809 |m-03-249 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR BALDOR
NMUTUR FPREVENTIVE
3810 |M-03-2901 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE
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3811 [M-03-3102 M-03A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR RF-1 LINCHON
3812 [M-03-3104 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-8 TOSHIBA
3813 [M-03-3106 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-4A UNKNOWN
3814 [M-03-3108 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-4B LINCHON
3815 [M-03-3112 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR COMPRESSOR 7.5 HP BALDOR
3816 [M-03-3113 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-06B RHW HOWELL
3817 [M-03-3114 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-05 RHW HOWELL
3818 [M-03-3115 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-06A RHW HOWELL
3819 [M-03-3202 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-2 LINCOLN
3820 [M-03-3203 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-5A LINCHON
3821 [M-03-3204 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-5B LINCOLN
3822 [M-03-3207 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR EF-3200 ELECTRIC
3823 [M-03-3208 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-2A RHW HOWELL
3824 [M-03-3209 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-2B RHW HOWELL
3825 [M-03-3301 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-7A LINCHON
3826 [M-03-3303 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-7B LINCHON
3827 [M-03-3305 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-01 RHW HOWELL
3828 [M-03-3306 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-01A RHW GE
3829 [M-03-3401 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-6A LINCHON
3830 [M-03-3403 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-6B LINCHON
3831 [M-03-3501 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-101 PACE MAKER
3832 [M-03-3502 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-102 PACE MAKER
3833 [M-03-3603 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-103 PACEMAKER
3834 [M-03-3604 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-104 LOUIS ALLIS
3835 [M-03-3605 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-108 RHW AURORA
3836 [M-03-3606 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-110 RHW AURORA
3837 [M-03-3607 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-109 RHW AURORA
3838 [M-03-3701 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-106 PACE MAKER
3839 [M-03-3703 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-105 TOSHIBA
3840 [M-03-3801 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-105 RHW AUORA
3841 [M-03-3802 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-106 RHW AURORA
3842 [M-03-3803 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR P-107 RHW AURORA
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3843 [M-03-3814 M-03A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-108 ELECTRIC
3844 [M-03-3815 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR RF-107 ELECTRIC
3845 [M-03-405 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR HW PUMP WEINMAN
3846 [M-03-501 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP BALDOR
3847 [M-03-502 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP BALDOR
3848 [M-03-503 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP (A) ELECTRIC
3849 [M-03-504 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP (B) ELECTRIC
3850 [M-03-505 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP (A) ELECTRIC
3851 [M-03-506 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP (B) ELECTRIC
3852 [M-03-507 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP (A) ELECTRIC
3853 [M-03-508 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR GLY PUMP (B) ELECTRIC
3854 [M-03-604 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 h MOTOR CPR1 VACUUM-01 GE
3855 [M-03-6101 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6101A CPR1-1 BALDOR
3856 [M-03-6102 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6101B CPR1-1 BALDOR
3857 [M-03-6103 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6102A CPR1-2 BALDOR
3858 [M-03-6104 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6102B CPR1-2 BALDOR
3859 [M-03-6105 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6103A CPR1-3 BALDOR
3860 [M-03-6106 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6103B CPR1-3 BALDOR
3861 [M-03-6107 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6104A CPR1-4 BALDOR
3862 [M-03-6108 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6104B CPR1-4 BALDOR
3863 [M-03-6109 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6105A CPR1-5 BALDOR
3864 [M-03-6110 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6105B CPR1-5 BALDOR
3865 [M-03-6111 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR COMPRESSOR 7.5 HP BALDOR
3866 [M-03-6112 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR COMPRESSOR 7.5 HP BALDOR
3867 [M-03-6303 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6302A CPR3-2 BALDOR
3868 [M-03-6304 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6302B CPR3-2 BALDOR
3869 [M-03-6305 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6303A CPR3-3 BALDOR
3870 [M-03-6306 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6303B CPR3-3 BALDOR
3871 [M-03-6307 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6304A CPR3-4 BALDOR
3872 [|M-03-6308 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6304B CPR3-4 BALDOR
3873 [|M-03-6309 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6305A CPR3-5 BALDOR
3874 [|M-03-6310 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6305B CPR3-5 BALDOR
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3875 [M-03-6311 M-03A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6306A CPR3-6 BALDOR
3876 [|M-03-6312 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6306B CPR3-6 BALDOR
3877 [|M-03-6404 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6704A CPR4-7 ELECTRIC
3878 [M-03-6405 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6704B CPR4-7 ELECTRIC
3879 [M-03-6501 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6501A CPR5-5 MARATHON
3880 [M-03-6502 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6501B CPR5-5 MARATHON
3881 [M-03-6503 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6502A CPR5-6 MARATHON
3882 [M-03-6504 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6502B CPR5-6 MARATHON
3883 [M-03-6505 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6503A CPR5-7 MARATHON
3884 [M-03-6506 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6503B CPR5-7 MARATHON
3885 [M-03-6507 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6504A CPR5-8 MARATHON
3886 [M-03-6508 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6504B CPR5-8 MARATHON
3887 [M-03-6509 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6505A CPR5-9 MARATHON
3888 [M-03-6510 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6505B CPR5-9 MARATHON
3889 [M-03-6511 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6506A CPR5-10 TACO
3890 [M-03-6512 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6506B CPR5-10 TACO
3891 [M-03-6601 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6601A CPR6-1 TACO
3892 [M-03-6602 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6601B CPR6-1 TACO
3893 [M-03-6603 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6602A CPR6-2 TACO
3894 [M-03-6604 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6602B CPR6-2 TACO
3895 [M-03-6605 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6603A CPR6-3 TACO
3896 [M-03-6606 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6603B CPR6-3 UNIMOUNT 125
3897 [M-03-6607 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6604A CPR6-4 TACO
3898 [M-03-6608 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6604B CPR6-4 TACO
3899 [M-03-6F01 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6F01A CPRF-1 BALDOR
3900 [M-03-6F02 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6F01B CPRF-1 BALDOR
3901 [M-03-6F03 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6F02A CPRF-2 BALDOR
3902 [M-03-6F04 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6F02B CPRF-2 BALDOR
3903 [M-03-6X01 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X01A CPRX-1 BALDOR
3904 [M-03-6X02 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X01B CPRX-1 BALDOR
3905 [M-03-6X03 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X02A CPRX-2 BALDOR
3906 [M-03-6X04 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X02B CPRX-2 BALDOR
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3907 [M-03-6X05 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X03A CPRX-3 BALDOR
3908 [M-03-6X06 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X03B CPRX-3 BALDOR
3909 [M-03-6X07 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X04A CPRX-4 BALDOR
3910 [M-03-6X08 M-03A A 1 Motors, Preventive Maintenance 1to 7.5 h MOTOR GLY P-6X04B CPRX-4 BALDOR
NMUTUR FREDICTIVE

3911 |M-03A-1013 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE BULDOR
NMUTUR FREDICTIVE

3912 |M-03A-201 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE CENTURY
NMUTUR FREDICTIVE

3913 |M-03A-202 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE CENTURY
NMUTUR FREDICTIVE

3914 |M-03A-203 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE MARATHON
NMUTUR FREDICTIVE

3915 |M-03A-204 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE US ELECT
NMUTUR FREDICTIVE

3916 |M-03A-205 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE MARATHON
NMUTUR FREDICTIVE

3917 |M-03A-206 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE US ELECTRIC
NMUTUR FREDICTIVE

3918 |M-03A-207 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE US ELECTRIC
NMUTUR FREDICTIVE

3919 |M-03A-213 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE BALDOR
NMUTUR FREDICTIVE

3920 [M-03A-215 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE CENTURY
NMUTUR FREDICTIVE

3921 |M-03A-216 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE CENTURY
NMUTUR FREDICTIVE

3922 |M-03A-217 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE CENTURY
NMUTUR FREDICTIVE

3923 |M-03A-218 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE
NMUTUR FREDICTIVE

3924 |M-03A-219 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE
NMUTUR FREDICTIVE

3925 |M-03A-220 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE
NMUTUR FREDICTIVE

3926 |M-03A-221 M-03A A 1 Motors, Preventive Maintenance 1 to 7.5 hp MAINTENANCE
NMUTUR FREVENTIVE

3927 |M-03-1013 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 hp MAINTENANCE BULDOR

3928 [M-03-214 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR MAC-1 CENTURY

3929 [M-03-215 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR MAC-2 CENTURY
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3930 [M-03-223 M-03B 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR P-07 HW MARATHON
3931 [M-03-224 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR P-08 HW US ELECT
3932 [M-03-225 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR P-010 HW MARATHON
3933 [M-03-226 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR P-101 HW US ELECTRIC
3934 [M-03-227 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR P-102 HW US ELECTRIC
3935 [M-03-228 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR P-04 RHW MARATHON

BALDUR HIGH
3936 |M-03-229 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 hp MOTOR P-09 RHW EFFICIENCY
3937 [M-03-235 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR P-13A CHW 50 HP TOSHIBA
3938 [M-03-236 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR P-13B CHW TOSHIBA
3939 [M-03-237 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CHW PUMP BALDOR
3940 [M-03-238 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CHW PUMP BALDOR
3941 [M-03-240 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CHW PUMP MAGNETEK
3942 [M-03-242 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CDW P-11 CENTURY
3943 [M-03-243 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CDW P-12 CENTURY
3944 [M-03-244 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CDW P-13 CENTURY
3945 [M-03-245 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CT-1 MARATHON ELECT.
3946 [M-03-246 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CT-2
3947 [M-03-247 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CT-3
3948 [M-03-248 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR CT-4
3949 [M-03-3101 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-1 TOSHIBA
3950 [M-03-3103 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-8 TOSHIBA
3951 [M-03-3105 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-4A TOSHIBA
3952 [M-03-3107 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-4B LINCOLN
3953 [M-03-3201 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR SF-2 LINCOLN ELECTRIC
3954 [M-03-3205 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-5A TOSHIBA
3955 [M-03-3206 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-5B LINCOLN
3956 [M-03-3302 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-7A TOSHIBA
3957 [M-03-3304 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-7B LINCOLN
3958 [M-03-3402 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-6A TOSHIBA
3959 [M-03-3404 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-6B LINCHON
3960 [M-03-3503 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-101 PACE MAKER
3961 [M-03-3504 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-102 PACE MAKER

PAGE 147 of 185 PAGES




IRS Building Delegation
Performance Work Statement

TECHNICAL EXHIBIT TE-5-UT

OGDEN, UTAH
Equipment Preventive Maintenance & Certification/Testing
IRS FRE Certifical
IRS PM/CERT | QUENC tion /
ITEM # JAsset Numbe GUIDES Y QTY IRS PM DESCRIPTION Testing Ogden Asset Description Asset Manufacturer
3962 [M-03-3601 M-03B 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR SF-103 TOSHIBA
3963 [M-03-3602 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-104 LOUIS ALLIS
3964 [M-03-3702 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-106 PACE MAKER
3965 [M-03-3704 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-105 TOSHIBA
3966 [M-03-3816 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-107 TOSHIBA
3967 [M-03-3817 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR SF-108 TOSHIBA
3968 [M-03-401 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR P-103 HW WESTINGHOUSE
3969 [M-03-402 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR P-104 HW WESTINGHOUSE
3970 [M-03-403 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR WEINMAN
3971 [M-03-404 M-03B A 1 Motors, Preventive Maintenance Over 7.5 to 50 f MOTOR WEINMAN
3972 [M-03-601 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR CPR4 S SCRS CT-4S GOULD
3973 [M-03-602 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR CPR4 C SCRS CT-4C GOULD
3974 |M-03-603 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR CPR4 N SCRS CT-4N GOULD
3975 [M-03-6401 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR GLY P-6401 CPR4 GOULD
3976 [|M-03-6402 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR GLY P-6402 CPR4 GOULD
3977 [M-03-6403 M-03B A 1 Motors, Preventive Maintenance Over 7.5to 50 t MOTOR GLY P-6403 CPR4 GOULD
US ELECTRICAL
3978 [|M-03-233 M-03C A 1 Motors, Preventive Maintenance Over 50 hp MOTOR P-118 CHW MOTORS
US ELECTRICAL
3979 [M-03-234 M-03C A 1 Motors, Preventive Maintenance Over 50 hp MOTOR P-119 CHW MOTORS
VIATTIONE, WalelTSEaTyFUer O (arso MCIUUES TTOT WateT, CIeT wat
3980 |Mm-04-1101 M-04 SA 1 and condenser water) MANHOLE WATER 3}EA
VIATTIONE, WISl SEaTyFUer O (arso MCIUUES TToT WateT, CIeT wat
3981 |M-04-1102 M-04 SA 1 and condenser water) MANHOLE FUEL OIL 2}EA
3982 |P-03-201 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIF P-11 CDW-01 BELL & GOSSETT
3983 |P-04-1002 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIFUGAL P-49 CHW |ARMSTRONG
3984 [P-04-1101 P-04A A T Pump, Centrifugal 1 to 24 hy PUMP GEAR RED JACKET
3985 |P-04-201 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIF P-101 HW AURORA
3986 [|P-04-202 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIF P-102 HW AURORA
3987 |P-04-203 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIF P-03 RHW BERKELEY PUMPS
3988 |P-04-204 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-04 RHW WEINMAN
3989 |P-04-205 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIF P-07 HW WEINMAN
3990 |P-04-207 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIF P-09 RHW BERKLEY PUMPS
3991 |P-04-210 P-04A A 1 Pump, Centrifugal 1 to 24 hyg PUMP CENTRIF BFW-1A AURORA
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3902 |P-04-211 P-04A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF BFW-2B AURORA
3993 |P-04-212 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF BFW-3C AURORA
3994 |P-04-220 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-11 CDW BELL & GOSSETT
3995 |P-04-221 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-12 CDW-02 BELL & GOSSETT
3996 |P-04-223 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GEAR FO-1 TUTHILL
3997 |P-04-224 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GEAR FO-2 TUTHILL
3998 |P-04-225 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GEAR FO-3 ROPER
3999 |P-04-226 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF
4000 |P-04-227 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF
4001 |P-04-228 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GEAR MFO-2 P-133 VIKING
4002 |P-04-229 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF CHW BELL N GOSSETT
4003 |P-04-231 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF CHW TACO
4004 |P-04-233 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF CHW TACO
4005 |P-04-234 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF CHW WERNMAN
4006 |P-04-3101 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-06B RHW WEINMAN
4007 |P-04-3102 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-05 RAW WEINMAN
4008 |P-04-3103 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-06A RHW WEINMAN
4009 |P-04-3201 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-02A RHW WEINMAN
4010 |P-04-3202 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-02B RHW WEINMAN
4011 |P-04-330 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF CHW TACO
4012 |P-04-3301 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-01 RAW STARITE
4013 |P-04-3302 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-01A RHW WEINMAN
4014 |P-04-3601 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-108 RHW AURORA
4015 |P-04-3602 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-109 RHW AURORA
4016 |P-04-3603 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-110 RHW AURORA
4017 |P-04-3805 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-107 RHW AURORA
4018 |P-04-3806 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-105 RHW AURORA
4019 |P-04-3807 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-106 RHW AURORA
4020 |P-04-401 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-103 HW AROURA
4021 |P-04-402 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP CENTRIF P-104 HW AROURA
4022 |P-04-403 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP WEINMAN
4023 |P-04-404 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP WEINMAN
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4024 |P-04-405 P-04A 1 Pump, Centrifugal 1 to 24 hy HOT WATER PUMP WEINMAN
4025 |P-04-501 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP INGERSOLL-RAND
4026 |P-04-502 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP INGERSOLL-RAND
4027 |P-04-503 P-04A A T Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP (A) PRICE PUMP CO.
2028 |P-04-504 P-04A A T Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP (B) PRICE PUMP CO.
2029 |P-04-505 P-04A A T Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP (A) PRICE PUMP CO.
2030 |P-04-506 P-04A A T Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP (B) PRICE PUMP CO.
4031 |P-04-507 P-04A A T Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP (A) PRICE PUMP CO.
4032 |P-04-508 P-04A A T Pump, Centrifugal 1 to 24 hy PUMP GLY PUMP (B) PRICE PUMP CO.
2033 |P-04-601 P-04A A T Pump, Centrifugal 1 to 24 hy CDW PUMP S SCRS CT-4S GE
4034 |P-04-602 P-04A A T Pump, Centrifugal 1 to 24 hy CDW PUMP C SCRS CT-4C GE
4035 |P-04-603 P-04A A T Pump, Centrifugal 1 to 24 hy CDW PUMP N SCRS CT-4N GE
4036 [P-04-6101 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6101A CPR 1-1 PRICE PUMP CO.
4037 [|P-04-6102 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6101B CPR 1-1 PRICE PUMP CO.
4038 [|P-04-6103 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6102A CPR 1-2 PRICE PUMP CO.
4039 [P-04-6104 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6102B CPR 1-2 PRICE PUMP CO.
4040 [P-04-6105 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6103A CPR 1-3 PRICE PUMP CO.
4041 |P-04-6106 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6103B CPR 1-3 PRICE PUMP CO.
4042 |P-04-6107 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6104A CPR 1-4 PRICE PUMP CO.
4043 |P-04-6108 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6104B CPR 1-4 PRICE PUMP CO.
4044 |P-04-6109 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6105A CPR 1-5 PRICE PUMP CO.
4045 [|P-04-6110 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6105B CPR 1-5 PRICE PUMP CO.
4046 [|P-04-6303 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6302A CPR 3-2 PRICE PUMP CO.
4047 |P-04-6304 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6302B CPR 3-2 PRICE PUMP CO.
4048 [|P-04-6305 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6303A CPR 3-3 PRICE PUMP CO.
4049 [|P-04-6306 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6303B CPR 3-3 PRICE PUMP CO.
4050 [P-04-6307 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6304A CPR 3-4 PRICE PUMP CO.
4051 |P-04-6308 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6304B CPR 3-4 PRICE PUMP CO.
4052 [|P-04-6309 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6305A CPR 3-5 PRICE PUMP CO.
4053 [P-04-6310 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6305B CPR 3-5 PRICE PUMP CO.
4054 [|P-04-6311 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6306A CPR 3-6 PRICE PUMP CO.
4055 [P-04-6312 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6306B CPR 3-6 PRICE PUMP CO.
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4056 |P-04-6401 P-04A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY CPR4-P1 E UNIT PACO

4057 [|P-04-6402 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY CPR4-P2 C UNIT PACO

4058 [P-04-6403 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY CPR4-P3 W UNIT PACO

4059 [P-04-6404 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6407A CPR 4-7 PRICE PUMP CO.
4060 [P-04-6405 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6407B CPR 4-7 PRICE PUMP CO.
4061 [P-04-6501 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6506A CPR5-6 INGERSOLL RAND
4062 [|P-04-6502 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6506B CPR5-6 INGERSOLL RAND
4063 [P-04-6503 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6507A CPR5-7 INGERSOLL RAND
4064 [|P-04-6504 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6507B CPR5-7 INGERSOLL RAND
4065 [P-04-6505 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6508A CPR5-8 INGERSOLL RAND
4066 [P-04-6506 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6508B CPR5-8 INGERSOLL RAND
4067 |P-04-6507 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6509A CPR5-9 INGERSOLL RAND
4068 [|P-04-6508 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6509B CPR5-9 INGERSOLL RAND
4069 [P-04-6509 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6505A CPR5-5 TACO

4070 [P-04-6510 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6505B CPR5-5 TACO

4071 |P-04-6511 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6510A CPR 5-1C PRICE PUMP CO.
4072 |P-04-6512 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6510B CPR 5-1C PRICE PUMP CO.
4073 |P-04-6601 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6601A CPR6-1 TACO

4074 |P-04-6602 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6601B CPR6-1 TACO

4075 [|P-04-6603 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6602A CPR6-2 TACO

4076 [|P-04-6604 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6602B CPR6-2 TACO

4077 |P-04-6605 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6603A CPR6-3 TACO

4078 [|P-04-6606 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6603B CPR6-3 TACO

4079 [|P-04-6607 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6604A CPR6-4 TACO

4080 [P-04-6608 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6604B CPR6-4 TACO

4081 |P-04-6F01 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6F01A CPRF-1 PRICE

4082 |P-04-6F02 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6F01B CPRF-1 PRICE

4083 |P-04-6F03 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6F02A CPRF-2 PRICE

4084 |P-04-6F04 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6F02B CPRF-2 PRICE

4085 [P-04-6X01 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6X01A CPRX-1 PRICE

4086 [P-04-6X02 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6X01B CPRX-1 PRICE

4087 [|P-04-6X03 P-04A A 1 Pump, Centrifugal 1 to 24 hy PUMP GLY P-6X02A CPRX-2 PRICE
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4088 [P-04-6X04 P-04A 1 Pump, Centrifugal 1 to 24 hg PUMP GLY P-6X02B CPRX-Z PRICE

4089 |P-04-6X05 P-04A A 1 Pump, Centrifugal 1 to 24 hf PUMP GLY P-6X03A CPRX-2 PRICE

4090 |P-04-6X06 P-04A A 1 Pump, Centrifugal 1 to 24 hf PUMP GLY P-6X03B CPRX-2 PRICE

4091 |P-04-6X07 P-04A A 1 Pump, Centrifugal 1 to 24 hf PUMP GLY P-6X04A CPRX-4 PRICE

4092 |P-04-6X08 P-04A A 1 Pump, Centrifugal 1 to 24 hf PUMP GLY P-6X04B CPRX-4 PRICE

4093 |P-04-206 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF P-08 HW PEERLESS

4094 |P-04-208 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF P-010 HW WEINMAN

4095 |P-04-213 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF P-13A CHW WEINMAN

4096 |P-04-214 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF P-13B CHW WEINMAN

4097 |P-04-218 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF P-118 CHW WEINMAN

4098 |P-04-219 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF P-119 CHW WEINMAN

4099 |P-04-222 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF P-13 CDW-03 BELL & GOSSETT

4100 |P-04-232 P-04B A 1 Pump, Centrifugal 25 to 100 hy PUMP CENTRIF GRITTON & ASSOC

4101 |P-06-1001 P-06 SA 1 Pump, Vacuum PUMP VACUUM RU-1001 WELCH

4102 [R-02-2901 R-02 SA 5000 Roof Inspection - Built-up type (per square, or 100 sq. ft ROOF INSPECTION

4103 [R-03-201 R-03A A 1 Refrigeration Machine, Absorption Unit Up to 500 ton REFRIG MACH ABSORP CH-5 TRANE

4104 |R-05-201 R-05C A 1 Refrigeration Machine, Centrifugal, 251 to 500 ton REFRIG MACH CENTRIF CH-4 TRANE

4105 [R-05-202 R-05C A 1 Refrigeration Machine, Centrifugal, 251 to 500 ton REFRIG MACH CENTRIF CH-2 TRANE

4106 [R-08-201 R-08 A 1 Control Panel - Central Refrigeration Un CONTROL PANEL CH-5 TRANE

4107 |R-08-202 R-08 A 1 Control Panel - Central Refrigeration Un CONTROL PANEL CH-2

4108 [R-08-204 R-08 A 1 Control Panel - Central Refrigeration Un CONTROL PANEL CH-4
Radlator],  BdseDOaras/COnvectors (stealrl, Not wWdler, or m RADIATIUN CUNVECUTURS AW

4109 [R-09-1201 R-09 2Y 450 linear foot) 450’ DUNHAM BUSH
Radlator,  BdseDOaras/COnvectors (stealrl, Not wWdler, or m RADIATIUN CUNVECUTURS AW

4110 [R-09-1202 R-09 2Y 320 linear foot) 320' WEBSTER
Radlator],  BdseDOaras/COnvectors (stealrl, Not wWdler, or m RADIATIUN CUNVECUTURS AW

4111 |R-09-1203 R-09 2Y 1010 linear foot) 1010' WEBSTER
RaqrauorT,  BasSenoaras/CONVETIOTS (StealT, TTOT Waler, Of_elecuic - Py

4112 |rR-09-1301 R-09 2Y 88 linear foot) RADIATION}88 LIN FT WEBSTER
RaqmauorT,  BaSenoaras/CONVETIOTS (Stealt, TTOT Waler, Of_elecuic - Py

4113 |R-09-501 R-09 2Y 1400 linear foot) RADIATION CONVECTORS HW  |WEBSTER
Radlator,  BdseDOaras/COnvectors (stealrl, Not wWdler, or m CUNVEUTUR RAVUIATIUN E CAFE

4114 |R-09-701 R-09 2Y 120 linear foot) 120’
Radlator,  BdseDOaras/COnvectors (stealrl, not wWdler, or m CUNVEU TUR RAUIATIUN VMIRKR &

4115 |R-09-702 R-09 2Y 90 linear foot) WRR WEBSTER

4116 R-13 3Y 1 Non-Destructive Chiller Tube Analysi: REFRIG MACH ABSORP CH-5 TRANE
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Q117 R-13 3Y 1 Non-Destructive Chiller Tube Analysi: REFRIG MACH CENTRIF CH-2 | TRANE
4118 R-13 3Y 1 Non-Destructive Chiller Tube Analysi: REFRIG MACH CENTRIF CH-4 TRANE
4119 |R-14-201 R-14 A 1 High Efficiency Purge Units HIGH EFFICENCY PURGE UNIT _ |TRANE
4120 |R-14-202 R-14 A 1 High Efficiency Purge Units HIGH EFFICENCY PURGE UNIT _ |TRANE
4121 |R-14-203 R-14 A 1 High Efficiency Purge Units H/E PURGE PUMP ULVAC

VIASSEY
4122 |s-05-1101 S-05 SA 1 Sweeper TRACTOR GAS SWEEPER FERGUSON
4123 |S-05-2301 S-05 SA 1 Sweepel SWEEPER SIDEWALK TENNANT |[TENNANT
4124 |S-07-201 S-07 A 1 Sump Pump SUMP PUMP P-130 ZOELLER
4125 |S-07-202 S-07 A 1 Sump Pump SUMP PUMP P-131 ZOELLER
4126 |S-07-203 S-07 A 1 Sump Pump SUMP PUMP P-132 DAYTON
4127 |S-07-204 S-07 A 1 Sump Pump SUMP PUMP 3"
4128 |S-07-501 S-07 A 1 Sump Pump SUMP PUMP (NATIONAL PRINT) |COVERT
4129 |S-07-502 S-07 A 1 Sump Pump SUMP PUMP (NATIONAL PRINT) |COVERT
4130 |S-07-503 S-07 A 1 Sump Pump SUMP PUMP (NATIONAL PRINT) |COVERT
4131 |S-07-6101 S-07 A 1 Sump Pump SUMP PUMP P-601 WEIL
4132 |S-07-6102 S-07 A 1 Sump Pump SUMP PUMP P-602 WEIL
4133 |s-07-6X01 S-07 A 1 Sump Pump SUMP PUMP COVERT
4134 ]s-07-6X02 S-07 A 1 Sump Pump SUMP PUMP COVERT
4135 |S-07-6X03 S-07 A 1 Sump Pump SUMP PUMP COVERT
4136 |S-07-6X04 S-07 A 1 Sump Pump SUMP PUMP COVERT
4137 |S-08-1001 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1 1/2"
4138 [S-08-1002 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2"
4139 [S-08-1003 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 3/4"
4140 |[S-08-1004 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4141 |s-08-201 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2"
4142 |s-08-202 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1.25"
4143 |S-08-203 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE
4144 |S-08-204 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2"
4145 ]S-08-205 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2"
4146 |S-08-206 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2"
4147 |S-08-207 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2"
4148 |s-08-208 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2"
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4149 ]S-08-209 S-08 1 Strainer, Y-Type STRAINER Y TYPE
4150 [s-08-210 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE .75"
4151 |s-08-211 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE .75"
4152 |s-08-212 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE 2"
4153 |s-08-213 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE 2"
4154 |S-08-214 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE 2"
4155 |s-08-215 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE
4156 |S-08-216 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 2" WATTS
4157 |s-08-217 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4158 |s-08-218 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4159 |s-08-219 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4160 [S-08-220 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE 1"
4161 |s-08-221 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE 1"
4162 |S-08-224 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE 1.5"
4163 |S-08-225 S-08 A 1 Strainer, Y-Type STRAINER Y 1.5"
4164 |S-08-226 S-08 A 1 Strainer, Y-Type STRAINER Y 1.5"
4165 |s-08-227 S-08 A 1 Strainer, Y-Type STRAINER Y 1.5"
4166 ]S-08-280101 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4167 |S-08-280201 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4168 |S-08-280301 S-08 A 1 Strainer, Y-Type STRAINER Y-TYPE 1"
4169 |S-08-280401 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4170 ]S-08-280501 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4171 ]S-08-280601 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4172 |S-08-280701 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4173 |S-08-280801 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4174 ]S-08-280901 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4175 ]S-08-281001 S-08 A 1 Strainer, Y-Type STRAINER Y TYPE 1"
4176 |S-09-201 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 2.5"
4177 |S-09-202 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 2.5"
4178 |S-09-203 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STAINER BOLTED FLANGE 2.5"
4179 |S-09-204 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 10"
4180 [S-09-205 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 5"
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4181 15-09-206 S-09A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 5"

4182 |S-09-207 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 4"

4183 |S-09-208 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 4"

4184 ]S-09-209 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 4"

4185 |S-09-210 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 2.5"

4186 [S-09-211 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 3"

4187 |s-09-212 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 6"

4188 [S-09-213 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 6"

4189 [S-09-214 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 8"

4190 [s-09-215 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 8"

4191 |S-09-216 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 10" |VICTAULIC

4192 |s-09-217 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 8"

4193 |s-09-218 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 8"

4194 ]S-09-219 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 8"

4195 [S-09-220 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 6"

4196 [S-09-221 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 4"

4197 |S-09-222 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 6"

4198 [S-09-223 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 6"

4199 [S-09-224 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 8"

4200 [S-09-225 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 8"

4201 |s-09-227 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 5"

4202 [|S-09-3109 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLTED FLANGE 4" |WALWORTH
S RAINER BULTED FLANGE Z2

4203 |s-09-3110 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bolts 1/2" WALWORTH

4204 |S-09-3201 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 4" SF-2 CHW WALSWORTH

4205 [S-09-3203 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 2 1/2" SF-5 USA

4206 [S-09-3204 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" SF-5&2 CHW |KECKLEY

4207 [|S-09-3301 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" SF-7 CHW KECKLEY

4208 [S-09-3302 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 2 1/2" SF-7 HW |KECKLEY

4209 [S-09-3401 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" SF-6 CHW KECKLEY

4210 [S-09-3402 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" SF-6 HW KECKLEY

4211 |S-09-3501 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" SF-101 CHW |KECKLEY

4212 |S-09-3502 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 3" SF-101 HW KECKLEY
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4213 15-09-3601 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" SF-103 CHW |KECKLEY
4214 |S-09-3602 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 3" SF-103 HW KECKLEY
4215 [|S-09-3701 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" SF-105 CHW |KECKLEY
4216 [S-09-3702 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 3" SF-105 HW KECKLEY

SO ITRAINER BULT 6 SF-1U/&1LUS
4217 |S-09-3805 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bolts CHW KECKLEY

SO IRAINER BULT 5 SF-1LU/&1LUS
4218 |s-09-3806 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bolts HW KECKLEY
4219 [S-09-3807 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER RHW P-105
4220 |S-09-3808 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER RHW P-106
4221 |S-09-3809 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER RHW P-107
4222 |S-09-401 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" P-103 HW USA
4223 |S-09-402 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 6" P-104 HW USA

SO IRAINER BULT 1U N BLDG
4224 |S-09-403 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bolts CHW USA
4225 [S-09-6401 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 4" GP-1 GLY KECKLEY
4226 [S-09-6402 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 4" GP-2 GLY KECKLEY
4227 |S-09-6403 S-09A A 1 Strainer, Bolted Flange (water and steam) 6 to 14 bol STRAINER BOLT 4" GP-3 GLY KECKLEY
4228 |S-11-1101 S-11 A 1 Snow Blowel SNOW BLOWER TORO TORO
4229 |S-11-1102 S-11 A 1 Snow Blowel SNOW BLOWER TORO TORO
4230 |S-11-1103 S-11 A 1 Snow Blowel ROOF/PENTHOUSE AREA
4231 [T1-01-201 T-01 3Y T Tank, Water (All Types) YES [CONDENSATE TANK BFW-01 UNKNOWN
4232 [1-01-218 T-01 3Y T Tank, Water (All Types) YES |TANK WATER STORING AJAX BOILER INC
4233 [1-01-219 T-01 3Y T Tank, Water (All Types) YES |TANK WATER STORING AJAX BOILER INC

SUF T WATER STURAGE TANK
4234 |T-01-220 T-01 3Y 1 Tank, Water (All Types) YES |[SFw-01

RUY AANSUN JK
4235 |T-01-202 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES |HW EXPANSION TANK S BLDG MFG=LA
4236 |T-01-203 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [RHW EXPANSION TANK S BLDG |BELL GOSSETT
RUY AANSUN JK

4237 |T-01-204 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES |HW EXPANSION TANK S BLDG MFG
4238 |T-01-205 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [HW AIR SEP. TANK N BLDG BELL & GOSSETT
4239 |T-01-206 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [HW AIR SEP. TANK S BLDG BELL GOSSET
4240 |T-01-208 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [HW EXPANSION TANK N BLDG ROY HANSON JR
4241 |T-01-209 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [HW EXPANSION TANK N BLDG ROY HANSON JR
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4242 |1-01-210 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES |HW EXPANSION TANK N BLDG  |ROY HANSON JR
RUY AASUN JR

4243 |T-01-211 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [HW EXPANSION TANK N BLDG MFG LA
4244 |T-01-212 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [CHW EXPANSION TANK CH-1 ROY HANSON JR
4245 |T-01-213 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [CHW EXPANSION TANK CH-4 ROY HANSON JR
4246 |T-01-214 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [CHW EXPANSION TANK CH-3 ROY HANSON JR
4247 |T-01-215 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [CHW EXPANSION TANK CH-2 BELL GOSSETT
4248 |T-01-222 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK CHW AIR SEPARATION BELL GOSSET
4249 |T-01-224 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK CHW AIR SEPARATION BELL GOSSETT
4250 |T-01-225 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK WATER
4251 |T-01-6506 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [AIR SEPARATOR TANK LAC-4 AMTROL/THRUSH
4252 |T-01-6507 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [AIR SEPARATOR TANK LAC-5 AMTROL/THRUSH
4253 |T-01-6509 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [AIR SEPARATOR TANK LAC-2 AMTROL/THRUSH
4254 |T-01-6510 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [AIR SEPARATOR TANK LAC-1 AMTROL/THRUSH
4255 |T-02-1001 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK AIR DPAC-2 SPEEDAIR
4256 |T-02-202 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK AIR SMAC-2A&B MANCHESTER
4257 |T-02-206 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK AIR MAC-1 BUNNER
4258 |T-02-207 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK AIR MAC-2 BUNNER
4259 |T-02-208 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [GAS TANK
4260 |T-02-603 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANK AIR ADAC-1 WILKERSON
4261 [T-02-6101 T-02 A 1 Tank, Air/Refrigerant/LP Gas YES [TANKAIR NATIONAL
4262 |T-03-1001 T-03 4Y 1 Tank, Fuel Oil Storage TANK FUEL OIL BOG-1001 CUMMINS
4263 |T-03-1101 T-03 4Y 1 Tank, Fuel Oil Storage TANK FUEL OIL
4264 |T-04-1101 T-04 M 1 Underground Storage Tank (UST SOUTH LAWN UST
4265 [T-04-1102 T-04 M 1 Underground Storage Tank (UST NORTH UST

IRASH CUNMFACUTUR WE
4266 |T-05-1001 T-05 A 1 Trash Compactor WASTE

NMARATHUN VERT-I-

4267 |T-05-701 T-05 A 1 Trash Compactor TRASH COMPACTOR PACK
4268 [T-08-201 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAP THERMOSTATIC/FLOAT LP [DUNHAM BUS
4269 [T-08-202 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAP THERMOSTATIC/FLOAT LP [DUNHAM BUS
4270 [T-08-204 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAP 3/4" BUCKET STEAM
4271 [|T-08-205 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAP 3/4" BUCKET STEAM
4272 |T-08-206 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAP 3/4" BUCKET STEAM
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4273 |T-08-207 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAP 3/4" BUCKET STEAM
4274 |T-08-208 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAP 3/4" BUCKET STEAM
4275 |T-08-216 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAPS ALL TYPES 1"
4276 [|T-08-219 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAPS ALL TYPES 1"
4277 |T-08-220 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAPS ALL TYPES 2"
4278 |T-08-221 T-08A 5Y 1 Traps, All Types Pressure (psi): Low Pressure TRAPS ALL TYPES 2"
4279 JU-01-1001 U-01 A 1 Unit Heater (Steam and Hot Water N UNIT HEATER AIR CURTAIN AIR ECONOMY
4280 JU-01-1002 U-01 A 1 Unit Heater (Steam and Hot Water C UNIT HEATER AIR CURTAIN AIR ECONOMY
4281 |JU-01-1003 U-01 A 1 Unit Heater (Steam and Hot Water S UNIT HEATER AIR CURTAIN AIR ECONOMY
4282 [U-01-1004 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4283 [U-01-1005 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4284 [U-01-1007 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4285 [U-01-1009 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW TRANE
4286 [U-01-1010 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW TRANE
4287 [U-01-1013 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4288 [U-01-1014 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4289 [U-01-1015 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4290 [U-01-1016 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4291 [U-01-1019 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4292 [U-01-1020 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4293 [U-01-1021 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4294 [U-01-1022 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4295 [U-01-1023 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4296 [U-01-1024 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4297 [U-01-1026 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4298 [U-01-1030 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
UNIT AEATER AW - EAST BUILER
4299 JU-01-1032 U-01 A 1 Unit Heater (Steam and Hot Water) RM DOOR CARRIER
4300 [U-01-1033 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4301 [U-01-1034 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW CARRIER
4302 JU-01-1201 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-A1 CARRIER
4303 JU-01-1202 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-A2 CARRIER
4304 [U-01-202 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER STM 02 TRANE
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4305 [U-01-203 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER STM 03 TRANE
UNIT AEATER (STEAM & AU
4306 JU-01-2901 U-01 A 1 Unit Heater (Steam and Hot Water) WATER) TRANE
4307 [U-01-3701 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW TRANE
4308 JU-01-3801 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW PH8-01 TRANE
4309 [U-01-401 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW TRANE
4310 [U-01-402 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-B TRANE
4311 [U-01-403 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-E TRANE
4312 JU-01-404 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-C CARRIER
4313 [U-01-405 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-D CARRIER
4314 [U-01-502 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-G CARRIER
4315 [U-01-503 U-01 A 1 Unit Heater (Steam and Hot Water UNIT HEATER HW UH-L CARRIER
4316 |Vv-02-201 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-03 ALLIED VALVE
4317 |V-02-202 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-03 ALLIED VALVE
4318 |JV-02-203 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-01 KECKLEY
4319 |Vv-02-204 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-04 KECKLEY
4320 |JVv-02-205 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-02 CONSOLIDATED
4321 |V-02-206 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-02 CONSOLIDATED
4322 |Vv-02-207 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-04 CONSOLIDATED
4323 |Vv-02-208 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-01 CONSOLIDATED
4324 |V-02-209 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-01 CONSOLIDATED
4325 |Vv-02-210 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-01 CONSOLIDATED
4326 |v-02-211 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-02
4327 |v-02-212 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-02
4328 |v-02-213 V-02 M 1 Valve, Safety Relie VALVE SAFETY B-02
4329 |Vv-02-214 V-02 M 1 Valve, Safety Relie VALVE SAFETY RELIEF 2"
4330 |JVv-02-215 V-02 M 1 Valve, Safety Relie VALVE SAFETY RELIEF 1"
4331 |V-02-216 V-02 M 1 Valve, Safety Relie VALVE SAFETY RELIEF 1"
4332 |Vv-02-217 V-02 M 1 Valve, Safety Relie VALVE SAFETY RELIEF
4333 |Vv-02-218 V-02 M 1 Valve, Safety Relie VALVE SAFETY RELIEF 1"
4334 |Vv-02-219 V-02 M 1 Valve, Safety Relie VALVE SAFETY RELIEF 1.5"
4335 |JVv-03-201 V-03 A 1 Valve Regulating VALVE REGULATING 1" SPEED AIR
7336 |V-03-202 V-03 A T Valve Regulating VALVE REGULATING 1.5"
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4337 JV-03-203 V-03 1 Valve Regulating VALVE REGULATING .75"
4338 |V-03-204 V-03 A 1 Valve Regulating VALVE REGULATING 6"
4339 |V-03-205 V-03 A 1 Valve Regulating VALVE REGULATING 4"
4340 |V-03-206 V-03 A 1 Valve Regulating VALVE REGULATING 4"
4341 |V-03-207 V-03 A 1 Valve Regulating VALVE REGULATING 2.5"
4342 |V-03-208 V-03 A 1 Valve Regulating VALVE REGULATING 1.25"
4343 |V-03-209 V-03 A 1 Valve Regulating VALVE REGULATING 1"
4344 |V-03-211 V-03 A 1 Valve Regulating VALVE REGULATING 5"
4345 |V-03-212 V-03 A 1 Valve Regulating VALVE REGULATING 8"
4346 |V-03-213 V-03 A 1 Valve Regulating VALVE REGULATING 6"
4347 |v-03-214 V-03 A 1 Valve Regulating VALVE REGULATING
4348 |V-03-215 V-03 A 1 Valve Regulating VALVE REGULATING 1"
4349 |V-03-216 V-03 A 1 Valve Regulating VALVE REGULATING 1"
4350 |V-03-217 V-03 A 1 Valve Regulating VALVE REGULATING 4"
4351 |V-03-218 V-03 A 1 Valve Regulating VALVE REGULATING 1"
4352 |V-03-219 V-03 A 1 Valve Regulating VALVE REGULATING 1"
4353 |V-03-220 V-03 A 1 Valve Regulating VALVE REGULATING 5"
4354 |V-03-221 V-03 A 1 Valve Regulating VALVE REGULATING 1.5"
4355 |V-03-222 V-03 A 1 Valve Regulating VALVE REGULATING 3/8"
4356 |V-03-223 V-03 A 1 Valve Regulating VALVE REGULATING .5
4357 |V-03-224 V-03 A 1 Valve Regulating VALVE REGULATING 5"
4358 |V-03-225 V-03 A 1 Valve Regulating VALVE REGULATING 3"
4359 |V-03-226 V-03 A 1 Valve Regulating VALVE REGULATING 5"
4360 |V-03-227 V-03 A 1 Valve Regulating VALVE REGULATING 3/8"
4361 |V-03-228 V-03 A 1 Valve Regulating VALVE REGULATING 3"
4362 |V-03-229 V-03 A 1 Valve Regulating VALVE REGULATING .75"
4363 |V-03-230 V-03 A 1 Valve Regulating VALVE REGULATING 3"
4364 |V-03-231 V-03 A 1 Valve Regulating VALVE REGULATING 3"
4365 |V-03-232 V-03 A 1 Valve Regulating VALVE REGULATING 5"
4366 |V-03-280101 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE
4367 |V-03-280201 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE
4363 |V-03-280301 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE
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4369 [V-03-280401 V-03 1 Valve Regulating VALVE REGULATING 1" SIEBE

4370 JV-03-280501 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE

4371 [V-03-280601 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE

4372 JV-03-280701 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE

4373 JV-03-280801 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE

4374 ]V-03-280901 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE

4375 JV-03-281001 V-03 A 1 Valve Regulating VALVE REGULATING 1" SIEBE
JURANSUN

4376 [Vv-03-3101 V-03 A 1 Valve Regulating VALVE REGULATING 1 1/4" CONTROL
JURANSUN

4377 [V-03-3102 V-03 A 1 Valve Regulating VALVE REGULATING 1 1/4" CONTROLS
JURANSUN

4378 [Vv-03-3103 V-03 A 1 Valve Regulating VALVE REGULATING 4" CONTROLS
JURANSUN

4379 [V-03-3104 V-03 A 1 Valve Regulating VALVE REGULATING 1 1/2" CONTROLS
JURANSUN

4380 [V-03-3105 V-03 A 1 Valve Regulating VALVE REGULATING CONTROLS
JURANSUN

4381 [Vv-03-3106 V-03 A 1 Valve Regulating VALVE REGULATING 3/4" CONTROLS
JURANSUN

4382 [V-03-3107 V-03 A 1 Valve Regulating VALVE REGULATING 6" CONTROLS
JURANSUN

4383 [Vv-03-3108 V-03 A 1 Valve Regulating VALVE REGULATING 2" CONTROLS
JURANSUN

4384 [Vv-03-3201 V-03 A 1 Valve Regulating VALVE REGULATING 1 1/2" CONTROLS

4385 [V-03-3202 V-03 A 1 Valve Regulating VALVE REGULATING 4"

4386 |V-03-3203 V-03 A 1 Valve Regulating VALVE REGULATING 6"

4387 |V-03-3204 V-03 A 1 Valve Regulating VALVE REGULATING 1"
JOHNSON

4388 |v-03-3301 V-03 A 1 Valve Regulating VALVE REGULATING 1 1/2" CONTROL
JOHNSON

4389 |v-03-3302 V-03 A 1 Valve Regulating VALVE REGULATING 1 1/2" CONTROL
JURANSUN

4390 [Vv-03-3303 V-03 A 1 Valve Regulating VALVE REGULATING 6" CONTROL
JURANSUN

4391 [Vv-03-3401 V-03 A 1 Valve Regulating VALVE REGULATING 6" CONTROL
JURANSUN

4392 [V-03-3402 V-03 A 1 Valve Regulating VALVE REGULATING 1 1/2" CONTROL
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4303 JV-03-3501 V-03 1 Valve Regulating VALVE REGUALTING 6" HONEYWELL
4394 |V-03-3502 V-03 A 1 Valve Regulating VALVE REGUALTING 2" HONEYWELL
4395 |V-03-3503 V-03 A 1 Valve Regulating VALVE REGULATING 1/4" BELLOFRAM
4396 |V-03-3601 V-03 A 1 Valve Regulating VALVE REGULATING 2" HONEYWELL
4397 |V-03-3602 V-03 A 1 Valve Regulating VALVE REGULATING 2" HONEYWELL
4398 |V-03-3603 V-03 A 1 Valve Regulating VALVE REGULATING 6" HONEYWELL
4399 |V-03-3604 V-03 A 1 Valve Regulating VALVE REGULATING 2" HONEYWELL
7400 |V-03-3605 V-03 A T Valve Regulating VALVE REGULATING (2)

VALVE REGULATING CAHW FS-
4401 |v-03-3701 V-03 A 1 Valve Regulating 105
4402 |Vv-03-3702 V-03 A 1 Valve Regulating VALVE REGULATING 2" HONEYWELL
4403 |Vv-03-3703 V-03 A 1 Valve Regulating VALVE REGULATING 1/4" BELLOFRAM
4404 |Vv-03-3802 V-03 A 1 Valve Regulating VALVE REGULATING HONEYWELL
4405 |Vv-03-3803 V-03 A 1 Valve Regulating VALVE REGULATOR HW FS-107 |HONEYWELL
4406 |Vv-03-3804 V-03 A 1 Valve Regulating VALVE REGULATOR CHW FS-107
4407 |Vv-03-3807 V-03 A 1 Valve Regulating VALVE REGULATOR PHC FS-109
4408 |Vv-03-3810 V-03 A 1 Valve Regulating VALVE REGULATOR PHC FS-110
4409 |Vv-03-3813 V-03 A 1 Valve Regulating VALVE REGULATOR PHC FS-111
4410 |Vv-03-3822 V-03 A 1 Valve Regulating VALVE REGULATOR RHW P-105 |HONEYWELL
4411 |Vv-03-3823 V-03 A 1 Valve Regulating VALVE REGULATOR RHW P-106 |HONEYWELL
VALVE 1 1/ REGULATUR CFRF-
4412 |v-03-6F01 V-03 A 1 Valve Regulating 1 ARMSTRONG
VALVE 1 1/ REGULATUR CFRF-
4413 |v-03-6F02 V-03 A 1 Valve Regulating 2 ARMSTRONG
VALVE NMAIN FIRE
4414 [V-05-1106 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical CONTROL}1}10" WE NORRIS
4415 [v-05-201 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4" |WATTS
4416 [V-05-202 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2" |GRINNELL
VALVE MANUALLY UOFERATED
4417 [v-05-203 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
VALVE MANUALLY UOFERATED
4418 [V-05-204 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
VALVE MANUALLY UOFERATED
4419 [v-05-205 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
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VALVE VMANUALLY OPCRATCD
4420 [v-05-206 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
VALVE MANUALLY UOFERATED
4421 |Vv-05-207 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
VALVE MANUALLY UOFERATED
4422 |v-05-208 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
4423 |V-05-209 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 1"
4424 |Vv-05-210 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4425 [V-05-2100 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4426 |V-05-2101 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE AMNUALLY OPERATED 4"
4427 |V-05-2102 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4428 [Vv-05-2103 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4429 [v-05-2104 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 1"
4430 [Vv-05-2105 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4431 [Vv-05-2106 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4432 |V-05-2107 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4433 [v-05-2108 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4434 [v-05-2109 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
VALVE MANUALLY UOFERATED
4435 [v-05-211 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 1.25"
4436 [V-05-2110 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4437 |v-05-2111 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
VALVE MANUALLY CUNTRULLED
4438 |V-05-2112 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 6"
4439 [v-05-2113 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4440 [v-05-2114 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
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4441 [V-05-2115 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4442 [V-05-2116 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4443 |V-05-2117 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4444 |v-05-2118 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4445 [Vv-05-2119 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4446 [V-05-212 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4447 [V-05-2120 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4448 |V-05-2121 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 1"
4449 [Vv-05-2124 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4450 [Vv-05-2125 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"

VALVE MANUALLY UOFERATED
4451 |V-05-2131 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 10"
4452 [V-05-2135 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4453 [V-05-2136 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4454 |V-05-2137 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4455 [V-05-2138 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"

VALVE MANUALLY UOFERATED
4456 [v-05-214 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 10"

VALVE MANUALLY UOFERATED
4457 [V-05-2140 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12"
4458 |V-05-2141 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4459 |V-05-2142 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"

VALVE MANUALLY UOFERATED
4460 [v-05-2143 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 1.5"

VALVE MANUALLY UOFERATED
4461 [V-05-2144 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 1.5"
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4462 [V-05-2145 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 1.5"
4463 [V-05-2146 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GLOBE 2.5"
4464 |V-05-2147 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GATE 12"
4465 [Vv-05-2148 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL .75"
4466 [V-05-2149 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL .75"
4467 [Vv-05-215 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 5"
4468 [V-05-2150 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GATE .75"
4469 |V-05-2151 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1.5"
4470 |V-05-2152 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4471 [V-05-2153 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4472 [V-05-2154 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4473 [V-05-2155 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BUTTERFLY 12"
4474 [V-05-2156 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GLOBE 3"
4475 |V-05-2157 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL .75"
4476 [V-05-2158 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL .75"
4477 [v-05-2159 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1"
4478 [Vv-05-216 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 5"
4479 [Vv-05-2160 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1.5"
4480 [V-05-2161 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4481 |V-05-2162 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4482 [V-05-2163 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
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4483 [Vv-05-2164 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1"
4484 [V-05-2165 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1"
4485 [V-05-2166 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1.5"
4486 |V-05-2167 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4487 [Vv-05-2168 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4488 [V-05-2169 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GATE .75"
4489 [v-05-217 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 5"
4490 [Vv-05-2170 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GATE .75"
4491 |V-05-2171 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GATE 12"
VALVE MANUALLY UOFERATED
4492 |V-05-2172 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12"
4493 [Vv-05-2173 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1" DOMESTIC
4494 |V-05-2174 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1"
4495 [V-05-2175 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE BALL 1.5"
4496 [V-05-2176 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GATE 12"
4497 |V-05-2177 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE PLUG 3"
4498 [Vv-05-2178 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
VALVE MANUALLY UOFERATED
4499 [Vv-05-2179 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 75"
4500 [v-05-218 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 5"
4501 [Vv-05-2180 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE GATE .75"
4502 |Vv-05-2181 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4503 |V-05-2182 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
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4504 [v-05-2183 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4505 [Vv-05-2184 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MAUALLY OPERATED 8"
4506 [Vv-05-2185 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4507 [Vv-05-2186 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4508 |V-05-2187 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4509 [v-05-2188 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4510 [Vv-05-2189 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4511 [v-05-219 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4512 [V-05-2190 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4513 |V-05-2191 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4514 |V-05-2192 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4515 [V-05-2193 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4516 [V-05-2194 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4517 [V-05-2195 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4518 [V-05-2196 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4519 |V-05-2197 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4520 [Vv-05-2198 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4521 [Vv-05-2199 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4522 |V-05-220 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 5"
4523 [Vv-05-221 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 5"
4524 |V-05-222 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4'
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4525 [V-05-223 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4526 [Vv-05-224 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"

VALVE MANUALLY UOFERATED
4527 [Vv-05-225 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 75"
4528 [V-05-226 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANULLY OPERATED 1"
4529 |Vv-05-227 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 1"
4530 [v-05-228 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4531 [Vv-05-229 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4532 [Vv-05-230 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4533 [v-05-231 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4534 |V-05-232 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4535 [Vv-05-233 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4536 [v-05-234 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"
4537 [Vv-05-235 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 4"

VALVE MANUALLY UOFERATED
4538 [Vv-05-236 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"

VALVE MANUALLY UOFERATED
4539 [v-05-237 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"

VALVE MANUALLY UOFERATED
4540 [Vv-05-238 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"

VALVE MANUALLY UOFERATED
4541 [Vv-05-239 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
4542 |V-05-240 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4543 [V-05-241 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4544 |V-05-242 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4545 [V-05-243 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
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4546 [V-05-244 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4547 |V-05-245 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4548 [V-05-246 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4549 |V-05-247 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4550 [Vv-05-248 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4551 [Vv-05-249 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4552 [V-05-250 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4553 [V-05-251 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4554 |V-05-252 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4555 [V-05-253 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4556 [V-05-254 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4557 [V-05-255 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4558 [V-05-256 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4559 [V-05-257 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4560 [V-05-258 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
4561 [V-05-259 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4562 [V-05-260 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"

VALVE MANUALLY UOFERATED
4563 [V-05-261 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 1.5"

VALVE MANUALLY UOFERATED
4564 [V-05-262 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 1.5"

VALVE MANUALLY UOFERATED
4565 [V-05-263 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"

VALVE MANUALLY UOFERATED
4566 [V-05-264 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
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4567 [V-05-265 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4568 [V-05-266 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4569 [V-05-267 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4570 [Vv-05-268 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4571 [Vv-05-269 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4572 |Vv-05-270 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4573 |v-05-271 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4574 |V-05-272 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4575 |Vv-05-273 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
VALVE MANUALLY UOFERATED
4576 [V-05-274 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 2.5"
4577 |Vv-05-275 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED
4578 [V-05-276 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4579 |Vv-05-277 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8" |CENTERLINE
4580 [Vv-05-278 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 6"
4581 [Vv-05-279 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED  |VICTAULIC
4582 [Vv-05-280 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8" |VICTAULIC
4583 [Vv-05-281 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4584 [V-05-282 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 3"
VALVE MANUALLY UOFERATED
4585 [Vv-05-283 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12"
VALVE MANUALLY UOFERATED
4586 [Vv-05-284 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12"
VALVE MANUALLY UOFERATED
4587 [Vv-05-285 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12"
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4588 [V-05-286 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12"
4589 [v-05-289 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4590 [Vv-05-290 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
VALVE MANUALLY UOFERATED
4591 [v-05-291 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12" CENTERLINE
VALVE MANUALLY UOFERATED
4592 [V-05-292 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical 12" CENTERLINE
4593 [Vv-05-293 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 2"
4594 |V-05-294 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4595 [V-05-295 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4596 [V-05-296 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4597 [Vv-05-297 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4598 [Vv-05-298 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4599 [Vv-05-299 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUALLY OPERATED 8"
4600 [V-05-3101 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4601 [V-05-3102 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4602 [Vv-05-3103 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4603 [Vv-05-3104 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4604 [Vv-05-3105 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4605 [V-05-3106 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4606 [V-05-3107 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 4" WALWORTH
4607 [Vv-05-3108 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 4" WALWORTH
4608 [Vv-05-3109 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" WALWORTH
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4609 [Vv-05-3110 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" WALWORTH
4610 [Vv-05-3111 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 3/4" |WALWORTH
4611 |V-05-3112 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 3/4' WALWORTH
4612 [v-05-3113 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2 1/2" |WALWORTH
4613 [v-05-3114 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2 1/2" |WALWORTH
4614 [v-05-3115 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4615 [Vv-05-3116 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4616 [V-05-3201 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2 1/2" |WALWORTH
4617 |V-05-3202 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2 1/2" |WALWORTH
4618 [Vv-05-3203 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4619 [Vv-05-3204 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4620 [V-05-3205 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 4" WALWORTH
4621 [V-05-3206 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 4" WALWORTH
4622 |Vv-05-3211 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4623 |V-05-3212 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" WALWORTH
4624 [v-05-3213 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" WALWORTH
4625 [v-05-3214 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" WALWORTH
4626 |V-05-3301 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 6" WALWORTH
4627 |V-05-3302 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 2 1/2" |WALWORTH
4628 [Vv-05-3304 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 6"

4629 [Vv-05-3305 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 2 1/2" |WALWORTH
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4630 [V-05-3306 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 2 1/2" |WALWORTH
4631 |V-05-3307 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 6" WALWORTH
4632 |V-05-3401 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 6" WALWORTH
4633 [Vv-05-3403 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 2 1/2" |WALWORTH
4634 [Vv-05-3404 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL/CRITICAL 2 1/2" |WALWORTH
4635 |V-05-3501 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" W C NORRIS
4636 |V-05-3502 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" W C NORRIS
4637 [Vv-05-3503 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" W C NORRIS
4638 [V-05-3504 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2" W C NORRIS
4639 |V-05-3601 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2"

4640 |V-05-3602 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2"
4641 [V-05-3603 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2"
4642 [V-05-3604 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2"
4643 [V-05-3605 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" W C NORRIS
4644 [V-05-3606 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" W G NORRIS
4645 |V-05-3607 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 3" W C NORRIS
4646 |V-05-3701 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" W C NORRIS
4647 |V-05-3702 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 6" W G NORRIS
4648 [Vv-05-3703 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 3" W C NORRIS
4649 [Vv-05-3704 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL W C NORRIS
4650 [V-05-3705 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2"
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4651 [V-05-3706 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE MANUAL CRITICAL 2"
4652 [Vv-05-401 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE 6" MAIN HW P-103}2
4653 [V-05-402 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE 6" MAIN HW P-104}2 WC NORRIS
4654 [V-05-403 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE 10" MAIN CHW}2
4655 [V-05-6F01 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE 1 1/2" MAIN CPRF-1}4
4656 [V-05-6F02 V-05A A 1 Valve, Manually Operated Main Line or Critical Main Line or Critical VALVE 1 1/2" MAIN CPRF-2}4

I'TT GENERAL
4657 |V-06-202 V-06 A 1 Valve, Motor Operated VALVE MOTOR OPERATED 2" CONTROLS
4658 |V-06-203 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPERATED HONEYWELL
4659 |V-06-204 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPERATED HONEYWELL
4660 [V-06-205 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4661 |Vv-06-206 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4662 |Vv-06-207 V-06 A 1 Valve, Motor Operatet VALVE MOTOR
4663 |Vv-06-208 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4664 |Vv-06-209 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4665 |V-06-210 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 2" & 5"
4666 |Vv-06-211 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4667 |Vv-06-212 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4668 |V-06-213 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 275"
4669 |Vv-06-214 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4670 |v-06-215 V-06 A 1 Valve, Motor Operatet VALVE MOTOR 3"
4671 |V-06-216 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPERATED 5" KEYSTONE
4672 |V-06-6401 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPER CPR4-1 HONEYWELL
4673 |V-06-6402 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPER CPR4-2 HONEYWELL
4674 |V-06-6403 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPER CPR4-3 HONEYWELL
4675 |V-06-6404 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPER CPR4-4 HONEYWELL
4676 |V-06-6405 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPER CPR4-5 HONEYWELL
4677 |V-06-6406 V-06 A 1 Valve, Motor Operatet VALVE MOTOR OPER CPR4-6 HONEYWELL

VALVE MUTUR UFERATED CFR4-

4678 [V-06-6407 V-06 A 1 Valve, Motor Operated 7
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4679 JV-06-6501 V-06 1 Valve, Motor Operatet VALVE MOTOR OPER CPR5-1 . |HONEYWELL
4680 [|V-06-6502 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-2 HONEYWELL
4681 |V-06-6503 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-3 HONEYWELL
4682 |V-06-6504 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-4 HONEYWELL
4683 |V-06-6505 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-5 HONEYWELL
4684 |V-06-6506 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-6 BARBER COLMAN
4685 |V-06-6507 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-7 BARBER COLMAN
4686 |V-06-6508 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-8 BARBER COLMAN
4687 |V-06-6509 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR5-9 BARBER COLMAN

VALVE MUTUR UFER 1 1/Z2 CFRO-
4688 |V-06-6510 V-06 A 1 Valve, Motor Operated 10 BARBER COLMAN
4689 |V-06-6601 V-06 A 1 Valve, Motor Operatel VLAVE MOTOR OPER CPR6-1 HONEYWELL
4690 |V-06-6602 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR6-2 HONEYWELL
4691 |V-06-6603 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR6-3 HONEYWELL
4692 |V-06-6604 V-06 A 1 Valve, Motor Operatel VALVE MOTOR OPER CPR6-4 HONEYWELL
4693 [v-07-201 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE P/E/H 8" DELTA
4694 [v-07-202 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4695 [v-07-204 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 6" DELTA
4696 [Vv-07-205 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1.5"
4697 [v-07-206 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4698 [v-07-207 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 10" DELTA
4699 [v-07-208 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4700 [v-07-209 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4701 [v-07-210 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4702 [v-07-212 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4703 [v-07-213 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4704 [v-07-214 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4705 [v-07-215 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 8"
4706 [v-07-216 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1"
4707 [v-07-217 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1"
4708 [v-07-218 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3"
4709 [v-07-219 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 2"
4710 [v-07-220 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/8"
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4711 V-07-221 V-07 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/8"

4712 [v-07-222 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE H/P/E 3/8"

4713 [v-07-223 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VLAVE E/P/H 5"

4714 [v-07-224 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/8"

4715 [v-07-225 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 5"

4716 [v-07-226 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 5"

4717 [v-07-227 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1.25"

4718 [v-07-228 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1"

4719 [v-07-229 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H .75"

4720 [v-07-230 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VELVE E/P/H 5"

4721 [v-07-231 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/8"

4722 [v-07-232 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/8"

4723 [v-07-233 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1.25"

4724 |v-07-234 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1"

4725 [v-07-235 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/8"

4726 [v-07-236 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1"

4727 |v-07-237 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VAVLE E/P/H 3/8"

4728 [v-07-238 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 5"

4729 [v-07-240 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1"

4730 [v-07-241 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 5"

4731 [v-07-242 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/8"

4732 [v-07-243 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1"

4733 [v-07-2901 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H DELTA

4734 [Vv-07-2902 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1" DELTA

4735 [Vv-07-2903 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1/2" DELTA

4736 [Vv-07-2904 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/4" DELTA

4737 [Vv-07-2905 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1/2" DELTA

4738 [V-07-2906 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 1/2" DELTA

4739 [Vv-07-2907 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H DELTA

4740 [Vv-07-2908 V-07 A 1 Valve, Hydraulic/Pneumatic/ Electri VALVE E/P/H 3/4" DELTA

4741 |JVv-08-201 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2.5"

4742 |V-08-202 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2.5"
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4743 [V-08-203 V-08 1 Valve, Critical Chect VALVE CRITICAL CHECK 2.5"
4744 |V-08-204 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4745 |JV-08-205 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK .75"
4746 |V-08-206 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 5"
4747 |Vv-08-207 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 5"
4748 |Vv-08-208 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 4"
4749 |JV-08-209 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 1"
4750 |JVv-08-210 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 4"
4751 |JVv-08-211 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 4"
4752 |Vv-08-212 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2.5"
4753 |JVv-08-213 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 3"
4754 |V-08-215 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4755 |JV-08-216 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4756 |JVv-08-217 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4757 |JVv-08-218 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4758 |JVv-08-219 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK .75"
4759 |JVv-08-220 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK .75"
4760 |JVv-08-221 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 6"
4761 |V-08-222 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 6"
4762 |V-08-223 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4763 |Vv-08-224 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4764 |V-08-225 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 2"
4765 |V-08-226 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK .75"
4766 |Vv-08-227 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 10"
4767 |V-08-228 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 1"
4768 |V-08-229 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 1"
4769 |JVv-08-230 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 1"
4770 |JVv-08-231 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 8"
4771 |V-08-232 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 8"
4772 |V-08-234 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 6"
4773 |V-08-235 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 6"
4774 |V-08-236 V-08 A 1 Valve, Critical Checl VALVE CRITICAL CHECK 1"
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4775 [V-08-237 V-08 1 Valve, Critical Chect VALVE CRITICAL CHECK 8"

4776 |V-08-238 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 8"

4777 |V-08-241 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 1.5

4778 |V-08-242 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 1.5

4779 |V-08-243 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 1.5

4780 |V-08-244 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 5"

4781 |v-08-246 V-08 A 1 Valve, Critical Chect VALVE CHECK 1.5"

4782 |v-08-248 V-08 A 1 Valve, Critical Chect VALVE CHECK .75"

4783 |v-08-249 V-08 A 1 Valve, Critical Chect VALVE CHECK 1.5"

4784 |V-08-250 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK .75"

4785 |V-08-253 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 1"

4786 |V-08-254 V-08 A 1 Valve, Critical Chect VALVE CHECK 1.5"

4787 |v-08-255 V-08 A 1 Valve, Critical Chect VALVE CHECK .75"

4788 |Vv-08-256 V-08 A 1 Valve, Critical Chect VALVE CHECK .75"

4789 |V-08-257 V-08 A 1 Valve, Critical Check VALVE CHECK 1" DOMESTIC

4790 |V-08-258 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 1.5

4791 |v-08-259 V-08 A 1 Valve, Critical Chect VALVE CHECK 1"

4792 |v-08-260 V-08 A 1 Valve, Critical Chect VALVE CHECK .75"

4793 |v-08-261 V-08 A 1 Valve, Critical Chect VALVE CHECK .75"

4794 |V-08-299 V-08 A 1 Valve, Critical Check VALVE CRITICAL CHECK 1"

4795 |V-08-3301 V-08 A 1 Valve, Critical Check VALVE CRITICAL/CHECK 4" WALWORTH

4796 |V-08-3401 V-08 A 1 Valve, Critical Check VALVE CHECK/CRITICAL WALWORTH

4797 |V-08-3807 V-08 A 1 Valve, Critical Check VALVE CHECK 3" RHW P-105

4798 |V-08-3808 V-08 A 1 Valve, Critical Check VALVE CHECK 3" RHW P-106

4799 |V-08-3809 V-08 A 1 Valve, Critical Check VALVE CHECK 3" RHW P-107

4800 |V-08-401 V-08 A 1 Valve, Critical Check VALVE 6" CHECK HW P-103 METRAFLEX

4801 |V-08-402 V-08 A 1 Valve, Critical Check VALVE 6" CHECK HW P-104 METRAFLEX

4802 |V-08-403 V-08 A 1 Valve, Critical Check VALVE 10" CHECK CHW METRAFLEX

4803 |V-09-701 V-09A A 1 Backflow Preventer Up to 1% inche: YES |BACKFLOW PREV NKETTLE 1© |CRANE

4804 |v-09-703 V-09A A 1 Backflow Preventer Up to 1% inche: YES [BACKFLOW PREV 3/4" CRANE

4805 |V-09-704 V-09A A 1 Backflow Preventer Up to 1% inche: YES |BACKFLOW PREVENTER 1/4" CRANE

4806 |V-09-705 V-09A A 1 Backflow Preventer Up to 1% inche: YES |BACKFLOW PREVENTER 172" CRANE
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4807 |Vv-09-706 V-09A A 1 Backflow Preventer Up to 1% inche: YES |BACKFLOW PREVENTER CRAME
4808 [V-09-707 V-09A A 1 Backflow Preventer Up to 1% inche: YES |BACKFLOW PREVENTER 1/2" CRANE
4809 [V-09-708 V-09A A 1 Backflow Preventer Up to 1% inche: YES |BACKFLOW PREVENTER 1/2" CRANE
4810 [V-09-202 V-09B A 1 Backflow Preventer 1% to 2 inche: YES [VALVE BACKFLOW PREV DW 2" |CRANE

VALVE BACLRKFLUW FPREV SFRLR
4811 |v-09-1103 V-09E A 1 Backflow Preventer 4 to 6 inches YES |4" CRANE
4812 [V-09-201 V-09E A 1 Backflow Preventer 4 to 6 inche: YES [VALVE BACKFLOW PREV DW 6" |[WATTS
4813 |v-09-1104 V-09G A 1 Backflow Preventer 6 to 8 inche: YES [BACKFLOW PREV DW CRANE
4814 [V-10-601 V-10 A 1 Vacuum System, Centralized VACUUM SYSTEM CENTRAL V-01 |HOFFMAN
4815 JW-02-1001 W-02 W 1 Wash, Emergency EMERGENCY WASH BRADLY CORP
4816 |w-02-201 W-02 W 1 Wash, Emergency EMERGENCY WASH
4817 |w-02-2901 W-02 W 1 Wash, Emergency EMERGENCY WASH
4818 JW-02-3401 W-02 W 1 Wash, Emergency EMERGENCY WASH BRADLEY
4819 JW-02-6601 W-02 W 1 Wash, Emergency EMERGENCY WASH BRADLEY
4820 JW-02-901 W-02 W 1 Wash, Emergency EMERGENCY WASH BRADLY CORP
4821 JW-02-902 W-02 W 1 Wash, Emergency EMERGENCY WASH BRADLEY
4822 JW-02-903 W-02 W 1 Wash, Emergency EMERGENCY WASH BRADLEY
WATER SUFTENER N UNIT WS-
4823 |w-03-201 W-03 SA 1 Water Softener 201 CULLIGAN
WATER SUFTENER S UNIT WS-
4824 |w-03-202 W-03 SA 1 Water Softener 202 CULLIGAN
4825 |w-03-701 W-03 SA 1 Water Softener WATER SOFTENER WS-701
WATER TREATVIENT CUOULING
4826 |w-08-201 W-08 M 1 Water Treatment for Cooling Towers TOWER 1
WATER TREATVIENT CUOULING
4827 |w-08-202 W-08 M 1 Water Treatment for Cooling Towers TOWER 2
WATER TREATVIENT CUOULING
4828 |w-08-203 W-08 M 1 Water Treatment for Cooling Towers TOWER 3
WATER TREATVIENT CUOULING
4829 |w-08-204 W-08 M 1 Water Treatment for Cooling Towers TOWER 4
WATER TREATVIENT CUOULING
4830 |w-08-601 W-08 M 1 Water Treatment for Cooling Towers CT-4S BAC
WATER TREATVIENT CUOULING
4831 |w-08-602 W-08 M 1 Water Treatment for Cooling Towers CT-4C BAC
WATER TREATVIENT CUOULING
4832 |w-08-603 W-08 M 1 Water Treatment for Cooling Towers CT-4N BAC
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4833 |w-09-201 W-09 1 Water Treatment for Heating System: WATER TREATMENT BOILER 1
4834 [wW-09-202 W-09 M 1 Water Treatment for Heating System: WATER TREATMENT BOILER 2
4835 [wW-09-203 W-09 M 1 Water Treatment for Heating System: WATER TREATMENT BOILER 3
4836 [wW-09-204 W-09 M 1 Water Treatment for Heating System: WATER TREATMENT BOILER 4
4837 [|X-32-1101 X-32 A 1 Parking Arm Gates GATE 1 ENT E ARM
4838 [X-32-1102 X-32 A 1 Parking Arm Gates GATE 1 ENT W ARM
4839 [X-32-1103 X-32 A 1 Parking Arm Gates GATE 1 EXIT E ARM
4840 |X-32-1104 X-32 A 1 Parking Arm Gates GATE 1 EXIT CENTER ARM
4841 [X-32-1105 X-32 A 1 Parking Arm Gates GATE 1 EXIT W ARM
4842 |X-32-1106 X-32 A 1 Parking Arm Gates GATE 8 ENT N ARM
4843 |X-32-1107 X-32 A 1 Parking Arm Gates GATE 8 ENT S ARM
4844 |X-32-1108 X-32 A 1 Parking Arm Gates GATE 8 EXIT N ARM
4845 |X-32-1109 X-32 A 1 Parking Arm Gates GATE 8 EXIT S ARM
4846 |X-32-1110 X-32 A 1 Parking Arm Gates GATE 5 DRIVEWAY E ARM
4847 |X-32-1111 X-32 A 1 Parking Arm Gates GATE 5 DRIVEWAY W ARM
ENIERGENCUY SHUWER BUILER
4848 [X-37-201 X-37 A 1 Emergency Shower ROOM
ENVNIERGENCUY SHUWER N

4849 |X-37-2901 X-37 A 1 Emergency Shower POWER PLANT

X-IIR, X-41B, X{ VI, SF, MASSEY
4850 [x-41-1101 41C A 1 Tractor, Diesel TRACTOR DIESEL MF SWEEPER |FERGUSON

X-IIR, X-41B, X{ VI, SF,
4851 [X-41-1102 41C A 1 Tractor, Diesel TRACTOR DIESEL CASE CASE

X-IIR, X-41B, X{ VI, SF,
4852 [x-41-1104 41C A 1 Tractor, Diesel TRACTOR DIESEL KUBOTA KUBOTA
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